CASE #:

GE - B-N 1 HPFF, M-N 2 XLPE (OLD CASE 5)

Rev. 1 (added Sngr-Nrwk)

DATE:

12/15/2004

DONE BY: E. R. PRATICO, GE ENERGY NOTE: 2Cis 0.13-0.175,4Cis 0.17 - 0.21 s, 6C is 0.21 - 0.25 s (max. voltage - pu)
SWITCHING EVENT SYSTEM CONDITIONS MAXIMUM TOV TOV
SIM. | LOAD SHUNT| LINE |FAULT, PLUM345 PLUM115 NRWK345 NRWK115 EDVN345 BSCK345 ESHR115 FRBG115 STONY115 ROCKY115

TYPE LOCATION CASE | LEVEL | CAPS| REACS| OUT |CLEAR| 2C | LOCATION | 4C | LOCATION | 6C | LOCATION | 2c [ 4Cc [6c | 2c J4c[e6c | 2c | 4c[e6c | 2c | 4c[e6c[2c|4c|e6c[2c|4c|e6c[2c|4ac]|e6Cc[2c]4ac]|6C | 2c[4Cc | 6C | 2C [ 4C | 6C
3ph fault Plum Trip Plum-Lmtn 1 40% 40%  40% ALLIN 4.0CY 1.30 PLUM345 1.32 PLUM345 1.29 PLUM345 130 132 129 123 127 123 128 127 121 117 115 111 127 126 120 112 110 1.10 1.06 1.04 1.03 1.07 1.06 1.06 1.18 121 117 1.14 116 1.1
3ph fault Plum Trip Plum-Lmtn 2 40% 40% 40% ED-BS 4.0 CY 1.28 PLUM345 1.22 PLUM345 1.19 PLUM345 128 122 119 122 117 115 128 120 117 115 111 1.09 128 120 1.17 1.08 1.07 1.07 1.05 1.04 103 1.06 1.05 1.05 1.18 1.13 111 112 1.10 1.08
3ph fault Plum Trip Plum-Lmtn 3 40% 40% 40% LM-PV 4.0CY 1.25 NRWK345 1.26 PLUM345 1.22 PLUM345 125 126 122 119 120 118 125 119 118 113 1.09 1.09 125 119 118 111 110 1.09 1.04 103 1.03 1.05 1.04 1.04 114 115 113 1.09 1.09 1.08
3ph fault Plum Trip Plum-Lmtn 4 40% 40%  40% NH-LI 4.0CY 1.23 PLUM345 1.16 PLUM345 1.14 PLUM345 123 116 114 117 113 111 122 113 111 1.09 105 103 122 113 112 1.11 1.08 1.07 1.03 1.02 1.01 1.05 1.04 1.03 1.12 1.09 1.07 1.08 1.07 1.05
3ph fault Plum Trip Plum-Lmtn 5 50% 50% 50% ALLIN 4.0CY 1.26 PLUM345 1.21 PLUM345 1.16 PLUM345 126 121 116 120 118 113 123 119 116 112 110 1.08 123 119 116 113 112 111 1.05 1.04 1.04 1.08 1.08 1.08 1.18 119 115 1.13 1.14 112
3ph fault Plum Trip Plum-Lmtn 6 50% 50% 50% ED-BS 4.0CY 1.21 EDVN345 1.12 PLUM345 1.09 BSCK345 121 112 109 116 1.09 106 120 112 109 111 106 104 121 112 1.09 1.10 1.10 1.09 1.04 1.03 1.02 1.08 1.07 1.06 1.17 1.08 1.05 1.12 1.06 1.05
3ph fault Plum Trip Plum-Lmtn 7 50% 50% 50% LM-PV 4.0CY 1.25 PLUM345 1.17 PLUM345 1.15 PLUM345 125 117 115 121 115 111 123 115 113 112 1.08 1.07 123 116 1.13 1.13 110 1.09 1.04 103 1.03 1.07 1.07 1.07 118 1.14 1.09 1.12 1.10 1.07
3ph fault Plum Trip Plum-Lmtn 8 50% 50% 50% NH-LI 4.0CY 1.18 PLUM345 1.09 EDVN345 1.08 BSCK345 118 1.09 1.06 1.15 1.05 1.03 1.17 108 106 106 101 098 117 109 106 1.11 1.09 1.08 1.03 1.01 1.00 1.07 1.05 1.04 1.13 1.06 1.03 1.09 1.04 1.02
3ph fault Plum Trip Plum-Lmtn 9 70% 70% 70% ALLIN 4.0CY 1.30 ROCKY115 1.25 ROCKY115 1.21 ROCKY115 124 119 117 127 119 116 121 117 115 112 1.10 1.08 121 118 115 115 114 113 1.08 1.06 1.06 1.14 113 111 125 121 117 130 125 1.21
3ph fault Plum Trip Plum-Lmtn 10 70% 70% 70% ED-BS 4.0CY 1.31 PLUM345 1.23 ROCKY115 1.19 ROCKY115 1.31 1.15 1.09 128 1.13 1.08 127 113 1.08 114 105 1.03 127 112 1.07 113 112 112 106 103 1.02 114 113 1.13 124 110 1.05 129 123 1.19
3ph fault Plum Trip Plum-Lmtn 1" 70% 70% 70% LM-PV 4.0CY 1.29 ROCKY115 1.22 ROCKY115 1.17 ROCKY115 122 1.16 1.15 123 115 113 120 1.15 1.13 1.12 1.08 1.06 120 1.16 113 114 113 112 1.06 1.05 1.04 112 109 108 126 1.16 1.11 129 122 1.17
3ph fault Plum Trip Plum-Lmtn 12 70% 70% 70% NH-LI 4.0CY 1.20 ROCKY115 1.14 ROCKY115 1.11 ROCKY115 1.13 1.08 1.05 1.11 1.06 1.04 112 1.06 1.04 1.02 098 096 1.12 1.07 1.05 1.10 1.09 1.08 1.03 1.01 101 110 108 108 112 1.05 1.02 120 1.14 1.11
3ph fault Plum Trip Plum-Lmtn 13 40% 40%  40% ALLIN 3.5CY 1.34 PLUM345 1.30 PLUM345 1.28 PLUM345 134 130 128 126 127 125 133 126 122 119 114 111 133 125 120 114 111 110 1.06 1.04 1.04 1.08 1.06 1.06 121 121 119 1.16 1.14 1.13
3ph fault Plum Trip Plum-Lmtn 14 40% 40% 40% ED-BS 3.5CY 1.29 PLUM345 1.23 PLUM345 1.19 PLUM345 129 123 119 122 118 115 128 122 118 116 112 110 1.28 122 1.18 1.08 1.08 1.07 1.06 1.04 1.03 1.07 1.06 1.05 1.17 114 111 112 1.10 1.08
3ph fault Plum Trip Plum-Lmtn 15 40% 40% 40% LM-PV 3.5CY 1.29 PLUM345 1.25 PLUM345 1.23 PLUM345 129 125 123 124 122 118 127 119 117 114 110 1.09 125 118 1.17 111 110 1.10 1.04 1.04 1.03 1.06 1.05 1.04 118 116 113 1.13 1.11 1.09
3ph fault Plum Trip Plum-Lmtn 16 40% 40%  40% NH-LI 3.5CY 1.19 NRWK345 1.17 PLUM345 1.15 PLUM345 119 117 115 114 113 111 119 114 111 1.07 1.05 1.04 119 114 111 110 1.08 1.08 1.03 1.02 1.01 1.05 1.04 1.03 1.10 1.09 1.08 1.07 1.07 1.05
3ph fault Plum Trip Plum-Lmtn 17 50% 50% 50% ALLIN 3.5CY 1.28 PLUM345 1.20 PLUM345 1.17 EDVN345 128 120 116 124 116 113 125 119 117 113 1.10 1.09 125 118 117 113 112 112 1.05 1.05 1.04 1.08 1.08 1.08 1.18 1.17 114 112 112 1.1
3ph fault Plum Trip Plum-Lmtn 18 50% 50% 50% ED-BS 3.5CY 1.22 PLUM345 1.15 PLUM345 1.11 PLUM345 122 115 111 118 112 107 122 113 109 111 107 104 121 113 1.09 1.10 1.10 1.09 1.04 1.03 1.02 1.08 1.07 1.06 1.19 1.12 1.08 1.13 1.09 1.06
3ph fault Plum Trip Plum-Lmtn 19 50% 50% 50% LM-PV 3.5CY 1.20 PLUM345 1.16 NRWK345 1.15 PLUM345 120 1.16 115 1.16 112 110 119 116 1.14 111 1.09 1.07 119 116 114 112 111 110 1.04 1.04 1.03 1.07 1.06 1.06 1.18 1.14 112 1.12 1.10 1.09
3ph fault Plum Trip Plum-Lmtn 20 50% 50% 50% NH-LI 3.5CY 1.16 EDVN345 1.10 PLUM345 1.08 BSCK345 114 110 1.08 1.09 1.07 1.04 115 109 106 104 101 099 116 1.10 1.07 1.10 1.09 1.08 1.02 1.01 1.00 1.06 1.06 1.05 1.11 1.09 1.06 1.08 1.07 1.04
3ph fault Plum Trip Plum-Lmtn 21 70% 70% 70% ALLIN 3.5CY 1.27 ROCKY115 1.25 ROCKY115 1.22 ROCKY115 122 1.18 117 123 120 117 120 1.18 1.16 1.13 1.10 1.09 121 118 116 1.15 1.14 114 1.08 1.07 1.06 1.15 112 111 124 121 118 127 125 1.22
3ph fault Plum Trip Plum-Lmtn 22 70% 70% 70% ED-BS 3.5CY 1.22 ROCKY115 1.22 ROCKY115 1.18 ROCKY115 120 1.14 1.09 1.18 1.12 1.08 1.19 1.13 1.08 1.09 1.05 1.03 120 112 1.08 112 112 112 1.04 103 1.02 112 113 114 117 1.09 1.04 122 122 1.18
3ph fault Plum Trip Plum-Lmtn 23 70% 70% 70% LM-PV 3.5CY 1.25 ROCKY115 1.22 ROCKY115 1.17 ROCKY115 120 1.17 115 120 1.16 1.13 1.19 1.16 1.14 1.12 1.09 1.07 120 117 114 114 113 112 1.07 105 1.05 112 1.09 1.09 121 118 112 125 122 1.17
3ph fault Plum Trip Plum-Lmtn 24 70% 70% 70% NH-LI 3.5CY 1.16 ROCKY115 1.12 ROCKY115 1.10 ROCKY115 1.11 1.08 1.06 1.12 1.06 1.04 111 1.07 105 1.02 099 097 1.12 1.08 105 1.10 1.09 1.08 1.03 1.01 1.01 110 1.08 108 112 106 1.02 1.16 1.12 1.10
2ph fault Plum  Trip Plum-Lmtn 1 40% 40%  40% ALLIN 4.0CY 1.30 PLUM345 1.27 PLUM345 1.25 PLUM345 130 127 125 125 124 121 128 126 123 117 116 114 128 125 122 115 114 113 1.08 1.07 1.06 1.10 1.09 1.08 121 119 116 1.15 114 112
2ph fault Plum  Trip Plum-Lmtn 2 40% 40%  40% ED-BS 4.0 CY 1.30 EDVN345 1.19 EDVN345 1.15 EDVN345 128 117 113 120 112 109 130 118 115 117 1.10 1.08 130 1.19 1.15 1.08 1.07 1.07 1.05 1.03 1.02 1.07 1.05 1.04 1.16 1.09 1.06 1.11 1.07 1.04
2ph fault Plum  Trip Plum-Lmtn 3 40% 40% 40% LM-PV 4.0CY 1.27 PLUM345 1.25 PLUM345 1.21 PLUM345 127 125 121 123 120 117 126 123 120 115 114 112 125 122 119 114 113 111 1.07 106 1.05 1.09 1.08 1.06 1.18 1.16 113 1.14 1.12 1.09
2ph fault Plum  Trip Plum-Lmtn 4 40% 40%  40% NH-LI 4.0CY 1.21 NRWK345 1.13 EDVN345 1.11 EDVN345 120 113 110 1.15 1.09 106 121 113 111 111 105 103 120 113 1.11 1.10 1.08 1.07 1.03 1.02 1.01 1.05 1.04 1.03 1.12 1.06 1.03 1.08 1.05 1.02
2ph fault Plum  Trip Plum-Lmtn 5 50% 50% 50% ALLIN 4.0CY 1.24 PLUM345 1.21 PLUM345 1.18 PLUM345 124 121 118 120 118 115 122 120 117 113 112 110 122 119 117 114 114 112 1.07 106 1.05 112 111 110 124 121 117 118 1.16 1.13
2ph fault Plum  Trip Plum-Lmtn 6 50% 50% 50% ED-BS 4.0CY 1.19 PLUM345 1.09 BSCK345 1.09 BSCK345 119 1.09 106 1.16 1.06 1.03 1.17 108 106 109 103 102 116 1.08 106 1.10 1.09 1.09 1.03 1.02 1.01 1.08 1.05 1.05 1.13 1.06 1.02 1.09 1.04 1.02
2ph fault Plum  Trip Plum-Lmtn 7 50% 50% 50% LM-PV 4.0CY 1.22 PLUM345 1.18 PLUM345 1.15 PLUM345 122 118 115 117 115 111 121 116 114 112 1.09 1.07 120 116 114 112 111 110 1.05 1.04 1.03 1.09 1.09 1.07 119 116 112 1.14 1.12 1.09
2ph fault Plum  Trip Plum-Lmtn 8 50% 50% 50% NH-LI 4.0CY 1.14 PLUM345 1.07 BSCK345 1.07 BSCK345 114 1.06 1.04 1.10 1.04 101 113 1.05 1.04 105 099 098 113 1.06 1.05 1.08 1.07 1.07 1.01 1.00 099 1.05 1.04 1.04 1.08 1.05 1.02 1.06 1.03 1.01
2ph fault Plum  Trip Plum-Lmtn 9 70% 70% 70% ALLIN 4.0CY 1.23 ROCKY115 1.18 ROCKY115 1.16 ROCKY115 122 1.16 1.14 1.19 114 112 120 1.16 1.13 1.11 1.09 1.07 120 1.16 114 115 113 112 1.08 1.06 1.05 1.13 112 111 121 114 112 123 1.18 1.16
2ph fault Plum  Trip Plum-Lmtn 10 70% 70% 70% ED-BS 4.0CY 1.24 ROCKY115 1.16 ROCKY115 1.13 ROCKY115 1.23 1.06 105 123 106 104 121 1.06 1.04 1.09 1.02 1.01 119 1.06 1.04 112 111 111 1.04 1.02 1.02 114 111 111 118 1.05 1.03 124 1.16 1.13
2ph fault Plum  Trip Plum-Lmtn 1" 70% 70% 70% LM-PV 4.0CY 1.19 ROCKY115 1.16 ROCKY115 1.14 ROCKY115 1.19 1.13 112 1.16 1.11 1.09 1.17 113 1.10 1.09 1.06 1.05 1.17 113 111 113 111 110 1.06 1.04 1.03 111 110 1.10 117 111 1.09 1.19 1.16 1.14
2ph fault Plum  Trip Plum-Lmtn 12 70% 70% 70% NH-LI 4.0CY 1.14 ROCKY115 1.10 ROCKY115 1.07 BSCK345 1.06 1.03 1.02 1.05 1.02 1.01 1.05 1.02 101 098 095 094 106 103 1.02 1.09 1.07 1.07 1.01 1.00 1.00 1.08 1.07 1.06 1.07 1.02 1.00 1.14 1.10 1.05
2ph fault Plum Trip Plum-Lmtn 13 40% 40%  40% ALLIN 3.5CY 1.32 PLUM345 1.28 PLUM345 1.26 PLUM345 132 128 126 125 123 120 132 126 123 120 1.16 114 131 125 122 116 114 112 1.08 1.07 1.06 1.10 1.09 1.08 121 118 116 1.17 113 1.12
2ph fault Plum  Trip Plum-Lmtn 14 40% 40% 40% ED-BS 3.5CY 1.30 EDVN345 1.21 NRWK345 1.15 EDVN345 129 118 113 122 113 109 129 121 115 116 111 1.08 130 120 1.15 1.08 1.07 1.07 1.05 1.03 1.02 1.07 1.05 1.04 1.17 110 1.06 1.12 1.07 1.04
2ph fault Plum Trip Plum-Lmtn 15 40% 40% 40% LM-PV 3.5CY 1.30 PLUM345 1.25 PLUM345 1.22 PLUM345 130 125 122 123 120 117 129 123 120 117 114 112 128 123 119 115 112 111 1.07 106 1.05 1.10 1.08 1.06 119 1.15 113 1.15 1.12 1.10
2ph fault Plum  Trip Plum-Lmtn 16 40% 40%  40% NH-LI 3.5CY 1.19 NRWK345 1.15 PLUM345 1.11 EDVN345 119 115 111 115 110 1.07 119 114 111 110 1.06 1.03 119 1.14 111 1.10 1.09 1.07 1.03 1.02 1.01 1.06 1.04 1.03 1.11 1.07 1.04 1.08 1.05 1.02
2ph fault Plum  Trip Plum-Lmtn 17 50% 50% 50% ALLIN 3.5CY 1.28 PLUM345 1.23 PLUM345 1.19 PLUM345 128 123 119 125 120 116 126 121 117 115 112 110 125 120 117 116 114 113 1.08 1.06 1.05 1.13 111 110 125 122 119 1.19 117 1.14
2ph fault Plum  Trip Plum-Lmtn 18 50% 50% 50% ED-BS 3.5CY 1.21 PLUM345 1.11 PLUM345 1.09 BSCK345 121 111 106 1.18 1.08 1.03 1.17 1.09 106 109 104 102 117 1.09 106 1.10 1.09 1.09 1.03 1.02 1.01 1.07 1.05 1.04 120 1.09 1.02 1.14 1.07 1.02
2ph fault Plum  Trip Plum-Lmtn 19 50% 50% 50% LM-PV 3.5CY 1.25 PLUM345 1.19 PLUM345 1.16 PLUM345 125 119 116 122 116 111 122 116 113 113 1.09 1.07 121 116 113 114 111 110 1.06 1.04 1.03 1.11 1.09 1.07 123 118 114 117 1.14 1.10
2ph fault Plum  Trip Plum-Lmtn 20 50% 50% 50% NH-LI 3.5CY 1.15 STONY115 1.09 PLUM345 1.07 BSCK345 114 1.09 105 111 1.05 1.02 1.10 1.07 1.04 103 099 098 111 107 105 1.09 1.08 1.07 1.02 1.00 1.00 1.06 1.05 1.03 1.15 1.08 1.02 1.11 1.06 1.02
2ph fault Plum  Trip Plum-Lmtn 21 70% 70% 70% ALLIN 3.5CY 1.28 ROCKY115 1.21 ROCKY115 1.16 ROCKY115 121 1.16 1.14 1.18 1.15 113 121 1.17 114 113 1.09 1.08 120 1.17 114 114 113 112 1.07 1.06 1.05 1.13 112 111 120 114 110 1.28 1.21 1.16
2ph fault Plum  Trip Plum-Lmtn 22 70% 70% 70% ED-BS 3.5CY 1.21 ROCKY115 1.17 ROCKY115 1.13 FRBG115 117 1.08 1.05 1.15 1.07 1.04 1.13 1.07 104 105 102 100 112 1.07 103 112 112 112 1.03 1.02 101 112 113 113 111 1.05 1.01 121 117 112
2ph fault Plum  Trip Plum-Lmtn 23 70% 70% 70% LM-PV 3.5CY 1.24 ROCKY115 1.16 ROCKY115 1.12 ROCKY115 1.18 1.14 112 115 112 1.10 1.18 1.14 111 1.11 1.07 1.06 1.18 114 111 113 111 110 1.06 1.04 1.03 112 111 110 117 110 1.08 124 1.16 1.12
2ph fault Plum  Trip Plum-Lmtn 24 70% 70% 70% NH-LI 3.5CY 1.12 ROCKY115 1.08 ROCKY115 1.07 FRBG115 1.08 1.04 1.02 1.08 1.03 1.01 1.08 1.03 1.01 099 09 095 109 104 102 1.09 1.07 1.07 1.01 1.00 099 1.08 1.07 1.07 1.06 1.02 0.99 1.12 1.08 1.06
1ph fault Plum Trip Plum-Lmtn 1 40% 40%  40% ALLIN 4.0CY 1.14 PLUM345 1.11 EDVN345 1.10 EDVN345 1.14 110 110 1.09 1.07 107 111 111 110 106 106 1.06 112 111 110 1.08 1.08 1.08 1.02 1.02 1.02 1.04 1.04 1.04 1.07 1.05 1.05 1.05 1.03 1.04
1ph fault Plum Trip Plum-Lmtn 2 40% 40% 40% ED-BS 4.0CY 1.13 EDVN345 1.09 EDVN345 1.10 EDVN345 112 1.09 1.08 1.08 1.05 1.04 1.13 109 110 106 105 104 113 1.09 1.10 1.06 1.06 1.06 1.01 1.01 1.01 1.03 1.03 1.03 1.06 1.03 1.02 1.04 1.02 1.01
1ph fault Plum Trip Plum-Lmtn 3 40% 40% 40% LM-PV 4.0CY 1.12 PLUM345 1.10 EDVN345 1.09 EDVN345 112 1.09 108 1.08 1.06 106 111 110 1.09 106 1.05 1.05 111 110 1.09 1.07 107 1.07 1.02 101 1.01 1.03 1.03 1.02 1.06 1.04 1.03 1.04 1.02 1.02
1ph fault Plum Trip Plum-Lmtn 4 40% 40%  40% NH-LI 4.0CY 1.07 PLUM345 1.06 EDVN345 1.05 EDVN345 1.07 1.04 1.03 1.05 1.01 1.01 1.07 105 1.04 100 099 099 107 106 105 1.05 1.05 1.05 1.00 099 099 1.02 1.01 1.01 1.02 0.99 0.99 1.01 0.99 0.99
1ph fault Plum Trip Plum-Lmtn 5 50% 50% 50% ALLIN 4.0CY 1.13 STONY115 1.11 STONY115 1.10 STONY115 1.12 1.10 1.09 1.09 1.08 107 109 108 1.08 1.05 1.04 1.04 1.10 1.08 1.08 1.09 1.09 1.09 1.03 1.03 1.02 1.07 1.07 107 113 111 110 1.08 1.08 1.08
1ph fault Plum Trip Plum-Lmtn 6 50% 50% 50% ED-BS 4.0 CY 1.09 BSCK345 1.09 BSCK345 1.09 BSCK345 1.08 1.05 1.05 1.06 1.04 1.03 1.07 1.04 103 102 101 101 107 103 103 1.09 1.09 1.09 1.01 1.01 1.01 1.06 1.05 1.05 1.08 1.06 1.04 1.06 1.05 1.04
1ph fault Plum Trip Plum-Lmtn 7 50% 50% 50% LM-PV 4.0CY 1.09 PLUM345 1.08 STONY115 1.08 STONY115 1.09 1.08 1.07 1.07 1.06 1.05 1.09 1.07 1.06 1.04 1.03 1.03 1.09 1.07 1.06 1.08 1.07 1.07 102 101 101 105 105 1.05 1.09 1.08 1.08 1.06 1.06 1.06
1ph fault Plum Trip Plum-Lmtn 8 50% 50% 50% NH-LI 4.0CY 1.06 BSCK345 1.05 BSCK345 1.05 BSCK345 1.04 1.02 1.01 1.03 1.00 099 1.04 1.01 100 097 095 095 105 1.01 1.01 1.06 1.05 1.05 099 099 099 1.03 1.03 1.03 1.04 1.03 1.02 1.03 1.02 1.01
1ph fault Plum Trip Plum-Lmtn 9 70% 70% 70% ALLIN 4.0CY 1.15 ROCKY115 1.10 BSCK345 1.10 BSCK345 1.10 1.08 1.07 1.09 1.07 106 1.10 1.07 1.07 1.06 104 1.04 110 108 1.08 1.11 110 1.10 1.04 1.04 1.03 1.10 1.09 1.09 1.09 1.05 1.04 1.15 1.10 1.09
1ph fault Plum Trip Plum-Lmtn 10 70% 70% 70% ED-BS 4.0 CY 1.18 ROCKY115 1.11 BSCK345 1.11 BSCK345 112 1.01 101 111 1.01 101 110 1.01 101 1.04 099 099 110 1.01 101 112 111 111 103 1.02 1.01 110 1.08 1.08 1.10 1.00 1.00 1.18 1.07 1.06
1ph fault Plum Trip Plum-Lmtn 1" 70% 70% 70% LM-PV 4.0CY 1.13 ROCKY115 1.09 BSCK345 1.09 BSCK345 1.09 1.06 106 1.08 1.06 1.05 1.08 1.06 1.05 1.04 103 1.02 1.09 106 1.06 1.09 109 1.09 1.03 102 1.02 1.08 1.07 1.07 1.06 1.04 103 1.13 1.09 1.07
1ph fault Plum Trip Plum-Lmtn 12 70% 70% 70% NH-LI 4.0 CY 1.07 BSCK345 1.06 BSCK345 1.06 BSCK345 1.02 099 099 1.01 099 098 1.01 0.99 099 095 094 093 1.02 101 1.00 1.07 1.06 1.06 1.00 099 099 1.06 1.05 1.05 1.00 0.97 0.97 1.05 1.03 1.02
1ph fault Plum Trip Plum-Lmtn 13 40% 40%  40% ALLIN 3.5CY 1.11 EDVN345 1.10 EDVN345 1.10 EDVN345 111 110 1.09 1.07 1.07 106 111 110 1.10 1.06 1.06 1.05 111 110 1.10 1.08 1.08 1.08 1.02 1.02 1.02 1.04 1.04 1.04 105 1.05 1.04 1.04 1.04 1.03
1ph fault Plum Trip Plum-Lmtn 14 40% 40% 40% ED-BS 3.5CY 1.12 EDVN345 1.09 EDVN345 1.08 EDVN345 110 1.07 1.06 1.06 1.04 1.02 112 109 108 106 104 103 112 109 108 1.06 1.06 1.06 1.01 1.01 1.01 1.03 1.03 1.02 1.04 1.02 1.01 1.02 1.01 1.01
1ph fault Plum Trip Plum-Lmtn 15 40% 40% 40% LM-PV 3.5CY 1.11 EDVN345 1.10 EDVN345 1.09 EDVN345 1.10 1.08 1.08 1.07 1.06 105 111 1.09 1.09 106 1.05 1.04 111 110 1.09 1.07 107 1.06 1.01 101 1.01 1.03 1.02 1.02 1.04 1.04 102 1.03 1.02 1.01




CASE #:

GE - B-N 1 HPFF, M-N 2 XLPE (OLD CASE 5)

Rev. 1 (added Sngr-Nrwk)

DATE:

12/15/2004

DONE BY: E. R. PRATICO, GE ENERGY NOTE: 2Cis 0.13-0.175,4Cis 0.17 - 0.21 s, 6C is 0.21 - 0.25 s (max. voltage - pu)
SWITCHING EVENT SYSTEM CONDITIONS MAXIMUM TOV TOV
SIM. | LOAD SHUNT| LINE |FAULT, PLUM345 PLUM115 NRWK345 NRWK115 EDVN345 BSCK345 ESHR115 FRBG115 STONY115 ROCKY115

TYPE LOCATION CASE | LEVEL | CAPS| REACS| OUT |CLEAR| 2C | LOCATION | 4C | LOCATION | 6C | LOCATION | 2c [ 4Cc [6c | 2c J4c[e6c | 2c | 4c[e6c | 2c | 4c[e6c[2c|4c|e6c[2c|4c|e6c[2c|4ac]|e6Cc[2c]4ac]|6C | 2c[4Cc | 6C | 2C [ 4C | 6C
1ph fault Plum Trip Plum-Lmtn 16 40% 40%  40% NH-LI 3.5CY 1.05 EDVN345 1.05 EDVN345 1.05 BSCK345 1.04 1.03 1.02 1.01 1.01 099 1.05 1.05 1.04 099 099 098 1.05 1.05 1.04 1.05 105 1.05 099 099 099 1.01 1.01 1.01 099 0.99 098 099 0.99 0.98
1ph fault Plum Trip Plum-Lmtn 17 50% 50% 50% ALLIN 3.5CY 1.11 STONY115 1.10 STONY115 1.09 STONY115 1.10 1.09 1.08 1.08 1.07 1.06 1.09 1.08 1.07 1.04 1.04 1.04 1.09 1.08 1.07 1.09 1.09 1.08 1.03 1.02 1.02 1.06 106 106 111 110 1.09 1.08 1.08 1.06
1ph fault Plum Trip Plum-Lmtn 18 50% 50% 50% ED-BS 3.5CY 1.09 BSCK345 1.08 BSCK345 1.08 BSCK345 1.07 1.03 1.02 1.05 1.02 1.00 1.06 1.02 1.02 102 1.00 1.00 1.05 1.02 1.02 1.09 108 1.08 1.01 101 1.00 1.05 1.04 1.04 1.08 1.03 1.00 1.06 1.02 1.00
1ph fault Plum Trip Plum-Lmtn 19 50% 50% 50% LM-PV 3.5CY 1.10 STONY115 1.08 STONY115 1.07 BSCK345 1.09 1.07 1.06 1.07 1.05 1.04 1.08 106 105 1.04 103 103 108 106 106 1.08 1.07 1.07 1.02 1.01 1.01 1.05 1.05 1.04 1.10 1.08 1.05 1.07 1.06 1.04
1ph fault Plum Trip Plum-Lmtn 20 50% 50% 50% NH-LI 3.5CY 1.05 BSCK345 1.05 BSCK345 1.05 BSCK345 1.02 1.01 1.00 1.00 099 098 1.01 1.00 1.00 095 095 095 1.01 1.01 1.01 1.05 105 1.05 099 099 098 1.02 1.02 1.02 1.03 1.01 098 1.02 1.00 0.98
1ph fault Plum Trip Plum-Lmtn 21 70% 70% 70% ALLIN 3.5CY 1.13 ROCKY115 1.10 BSCK345 1.10 BSCK345 1.08 1.07 1.06 1.08 1.06 1.05 1.09 1.07 106 105 1.04 103 110 1.07 106 1.11 1.10 1.10 1.03 1.03 1.03 1.09 1.09 1.09 1.06 1.04 1.04 1.13 1.08 1.07
1ph fault Plum Trip Plum-Lmtn 22 70% 70% 70% ED-BS 3.5CY 1.11 BSCK345 1.11 BSCK345 1.11 BSCK345 1.04 1.00 100 1.03 1.00 099 1.04 1.00 099 1.00 098 097 1.04 100 099 111 111 111 1.02 101 1.01 1.08 1.07 1.07 1.03 099 099 1.09 1.06 1.04
1ph fault Plum Trip Plum-Lmtn 23 70% 70% 70% LM-PV 3.5CY 1.12 ROCKY115 1.09 BSCK345 1.08 BSCK345 1.08 1.05 1.05 1.07 1.05 1.03 1.08 1.05 1.04 104 102 102 108 106 105 1.09 1.09 1.08 1.02 1.02 1.02 1.08 1.07 1.07 1.05 1.03 1.03 1.12 1.06 1.05
1ph fault Plum Trip Plum-Lmtn 24 70% 70% 70% NH-LI 3.5CY 1.06 BSCK345 1.06 BSCK345 1.05 BSCK345 1.00 0.98 0.98 1.00 097 096 1.00 098 0.97 094 093 092 101 099 099 106 106 1.05 099 099 099 1.05 1.05 1.05 099 097 097 1.04 1.01 1.01
3ph fault Edvn Trip Edvn-Bsck 1 40% 40%  40% ALLIN 4.0CY 1.32 EDVN345 1.38 EDVN345 1.37 EDVN345 125 128 128 121 124 123 131 136 136 117 121 121 132 138 137 1.08 1.08 1.08 1.04 1.06 1.06 1.08 110 1.10 1.17 120 1.19 1.14 1.16 1.15
3ph fault Edvn Trip Edvn-Bsck 2 40% 40%  40% PL-LM 4.0 CY 1.35 PLUM345 1.28 PLUM345 1.22 PLUM345 135 128 122 127 122 116 133 126 121 119 114 111 133 125 120 1.08 1.07 1.07 1.05 1.04 1.02 1.08 1.06 105 122 117 113 1.15 1.12 1.08
3ph fault Edvn Trip Edvn-Bsck 3 40% 40%  40% LM-PV 4.0 CY 1.29 PLUM345 1.25 PLUM345 1.22 PLUM345 129 125 122 125 122 118 128 125 122 116 114 112 129 125 122 1.10 1.09 1.08 1.05 1.04 103 1.11 110 1.08 120 1.17 1.15 1.16 1.14 112
3ph fault Edvn Trip Edvn-Bsck 4 40% 40%  40% NH-LI 4.0CY 1.23 PLUM345 1.21 PLUM345 1.19 EDVN345 123 121 119 119 116 114 123 121 119 111 110 1.08 123 120 1.19 1.08 1.08 1.07 1.03 1.03 1.02 1.07 1.07 106 114 113 111 1.11 1.09 1.08
3ph fault Edvn Trip Edvn-Bsck 5 50% 50% 50% ALLIN 4.0CY 1.30 NRWK345 1.32 NRWK345  1.29 NRWK345 127 129 126 122 124 122 130 132 129 116 118 117 129 132 128 1.10 1.10 1.10 1.04 1.05 1.04 110 110 1.09 122 124 122 115 117 1.16
3ph fault Edvn Trip Edvn-Bsck 6 50% 50% 50% PL-LM 4.0 CY 1.27 NRWK345 1.17 NRWK345 1.11 NRWK345 126 116 111 120 112 108 127 117 111 116 1.09 105 127 117 111 111 110 110 1.05 1.03 1.02 1.09 1.07 106 1.18 1.11 1.06 1.13 1.07 1.05
3ph fault Edvn Trip Edvn-Bsck 7 50% 50% 50% LM-PV 4.0CY 1.27 EDVN345 1.20 EDVN345 1.16 NRWK345 123 116 113 118 112 109 126 120 116 1.16 1.11 1.09 127 120 116 1.11 1.10 1.09 1.05 1.04 1.03 1.10 1.07 1.06 1.18 1.11 1.09 1.14 1.08 1.06
3ph fault Edvn Trip Edvn-Bsck 8 50% 50% 50% NH-LI 4.0CY 1.22 EDVN345 1.18 EDVN345 1.14 EDVN345 1.19 114 112 116 111 109 122 117 114 1.09 1.07 1.04 122 118 1.14 110 110 1.09 1.04 103 1.02 1.07 1.06 1.06 1.15 1.11 1.08 1.11 1.08 1.06
3ph fault Edvn Trip Edvn-Bsck 9 70% 70% 70% ALLIN 4.0CY 1.34 ROCKY115 1.31 ROCKY115 1.30 ROCKY115 130 124 120 126 122 119 129 123 119 117 113 111 129 123 119 115 115 114 110 1.08 1.07 120 117 116 127 123 121 134 131 1.30
3ph fault Edvn Trip Edvn-Bsck 10 70% 70% 70% PL-LM 4.0CY 1.31 PLUM345 1.15 ROCKY115 1.12 BSCK345 131 111 105 130 110 1.05 127 110 1.04 114 1.04 1.00 126 110 1.04 113 111 112 1.05 103 1.02 112 110 111 123 110 1.05 124 115 1.1
3ph fault Edvn Trip Edvn-Bsck 11 70% 70% 70% LM-PV 4.0CY 1.31 ROCKY115 1.25 ROCKY115 1.20 ROCKY115 122 115 111 117 114 110 119 1.14 109 1.10 1.06 1.04 1.18 114 110 113 112 111 1.06 1.04 103 1.16 113 111 118 1.14 111 131 125 1.20
3ph fault Edvn Trip Edvn-Bsck 12 70% 70% 70% NH-LI 4.0CY 1.28 ROCKY115 1.22 ROCKY115 1.18 ROCKY115 1.18 1.11 1.08 1.15 1.10 1.07 1.18 1.10 1.06 1.07 1.01 099 1.19 1.09 106 1.13 1.11 111 1.05 1.03 1.02 116 112 110 1.16 1.11 1.08 1.28 122 1.18
3ph fault Edvn Trip Edvn-Bsck 13 40% 40%  40% ALLIN 3.5CY 1.31 EDVN345 1.38 EDVN345 1.37 EDVN345 126 129 128 122 124 123 131 137 136 116 121 121 131 138 137 1.09 1.09 1.09 1.06 1.06 1.06 1.09 110 110 1.18 120 120 1.13 1.16 1.15
3ph fault Edvn Trip Edvn-Bsck 14 40% 40%  40% PL-LM 3.5CY 1.28 PLUM345 1.23 PLUM345 1.18 PLUM345 128 123 118 122 117 113 127 121 117 114 111 1.09 127 121 117 1.08 1.07 1.07 1.06 1.04 1.03 1.07 1.05 1.04 116 1.13 1.09 1.11 1.09 1.06
3ph fault Edvn Trip Edvn-Bsck 15 40% 40% 40% LM-PV 3.5CY 1.26 NRWK345 1.20 EDVN345 1.18 NRWK345 124 120 118 118 1.16 114 126 120 118 113 111 110 1.26 1.20 1.18 1.08 1.08 1.07 1.04 1.04 1.03 1.07 1.07 1.06 1.14 112 111 1.10 1.09 1.08
3ph fault Edvn Trip Edvn-Bsck 16 40% 40%  40% NH-LI 3.5CY 1.23 EDVN345 1.20 EDVN345 1.16 NRWK345 118 118 115 113 114 112 122 120 116 111 1.09 1.06 123 120 1.16 1.08 1.07 1.07 1.03 103 1.02 1.06 1.06 1.05 1.10 1.10 1.08 1.08 1.08 1.06
3ph fault Edvn Trip Edvn-Bsck 17 50% 50% 50% ALLIN 3.5CY 1.32 NRWK345 1.32 NRWK345  1.29 NRWK345 129 129 126 124 124 123 132 132 129 117 118 117 132 132 129 111 111 110 1.06 1.05 1.05 110 112 111 124 123 122 116 117 1.16
3ph fault Edvn Trip Edvn-Bsck 18 50% 50% 50% PL-LM 3.5CY 1.22 PLUM345 1.14 EDVN345 1.09 BSCK345 122 113 109 118 110 106 122 113 1.09 111 1.07 1.04 122 114 108 1.10 110 1.09 1.04 102 1.01 1.08 1.06 1.06 1.17 1.09 1.04 1.12 1.06 1.03
3ph fault Edvn Trip Edvn-Bsck 19 50% 50% 50% LM-PV 3.5CY 1.25 NRWK345 1.16 NRWK345  1.13 EDVN345 123 113 111 119 110 108 125 116 113 113 1.08 1.07 124 116 1.13 1.10 1.09 1.08 1.04 1.03 1.02 1.09 1.06 1.05 1.16 1.10 1.07 1.12 1.07 1.05
3ph fault Edvn Trip Edvn-Bsck 20 50% 50% 50% NH-LI 3.5CY 1.20 NRWK345 1.15 EDVN345 1.11 EDVN345 118 113 110 112 110 1.07 120 1.14 111 107 105 1.02 119 115 111 1.09 1.09 1.08 1.03 1.02 1.01 1.07 1.06 1.05 1.10 1.09 1.06 1.07 1.07 1.04
3ph fault Edvn Trip Edvn-Bsck 21 70% 70% 70% ALLIN 3.5CY 1.30 ROCKY115 1.29 ROCKY115 1.27 ROCKY115 124 122 118 122 121 118 124 121 117 113 112 110 123 120 117 117 115 114 111 109 1.08 121 119 117 122 123 119 130 129 1.27
3ph fault Edvn Trip Edvn-Bsck 22 70% 70% 70% PL-LM 3.5CY 1.27 PLUM345 1.13 ROCKY115 1.12 FRBG115 127 1.09 104 124 108 104 123 1.08 1.03 111 1.02 1.00 121 1.07 104 112 112 112 1.04 102 1.01 111 110 112 118 1.08 1.03 123 1.13 1.1
3ph fault Edvn Trip Edvn-Bsck 23 70% 70% 70% LM-PV 3.5CY 1.26 ROCKY115 1.21 ROCKY115 1.19 ROCKY115 1.16 1.13 1.10 1.15 1.12 1.09 1.16 1.11 1.08 1.08 1.05 1.03 1.16 1.11 108 1.13 1.11 110 1.06 1.04 1.03 117 113 111 116 113 110 1.26 1.21 1.19
3ph fault Edvn Trip Edvn-Bsck 24 70% 70% 70% NH-LI 3.5CY 1.28 ROCKY115 1.21 ROCKY115 1.17 ROCKY115 1.16 1.11 1.08 1.14 1.10 1.06 1.15 1.09 1.05 1.04 1.01 098 1.15 1.09 105 1.13 111 111 1.05 1.03 1.02 115 112 110 115 111 1.08 1.28 1.21 1.17
2ph fault Edvn Trip Edvn-Bsck 1 40% 40%  40% ALLIN 4.0CY 1.47 EDVN345 1.44 EDVN345 1.40 EDVN345 140 138 135 135 133 130 146 143 139 130 128 125 147 144 140 114 113 112 113 111 110 117 116 114 130 128 126 125 123 1.21
2ph fault Edvn Trip Edvn-Bsck 2 40% 40%  40% PL-LM 4.0 CY 1.42 PLUM345 1.30 PLUM345 1.24 PLUM345 142 130 124 135 124 118 141 129 122 125 117 113 141 128 122 1.09 108 1.07 1.08 1.05 1.04 110 1.07 1.05 129 119 114 121 113 1.10
2ph fault Edvn Trip Edvn-Bsck 3 40% 40% 40% LM-PV 4.0 CY 1.40 EDVN345 1.31 EDVN345 1.26 NRWK345 137 130 125 130 125 121 139 131 126 124 119 115 140 131 125 112 111 1.09 1.09 1.07 105 116 113 110 125 121 117 121 117 114
2ph fault Edvn Trip Edvn-Bsck 4 40% 40%  40% NH-LI 4.0CY 1.33 EDVN345 1.27 EDVN345 1.23 NRWK345 131 126 122 126 122 118 133 127 123 120 1.16 113 133 127 123 111 110 1.09 1.08 106 1.05 1.12 110 1.08 122 118 114 117 114 1.1
2ph fault Edvn Trip Edvn-Bsck 5 50% 50% 50% ALLIN 4.0CY 1.41 EDVN345 1.37 EDVN345 1.32 NRWK345 135 132 128 129 126 123 140 136 132 125 123 120 141 137 132 116 1.15 114 113 111 109 118 117 115 129 126 121 123 119 1.16
2ph fault Edvn Trip Edvn-Bsck 6 50% 50% 50% PL-LM 4.0CY 1.30 NRWK345 1.17 EDVN345 1.11 EDVN345 127 116 111 120 111 108 130 1.17 111 117 1.09 105 130 117 111 111 110 1.09 1.06 1.04 1.02 1.10 1.08 1.07 116 1.10 1.08 1.11 1.08 1.06
2ph fault Edvn Trip Edvn-Bsck 7 50% 50% 50% LM-PV 4.0CY 1.33 EDVN345 1.23 EDVN345 1.17 NRWK345 129 120 115 122 113 110 133 123 117 119 1413 1.09 133 123 117 112 111 110 1.08 1.05 1.04 114 110 1.08 121 113 1.08 1.16 1.09 1.06
2ph fault Edvn Trip Edvn-Bsck 8 50% 50% 50% NH-LI 4.0CY 1.26 EDVN345 1.19 EDVN345 1.15 NRWK345 121 116 114 117 111 110 126 119 115 116 1.09 1.06 126 119 115 112 111 110 1.06 1.05 1.03 1.11 1.09 1.08 1.16 1.09 1.08 1.11 1.07 1.06
2ph fault Edvn Trip Edvn-Bsck 9 70% 70% 70% ALLIN 4.0CY 1.41 ROCKY115 1.34 ROCKY115 1.32 ROCKY115 134 126 122 134 125 120 131 125 120 1.19 1.15 112 131 124 120 119 117 116 113 111 109 126 121 118 133 126 122 141 134 132
2ph fault Edvn Trip Edvn-Bsck 10 70% 70% 70% PL-LM 4.0CY 1.37 PLUM345 1.12 BSCK345 1.12 BSCK345 137 1.09 104 136 1.07 103 132 1.08 1.04 117 102 1.00 132 1.08 1.04 113 112 112 1.06 1.03 1.02 1.14 1.09 1.09 133 1.05 1.03 129 1.11 1.10
2ph fault Edvn Trip Edvn-Bsck 11 70% 70% 70% LM-PV 4.0CY 1.25 ROCKY115 1.21 ROCKY115 1.15 ROCKY115 121 1.14 1.09 121 112 1.07 119 113 1.09 1.11 1.06 1.03 119 113 109 112 111 110 1.07 1.04 1.03 117 113 110 119 112 1.07 125 1.21 1.15
2ph fault Edvn Trip Edvn-Bsck 12 70% 70% 70% NH-LI 4.0CY 1.24 ROCKY115 1.17 ROCKY115 1.13 ROCKY115 1.19 1.10 1.07 1.17 1.08 105 1.17 1.09 1.05 1.06 1.00 098 1.17 1.08 1.05 1.13 1.11 110 1.06 1.04 1.02 117 112 1.09 117 108 1.06 124 1.17 1.13
2ph fault Edvn Trip Edvn-Bsck 13 40% 40%  40% ALLIN 3.5CY 1.48 EDVN345 1.44 EDVN345 1.38 EDVN345 142 138 133 136 133 129 147 143 138 130 128 124 148 144 138 114 113 112 112 111 109 118 116 1.14 131 128 124 126 123 120
2ph fault Edvn Trip Edvn-Bsck 14 40% 40%  40% PL-LM 3.5CY 1.42 PLUM345 1.29 PLUM345 1.20 PLUM345 142 129 120 133 122 115 140 126 120 123 115 111 140 126 120 1.09 1.08 1.07 1.07 1.04 1.03 1.09 1.06 105 127 118 112 1.19 1.12 1.08
2ph fault Edvn Trip Edvn-Bsck 15 40% 40% 40% LM-PV 3.5CY 1.34 NRWK345 1.29 PLUM345 1.24 PLUM345 133 129 124 129 124 119 134 129 124 122 117 114 133 129 124 112 110 1.09 1.09 1.07 105 114 112 1.09 124 120 1.16 1.19 1.16 1.12
2ph fault Edvn Trip Edvn-Bsck 16 40% 40%  40% NH-LI 3.5CY 1.30 EDVN345 1.26 NRWK345 1.21 EDVN345 129 126 120 125 121 116 130 126 121 119 115 111 130 126 121 111 109 1.08 1.08 1.05 1.04 112 1.09 1.07 121 117 112 116 1.13 1.09
2ph fault Edvn Trip Edvn-Bsck 17 50% 50% 50% ALLIN 3.5CY 1.43 EDVN345 1.36 EDVN345 1.31 NRWK345 137 132 127 130 126 121 142 136 131 127 122 118 143 136 130 1.15 1.14 114 112 111 109 119 117 115 129 125 120 123 119 1.15
2ph fault Edvn Trip Edvn-Bsck 18 50% 50% 50% PL-LM 3.5CY 1.29 NRWK345 1.16 NRWK345 1.10 PLUM345 126 115 110 120 111 107 129 116 1.09 116 1.08 1.04 129 116 1.09 111 110 1.09 1.05 103 1.02 1.09 1.08 1.07 115 110 1.06 1.11 1.08 1.05
2ph fault Edvn Trip Edvn-Bsck 19 50% 50% 50% LM-PV 3.5CY 1.30 EDVN345 1.20 EDVN345 1.15 NRWK345 125 117 114 119 111 109 130 120 115 118 111 108 130 120 1.15 1.12 1.10 1.09 1.07 1.05 1.03 1.11 1.09 1.08 1.16 1.11 1.07 1.12 1.06 1.05
2ph fault Edvn Trip Edvn-Bsck 20 50% 50% 50% NH-LI 3.5CY 1.25 EDVN345 1.19 NRWK345 1.13 NRWK345 121 117 1143 114 111 109 125 119 113 113 1.09 105 125 119 113 112 111 110 1.06 1.04 1.03 1.11 1.09 1.07 114 110 1.07 1.09 1.08 1.05
2ph fault Edvn Trip Edvn-Bsck 21 70% 70% 70% ALLIN 3.5CY 1.39 ROCKY115 1.37 ROCKY115 1.33 ROCKY115 130 125 121 130 124 119 128 124 120 1.18 1.14 111 128 124 119 118 116 115 112 110 1.09 124 120 118 130 1.26 1.21 139 137 1.33
2ph fault Edvn Trip Edvn-Bsck 22 70% 70% 70% PL-LM 3.5CY 1.22 PLUM345 1.12 BSCK345 1.12 BSCK345 122 1.08 102 120 1.06 1.02 121 1.07 1.02 111 102 099 120 1.07 1.02 112 112 112 1.04 102 1.01 111 1.09 110 118 1.05 1.00 1.19 1.11 1.08
2ph fault Edvn Trip Edvn-Bsck 23 70% 70% 70% LM-PV 3.5CY 1.25 ROCKY115 1.19 ROCKY115 1.15 ROCKY115 1.19 1.11 108 1.18 1.10 1.07 1.17 1.11 1.07 1.08 1.04 1.03 1.16 1.11 1.08 112 111 110 1.06 1.04 1.02 117 112 1.09 117 110 1.07 1.25 1.19 1.15
2ph fault Edvn Trip Edvn-Bsck 24 70% 70% 70% NH-LI 3.5CY 1.28 ROCKY115 1.20 ROCKY115 1.14 ROCKY115 1.18 1.10 1.06 1.16 1.08 105 1.16 1.09 1.05 1.05 1.00 098 1.16 1.09 1.04 113 111 110 1.06 1.03 1.02 116 111 109 118 1.10 1.06 1.28 1.20 1.14
1ph fault Edvn Trip Edvn-Bsck 1 40% 40%  40% ALLIN 4.0CY 1.34 EDVN345 1.29 EDVN345 1.24 EDVN345 127 123 119 123 118 115 133 128 124 120 117 114 134 129 124 108 1.08 1.08 1.06 1.05 1.03 1.09 1.08 1.06 120 1.16 1.12 1.15 1.12 1.09
1ph fault Edvn Trip Edvn-Bsck 2 40% 40%  40% PL-LM 4.0CY 1.21 PLUM345 1.15 NRWK345 1.13 NRWK345 121 114 1143 116 110 1.09 121 115 113 111 1.08 1.07 121 114 113 1.07 1.07 1.06 1.03 1.02 1.02 1.05 1.04 1.04 112 1.07 1.06 1.08 1.05 1.04
1ph fault Edvn Trip Edvn-Bsck 3 40% 40% 40% LM-PV 4.0CY 1.21 NRWK345 1.16 NRWK345  1.13 EDVN345 121 116 112 116 111 109 121 116 113 112 1.09 1.07 121 116 1.13 1.07 1.07 1.06 1.03 1.03 1.02 1.07 1.06 1.04 1.13 1.09 1.06 1.09 1.06 1.05
1ph fault Edvn Trip Edvn-Bsck 4 40% 40%  40% NH-LI 4.0CY 1.20 NRWK345 1.13 EDVN345 1.11 EDVN345 118 112 110 113 1.08 106 120 1.13 111 108 1.05 1.04 120 113 111 1.07 107 1.06 1.02 1.02 1.01 1.05 1.04 1.03 1.10 1.06 1.04 1.07 1.04 1.03
1ph fault Edvn Trip Edvn-Bsck 5 50% 50% 50% ALLIN 4.0CY 1.24 EDVN345 1.18 NRWK345 1.15 EDVN345 120 116 113 117 112 110 124 118 115 115 112 1.09 124 118 115 1.11 1.10 1.10 1.05 1.04 1.04 1.09 1.08 1.08 1.14 111 1.09 1.10 1.08 1.06
1ph fault Edvn Trip Edvn-Bsck 6 50% 50% 50% PL-LM 4.0CY 1.12 PLUM345 1.09 BSCK345 1.09 BSCK345 112 1.06 105 1.08 1.04 103 111 1.07 1.05 105 1.03 1.02 111 1.07 105 1.09 109 1.09 1.02 102 1.01 1.06 1.05 1.05 1.06 1.03 1.02 1.05 1.03 1.02




CASE #:

GE - B-N 1 HPFF, M-N 2 XLPE (OLD CASE 5)

Rev. 1 (added Sngr-Nrwk)

DATE:

12/15/2004

DONE BY: E. R. PRATICO, GE ENERGY NOTE: 2Cis 0.13-0.175,4Cis 0.17 - 0.21 s, 6C is 0.21 - 0.25 s (max. voltage - pu)
SWITCHING EVENT SYSTEM CONDITIONS MAXIMUM TOV TOV
SIM. | LOAD SHUNT| LINE |FAULT, PLUM345 PLUM115 NRWK345 NRWK115 EDVN345 BSCK345 ESHR115 FRBG115 STONY115 ROCKY115

TYPE LOCATION CASE | LEVEL | CAPS| REACS| OUT |CLEAR| 2C | LOCATION | 4C | LOCATION | 6C | LOCATION | 2c [ 4Cc [6c | 2c J4c[e6c | 2c | 4c[e6c | 2c | 4c[e6c[2c|4c|e6c[2c|4c|e6c[2c|4ac]|e6Cc[2c]4ac]|6C | 2c[4Cc | 6C | 2C [ 4C | 6C
1ph fault Edvn Trip Edvn-Bsck 7 50% 50% 50% LM-PV 4.0CY 1.16 NRWK345 1.10 NRWK345  1.08 BSCK345 115 110 107 111 1.06 1.04 116 1.10 1.07 1.08 1.05 1.03 1.16 1.10 1.07 1.09 1.08 1.08 1.03 1.02 1.01 1.06 1.05 1.04 1.08 1.04 1.03 1.06 1.03 1.01
1ph fault Edvn Trip Edvn-Bsck 8 50% 50% 50% NH-LI 4.0CY 1.13 NRWK345 1.08 BSCK345 1.08 BSCK345 112 1.08 1.06 1.08 1.04 103 1.13 1.07 105 1.03 1.00 099 112 1.07 105 1.09 1.08 1.08 1.02 1.01 1.01 1.06 1.04 1.04 1.06 1.03 1.02 1.04 1.02 1.01
1ph fault Edvn Trip Edvn-Bsck 9 70% 70% 70% ALLIN 4.0CY 1.26 ROCKY115 1.22 ROCKY115 1.20 ROCKY115 1.15 1.12 111 115 112 110 1.14 111 1.09 1.07 1.06 1.05 1.13 110 1.09 113 113 112 1.07 1.06 1.05 1.14 112 111 116 113 111 126 1.22 1.20
1ph fault Edvn Trip Edvn-Bsck 10 70% 70% 70% PL-LM 4.0 CY 1.22 ROCKY115 1.11 BSCK345 1.11 BSCK345 117 1.00 1.00 1.15 1.00 1.00 1.14 0.99 099 105 098 098 114 099 099 112 111 111 1.03 1.02 1.01 112 1.08 1.08 1.14 1.00 1.00 1.22 1.07 1.06
1ph fault Edvn Trip Edvn-Bsck 11 70% 70% 70% LM-PV 4.0CY 1.17 PLUM345 1.16 ROCKY115 1.09 ROCKY115 1.17 1.07 1.03 1.14 1.07 1.02 1.13 1.05 1.02 1.06 1.02 1.00 1.12 1.05 1.02 111 110 1.09 103 102 101 113 1.08 1.06 1.12 1.08 1.03 1.15 1.16 1.09
1ph fault Edvn Trip Edvn-Bsck 12 70% 70% 70% NH-LI 4.0CY 1.17 ROCKY115 1.10 ROCKY115 1.10 BSCK345 1.08 1.04 1.03 1.08 1.02 1.02 1.06 1.01 101 099 09 09 105 101 100 1.10 1.10 1.10 1.02 1.01 1.01 1.09 1.06 1.06 1.09 1.03 1.03 1.17 1.10 1.09
1ph fault Edvn Trip Edvn-Bsck 13 40% 40%  40% ALLIN 3.5CY 1.32 EDVN345 1.26 EDVN345 1.20 EDVN345 125 121 116 121 116 112 131 126 120 119 115 111 132 126 120 1.08 108 1.07 1.05 103 1.03 1.08 1.06 105 1.18 1.14 110 1.13 1.10 1.06
1ph fault Edvn Trip Edvn-Bsck 14 40% 40%  40% PL-LM 3.5CY 1.19 PLUM345 1.12 NRWK345 1.10 EDVN345 119 111 109 115 1.07 106 119 112 110 110 1.06 105 119 112 1.10 1.07 1.07 1.06 1.03 1.02 1.01 1.05 1.04 1.03 1.11 1.05 1.04 1.07 1.03 1.02
1ph fault Edvn Trip Edvn-Bsck 15 40% 40% 40% LM-PV 3.5CY 1.15 NRWK345 1.12 EDVN345 1.11 EDVN345 1.14 111 109 110 1.08 106 115 1.12 111 108 1.07 1.06 1.15 112 111 1.07 106 1.06 1.02 1.02 1.01 1.05 1.04 1.03 1.07 1.06 1.04 1.06 1.04 1.03
1ph fault Edvn Trip Edvn-Bsck 16 40% 40%  40% NH-LI 3.5CY 1.12 NRWK345 1.11 EDVN345 1.09 EDVN345 111 110 1.08 1.07 1.06 105 1.12 111 109 105 1.04 102 112 111 1.09 1.07 1.06 1.06 1.02 1.01 1.01 1.04 1.03 1.03 1.05 1.04 1.03 1.04 1.03 1.02
1ph fault Edvn Trip Edvn-Bsck 17 50% 50% 50% ALLIN 3.5CY 1.22 NRWK345 1.16 EDVN345 1.12 NRWK345 1.18 114 112 115 111 108 122 116 112 113 1.10 1.07 121 116 112 110 110 1.10 1.04 1.04 1.04 1.08 1.08 1.07 1.13 1.10 1.07 1.09 1.07 1.05
1ph fault Edvn Trip Edvn-Bsck 18 50% 50% 50% PL-LM 3.5CY 1.11 PLUM345 1.09 BSCK345 1.08 BSCK345 111 1.04 1.02 1.07 1.02 1.00 1.10 1.04 102 105 101 100 110 1.04 102 1.09 1.09 1.08 1.02 1.01 1.01 1.06 1.05 1.04 1.06 1.01 1.00 1.04 1.01 1.00
1ph fault Edvn Trip Edvn-Bsck 19 50% 50% 50% LM-PV 3.5CY 1.11 EDVN345 1.08 BSCK345 1.07 BSCK345 1.10 1.06 1.05 1.07 1.03 102 111 1.06 1.05 105 1.02 1.02 111 106 1.05 1.08 108 1.07 1.02 101 1.01 1.04 1.03 1.02 1.05 1.02 101 1.03 1.01 1.00
1ph fault Edvn Trip Edvn-Bsck 20 50% 50% 50% NH-LI 3.5CY 1.08 BSCK345 1.08 BSCK345 1.07 BSCK345 1.07 1.06 1.05 1.04 1.03 1.02 1.07 1.05 1.04 100 099 098 106 105 1.04 1.08 1.08 1.07 1.01 1.00 1.00 1.04 1.04 1.03 1.02 1.02 1.01 1.02 1.01 1.00
1ph fault Edvn Trip Edvn-Bsck 21 70% 70% 70% ALLIN 3.5CY 1.26 ROCKY115 1.21 ROCKY115 1.18 ROCKY115 1.15 1.11 1.09 1.15 111 1.09 1.13 1.10 1.08 1.07 1.05 1.05 1.13 1.09 1.08 1.13 112 112 1.06 1.05 1.05 1.14 112 111 117 112 110 1.26 1.21 1.18
1ph fault Edvn Trip Edvn-Bsck 22 70% 70% 70% PL-LM 3.5CY 1.11 BSCK345 1.11 BSCK345 1.11 BSCK345 1.08 098 098 1.06 0.98 098 1.06 0.98 097 101 097 097 106 098 098 1.11 111 111 1.02 1.01 1.01 110 1.07 1.07 1.05 099 098 1.11 1.05 1.04
1ph fault Edvn Trip Edvn-Bsck 23 70% 70% 70% LM-PV 3.5CY 1.13 ROCKY115 1.10 ROCKY115 1.09 BSCK345 1.06 1.04 101 105 1.03 1.01 104 1.03 1.01 101 100 099 1.03 1.02 1.00 1.09 109 1.09 1.02 101 1.01 1.07 1.06 1.05 1.06 1.04 101 1.13 1.10 1.07
1ph fault Edvn Trip Edvn-Bsck 24 70% 70% 70% NH-LI 3.5CY 1.15 ROCKY115 1.10 BSCK345 1.09 BSCK345 1.07 1.02 1.01 1.07 1.01 1.00 1.04 1.00 0.99 098 095 094 104 100 099 1.10 1.10 1.09 1.01 1.01 1.00 1.08 1.05 1.05 1.08 1.02 1.00 1.15 1.08 1.06
3ph fault Nrwk Trip Nrwk-Plum 1 40% 40%  40% ALLIN 4.0CY 1.24 NRWK345 1.22 EDVN345 1.23 NRWK345 111 112 112 110 112 113 124 122 123 111 110 113 123 122 123 110 111 112 1.03 1.05 1.06 1.04 1.06 1.07 1.05 1.08 1.10 1.04 1.06 1.09
3ph fault Nrwk Trip Nrwk-Plum 2 40% 40% 40% ED-BS 4.0 CY 1.20 NRWK345 1.28 NRWK345  1.29 EDVN345 114 113 112 111 111 110 120 128 128 111 115 115 119 127 129 1.07 1.07 1.07 1.04 1.04 1.03 1.04 1.03 1.04 1.06 1.05 1.05 1.04 1.04 1.04
3ph fault Nrwk Trip Nrwk-Plum 3 40% 40%  40% PL-LM 4.0 CY 1.22 EDVN345 1.20 NRWK345 1.20 EDVN345 1.06 1.05 109 1.06 105 109 122 120 120 110 1.10 112 122 120 120 110 111 112 1.03 1.05 1.06 1.04 1.05 1.06 1.03 1.03 1.06 1.02 1.03 1.05
3ph fault Nrwk Trip Nrwk-Plum 4 40% 40%  40% LM-PV 4.0 CY 1.22 EDVN345 1.19 NRWK345  1.18 NRWK345 110 111 111 109 111 111 122 119 1418 110 111 111 122 118 1.18 1.10 1.10 1.10 1.04 1.05 1.05 1.05 1.06 1.06 1.06 1.09 1.09 1.05 1.07 1.07
3ph fault Nrwk Trip Nrwk-Plum 5 40% 40%  40% NH-LI 4.0CY 1.21 NRWK345 1.11 EDVN345 1.11 EDVN345 1.09 1.09 109 108 109 109 121 111 111 109 1.07 106 121 111 111 111 108 1.08 1.03 1.02 1.03 1.04 1.04 104 105 1.06 1.06 1.05 1.05 1.05
3ph fault Nrwk Trip Nrwk-Plum 6 50% 50% 50% ALLIN 4.0CY 1.22 NRWK345 1.19 EDVN345 1.20 EDVN345 116 117 117 115 115 116 122 119 119 112 112 1413 1.21 119 120 112 113 1.13 1.05 1.07 1.08 1.09 1.08 1.07 1.16 1.15 1.15 112 1.10 1.10
3ph fault Nrwk Trip Nrwk-Plum 7 50% 50% 50% ED-BS 4.0CY 1.22 EDVN345 1.26 EDVN345 1.25 NRWK345 115 113 113 112 1.09 109 122 125 125 112 114 112 122 126 125 111 110 1.09 1.05 1.04 103 1.09 1.08 1.08 1.14 111 110 1.10 1.08 1.07
3ph fault Nrwk Trip Nrwk-Plum 8 50% 50% 50% PL-LM 4.0CY 1.19 EDVN345 1.15 EDVN345 1.17 EDVN345 110 1.06 1.04 1.10 1.06 1.04 1.18 115 116 1.09 1.10 1.10 1.19 115 117 111 111 112 1.04 1.06 1.07 1.06 1.07 1.07 1.09 111 1.10 1.07 1.08 1.08
3ph fault Nrwk Trip Nrwk-Plum 9 50% 50% 50% LM-PV 4.0CY 1.17 EDVN345 1.12 EDVN345 1.13 EDVN345 111 111 109 110 1.09 107 117 111 113 1.08 1.08 1.08 1.17 112 113 110 1.08 1.08 1.04 105 1.05 1.07 1.06 105 111 110 110 1.08 1.08 1.06
3ph fault Nrwk Trip Nrwk-Plum 10 50% 50% 50% NH-LI 4.0CY 1.15 EDVN345 1.13 PLUM345 1.13 PLUM345 113 113 113 1.10 1.09 109 1.15 108 108 105 100 099 115 1.09 1.09 1.11 1.08 1.08 1.03 1.01 1.01 1.08 1.05 1.05 113 1.10 1.08 1.10 1.06 1.05
3ph fault Nrwk Trip Nrwk-Plum 1" 70% 70% 70% ALLIN 4.0CY 1.59 ROCKY115 1.60 ROCKY115 1.61 ROCKY115 127 127 127 128 128 129 118 1.13 1.14 1.10 1.09 108 119 113 114 115 113 113 1.08 1.06 1.05 123 122 123 137 137 135 159 1.60 1.61
3ph fault Nrwk Trip Nrwk-Plum 12 70% 70% 70% ED-BS 4.0CY 1.58 ROCKY115 1.42 ROCKY115 1.36 ROCKY115 124 119 119 123 118 1.19 1.18 1.17 1.16 1.09 1.09 1.08 1.17 118 115 116 1.14 113 1.07 1.05 1.04 124 119 117 130 122 119 158 142 1.36
3ph fault Nrwk Trip Nrwk-Plum 13 70% 70% 70% PL-LM 4.0CY 1.33 ROCKY115 1.26 ROCKY115 1.24 ROCKY115 1.18 1.18 1.17 1.19 1.18 1.17 1.15 1.09 1.11 1.10 1.06 1.05 1.15 110 111 112 112 111 1.04 1.04 1.04 114 113 113 120 118 1.16 1.33 1.26 1.24
3ph fault Nrwk Trip Nrwk-Plum 14 70% 70% 70% LM-PV 4.0CY 1.46 ROCKY115 1.40 ROCKY115 1.36 ROCKY115 121 119 117 121 119 117 122 1.10 1.08 1.14 1.08 1.07 121 110 1.09 115 111 110 1.06 1.04 1.04 121 118 117 126 122 120 146 140 1.36
3ph fault Nrwk Trip Nrwk-Plum 15 70% 70% 70% NH-LI 4.0CY 1.52 ROCKY115 1.48 ROCKY115 1.45 ROCKY115 123 121 120 122 120 1.18 1.11 1.06 1.06 1.05 1.01 1.00 1.11 1.06 1.07 111 110 1.10 1.04 1.03 1.02 119 119 1.18 128 127 1.24 152 1.48 1.45
3ph fault Nrwk Trip Nrwk-Plum 16 40% 40%  40% ALLIN 3.5CY 1.21 NRWK345 1.21 EDVN345 1.23 NRWK345 110 111 111 1.07 109 112 121 121 123 112 109 112 119 121 123 110 1.11 112 1.04 1.04 105 1.05 1.05 1.06 1.05 1.06 1.09 1.04 1.05 1.07
3ph fault Nrwk Trip Nrwk-Plum 17 40% 40% 40% ED-BS 3.5CY 1.28 NRWK345 1.24 EDVN345 1.27 NRWK345 1.15 114 112 112 111 108 128 124 127 116 112 113 127 124 127 1.09 1.07 1.07 1.07 1.04 1.03 1.07 1.04 1.03 1.06 1.06 1.05 1.05 1.05 1.03
3ph fault Nrwk Trip Nrwk-Plum 18 40% 40%  40% PL-LM 3.5CY 1.17 EDVN345 1.20 EDVN345 1.21 NRWK345 1.04 1.02 1.08 1.04 1.02 108 1.16 120 121 109 108 112 117 120 121 110 1.11 1.12 1.04 1.04 1.05 1.04 1.04 1.05 1.02 1.00 1.06 1.02 1.00 1.05
3ph fault Nrwk Trip Nrwk-Plum 19 40% 40% 40% LM-PV 3.5CY 1.16 EDVN345 1.18 NRWK345 1.19 NRWK345 1.04 1.07 109 103 106 109 116 1.18 119 109 109 111 116 118 119 1.09 1.09 1.10 1.04 1.04 1.05 1.03 1.05 1.05 1.01 1.05 1.07 1.01 1.04 1.06
3ph fault Nrwk Trip Nrwk-Plum 20 40% 40%  40% NH-LI 3.5CY 1.15 EDVN345 1.12 EDVN345 1.12 EDVN345 1.08 1.08 1.08 1.05 1.07 1.08 1.15 112 112 107 106 106 115 112 112 1.10 1.08 1.08 1.04 1.02 1.03 1.04 1.03 1.03 1.03 1.05 1.06 1.01 1.04 1.05
3ph fault Nrwk Trip Nrwk-Plum 21 50% 50% 50% ALLIN 3.5CY 1.17 EDVN345 1.20 NRWK345 1.21 NRWK345 1.14 116 118 1.10 113 116 116 120 121 110 1.09 113 117 119 120 112 112 113 1.05 1.06 1.07 1.08 1.07 1.08 111 112 112 1.08 1.07 1.09
3ph fault Nrwk Trip Nrwk-Plum 22 50% 50% 50% ED-BS 3.5CY 1.17 EDVN345 1.24 NRWK345  1.24 NRWK345 115 115 114 112 111 110 1.16 124 124 111 112 111 117 123 124 111 110 1.10 1.07 1.04 1.04 1.09 1.09 1.09 1.09 1.10 1.12 1.07 1.08 1.09
3ph fault Nrwk Trip Nrwk-Plum 23 50% 50% 50% PL-LM 3.5CY 1.18 STONY115 1.18 STONY115 1.17 EDVN345 112 111 108 113 111 108 115 1.16 1.17 1.08 1.08 1.10 1.15 116 117 111 112 112 1.04 1.06 1.07 1.06 1.07 1.07 118 1.18 117 1.13 113 1.13
3ph fault Nrwk Trip Nrwk-Plum 24 50% 50% 50% LM-PV 3.5CY 1.14 EDVN345 1.13 EDVN345 1.15 EDVN345 112 112 112 111 111 110 113 113 115 1.08 1.08 108 1.14 113 1.15 1.10 1.09 1.09 1.04 1.05 1.05 1.07 1.05 1.04 111 111 110 1.08 1.08 1.07
3ph fault Nrwk Trip Nrwk-Plum 25 50% 50% 50% NH-LI 3.5CY 1.15 PLUM345 1.15 PLUM345 1.14 PLUM345 115 115 114 110 111 110 110 1.08 1.09 1.04 1.01 1.00 1.10 1.09 1.10 1.10 1.07 1.07 1.03 1.02 1.01 1.07 1.06 1.06 1.10 1.10 1.09 1.07 1.06 1.05
3ph fault Nrwk Trip Nrwk-Plum 26 70% 70% 70% ALLIN 3.5CY 1.62 ROCKY115 1.66 ROCKY115 1.66 ROCKY115 126 129 129 128 131 132 117 113 1.14 111 1.08 1.08 1.18 113 114 116 1.14 113 1.10 1.07 1.06 121 123 125 133 136 136 1.62 1.66 1.66
3ph fault Nrwk Trip Nrwk-Plum 27 70% 70% 70% ED-BS 3.5CY 1.51 ROCKY115 1.47 ROCKY115 1.39 ROCKY115 122 120 121 122 120 121 118 1.18 1.16 1.10 1.11 1.09 1.17 120 116 1.14 114 113 1.07 1.06 1.05 120 119 1.16 129 124 120 151 1.47 1.39
3ph fault Nrwk Trip Nrwk-Plum 28 70% 70% 70% PL-LM 3.5CY 1.34 ROCKY115 1.31 ROCKY115 1.26 ROCKY115 1.19 120 1.19 119 120 1.19 112 111 113 1.08 1.05 1.05 1.12 112 113 112 111 111 1.06 1.05 1.04 112 114 113 121 121 119 134 131 1.26
3ph fault Nrwk Trip Nrwk-Plum 29 70% 70% 70% LM-PV 3.5CY 1.51 ROCKY115 1.47 ROCKY115 1.43 ROCKY115 1.19 1.19 1.18 121 118 1.18 1.14 1.07 1.08 1.09 1.07 1.06 1.13 1.08 1.09 1.14 112 111 1.07 1.05 1.04 120 120 119 127 125 123 151 147 1.43
3ph fault Nrwk Trip Nrwk-Plum 30 70% 70% 70% NH-LI 3.5CY 1.55 ROCKY115 1.56 ROCKY115 1.53 ROCKY115 122 122 121 121 122 121 106 1.04 105 1.02 099 099 1.08 1.04 106 1.11 110 1.10 1.05 1.04 1.03 1.18 120 120 129 129 125 155 156 1.53
2ph fault Nrwk  Trip Nrwk-Plum 1 40% 40%  40% ALLIN 4.0CY 1.34 NRWK345 1.25 NRWK345  1.28 NRWK345 1.14 115 115 116 117 117 134 125 128 123 119 116 133 124 128 117 115 113 111 110 1.09 111 110 110 114 115 115 112 113 1.12
2ph fault Nrwk  Trip Nrwk-Plum 2 40% 40% 40% ED-BS 4.0CY 1.66 EDVN345 1.53 EDVN345 1.47 EDVN345 114 112 111 115 112 110 166 153 147 138 130 126 166 153 147 111 110 1.09 1.13 111 1.09 110 1.08 1.06 1.12 1.09 1.07 1.10 1.07 1.06
2ph fault Nrwk  Trip Nrwk-Plum 3 40% 40%  40% PL-LM 4.0 CY 1.30 NRWK345 1.23 EDVN345 1.26 EDVN345 113 112 105 113 112 105 130 123 126 119 114 111 129 123 126 114 111 112 1.09 108 1.06 1.08 1.07 1.06 1.11 110 1.05 1.07 1.07 1.03
2ph fault Nrwk  Trip Nrwk-Plum 4 40% 40% 40% LM-PV 4.0CY 1.26 NRWK345 1.22 NRWK345  1.24 EDVN345 119 119 114 120 120 115 126 122 123 119 113 109 125 122 124 114 1.09 110 1.09 1.07 105 1.12 110 1.07 1.17 117 113 114 114 1.1
2ph fault Nrwk  Trip Nrwk-Plum 5 40% 40%  40% NH-LI 4.0CY 1.25 NRWK345 1.20 NRWK345 1.20 EDVN345 113 112 111 113 111 110 125 120 120 115 1.10 1.07 124 120 120 113 110 1.09 1.06 1.05 1.04 1.07 1.06 1.05 1.10 1.08 1.06 1.08 1.06 1.05
2ph fault Nrwk  Trip Nrwk-Plum 6 50% 50% 50% ALLIN 4.0CY 1.27 NRWK345 1.22 EDVN345 1.24 NRWK345 113 114 114 113 111 111 127 121 124 119 114 112 126 122 123 116 1.13 1.14 111 110 1.08 112 110 1.08 1.16 1.12 1.11 113 1.10 1.08
2ph fault Nrwk  Trip Nrwk-Plum 7 50% 50% 50% ED-BS 4.0CY 1.58 EDVN345 1.45 NRWK345  1.38 EDVN345 115 113 112 115 112 110 158 145 137 133 125 120 158 145 138 114 112 111 113 110 1.08 114 112 111 113 112 111 112 110 1.09
2ph fault Nrwk  Trip Nrwk-Plum 8 50% 50% 50% PL-LM 4.0 CY 1.21 NRWK345 1.21 EDVN345 1.23 EDVN345 114 111 111 114 111 112 121 120 122 114 1.08 1.09 121 121 123 112 112 113 1.08 1.07 1.06 1.09 1.07 1.07 115 119 120 112 1.14 1.15
2ph fault Nrwk  Trip Nrwk-Plum 9 50% 50% 50% LM-PV 4.0CY 1.23 NRWK345 1.20 EDVN345 1.20 EDVN345 115 112 112 114 111 111 123 120 120 114 110 1.08 122 120 120 115 112 112 1.08 106 1.05 1.13 1.10 1.08 1.14 113 115 1.12 1.09 1.10
2ph fault Nrwk  Trip Nrwk-Plum 10 50% 50% 50% NH-LI 4.0CY 1.19 NRWK345 1.18 EDVN345 1.17 EDVN345 113 113 113 111 110 110 119 1417 1417 111 1.06 1.03 119 118 1.17 1.14 111 111 1.07 1.05 1.04 111 1.09 1.08 1.08 1.06 1.07 1.08 1.06 1.05
2ph fault Nrwk  Trip Nrwk-Plum 11 70% 70% 70% ALLIN 4.0CY 1.62 ROCKY115 1.62 ROCKY115 1.59 ROCKY115 133 132 131 135 135 133 125 1.18 1.16 1.18 1.13 1.11 125 119 117 122 119 118 114 112 110 135 134 133 141 140 138 162 1.62 1.59
2ph fault Nrwk  Trip Nrwk-Plum 12 70% 70% 70% ED-BS 4.0 CY 1.37 ROCKY115 1.27 ROCKY115 1.25 ROCKY115 124 119 118 125 119 117 134 125 120 121 114 111 135 125 120 118 116 1.15 112 1.09 1.07 126 121 119 127 120 118 137 127 1.25
2ph fault Nrwk  Trip Nrwk-Plum 13 70% 70% 70% PL-LM 4.0CY 1.39 ROCKY115 1.36 ROCKY115 1.31 ROCKY115 129 127 123 129 127 123 113 1.15 1.15 1.10 1.07 105 113 1.16 116 1.16 1.14 113 1.10 1.08 1.06 120 1.18 1.16 1.30 1.27 123 1.39 136 1.31
2ph fault Nrwk  Trip Nrwk-Plum 14 70% 70% 70% LM-PV 4.0CY 1.47 ROCKY115 1.44 ROCKY115 1.38 ROCKY115 127 125 122 128 125 122 117 112 112 113 1.07 105 116 113 113 116 113 112 110 1.08 1.06 127 124 122 130 128 124 147 144 138
2ph fault Nrwk  Trip Nrwk-Plum 15 70% 70% 70% NH-LI 4.0CY 1.46 ROCKY115 1.46 ROCKY115 1.42 ROCKY115 124 124 123 124 124 122 113 1.06 1.06 1.09 1.02 1.00 1.14 1.08 1.07 116 1.13 112 1.08 1.06 1.04 125 125 123 128 128 125 146 146 1.42




CASE #:

GE - B-N 1 HPFF, M-N 2 XLPE (OLD CASE 5)

Rev. 1 (added Sngr-Nrwk)

DATE:

12/15/2004

DONE BY: E. R. PRATICO, GE ENERGY NOTE: 2Cis 0.13-0.175,4Cis 0.17 - 0.21 s, 6C is 0.21 - 0.25 s (max. voltage - pu)
SWITCHING EVENT SYSTEM CONDITIONS MAXIMUM TOV TOV
SIM. | LOAD SHUNT| LINE |FAULT, PLUM345 PLUM115 NRWK345 NRWK115 EDVN345 BSCK345 ESHR115 FRBG115 STONY115 ROCKY115
TYPE LOCATION CASE | LEVEL | CAPS| REACS| OUT |CLEAR| 2C | LOCATION | 4C | LOCATION | 6C | LOCATION | 2c [ 4Cc [6c | 2c J4c[e6c | 2c | 4c[e6c | 2c | 4c[e6c[2c|4c|e6c[2c|4c|e6c[2c|4ac]|e6Cc[2c]4ac]|6C | 2c[4Cc | 6C | 2C [ 4C | 6C

2ph fault Nrwk  Trip Nrwk-Plum 16 40% 40%  40% ALLIN 3.5CY 1.26 NRWK345 1.28 NRWK345  1.30 NRWK345 113 114 114 110 113 114 126 128 130 117 115 114 125 128 129 113 113 113 1.09 109 1.08 1.08 1.09 1.09 1.09 111 112 1.08 1.10 1.10
2ph fault Nrwk  Trip Nrwk-Plum 17 40% 40%  40% ED-BS 3.5CY 1.56 EDVN345 1.54 EDVN345 1.47 EDVN345 116 115 113 115 113 111 156 154 146 132 130 125 156 154 147 1.10 1.09 1.08 1.11 110 1.08 1.10 1.08 1.06 1.10 1.08 1.06 1.09 1.06 1.04
2ph fault Nrwk  Trip Nrwk-Plum 18 40% 40%  40% PL-LM 3.5CY 1.22 EDVN345 1.26 NRWK345  1.28 NRWK345 1.15 111 105 115 111 105 122 126 128 115 112 112 122 126 127 111 112 112 1.07 1.07 1.06 1.06 1.05 1.05 1.12 1.09 1.04 1.07 1.06 1.04
2ph fault Nrwk  Trip Nrwk-Plum 19 40% 40%  40% LM-PV 3.5CY 1.23 PLUM115 1.24 NRWK345  1.24 NRWK345 121 121 116 123 123 117 123 124 124 116 111 1.09 122 124 124 111 109 110 1.08 1.06 1.04 1.11 1.09 1.07 119 119 114 115 115 1.1
2ph fault Nrwk  Trip Nrwk-Plum 20 40% 40%  40% NH-LI 3.5CY 1.24 EDVN345 1.22 EDVN345 1.21 EDVN345 114 112 111 111 111 111 124 122 120 111 110 1.07 124 122 121 110 110 110 1.06 1.05 1.03 1.07 1.06 1.04 1.08 1.08 1.07 1.06 1.06 1.04
2ph fault Nrwk  Trip Nrwk-Plum 21 50% 50% 50% ALLIN 3.5CY 1.21 EDVN345 1.24 NRWK345  1.25 NRWK345 115 115 115 114 113 113 121 124 125 115 112 112 121 124 125 113 113 113 110 1.09 1.08 1.11 1.09 1.08 1.15 1.15 1.14 110 1.10 1.10
2ph fault Nrwk  Trip Nrwk-Plum 22 50% 50% 50% ED-BS 3.5CY 1.50 NRWK345 1.45 EDVN345 1.37 NRWK345 112 111 111 112 110 1.09 150 145 137 128 124 120 149 145 137 113 112 111 111 1.09 1.07 112 111 110 112 111 110 1.10 1.09 1.08
2ph fault Nrwk  Trip Nrwk-Plum 23 50% 50% 50% PL-LM 3.5CY 1.21 EDVN345 1.24 NRWK345  1.24 NRWK345 1.08 111 111 108 111 111 119 124 124 111 108 1.08 121 123 124 112 113 113 1.06 1.05 1.05 1.08 1.07 1.07 110 1.18 1.18 1.08 1.13 1.14
2ph fault Nrwk  Trip Nrwk-Plum 24 50% 50% 50% LM-PV 3.5CY 1.21 EDVN345 1.22 EDVN345 1.22 EDVN345 113 113 112 111 112 111 121 122 121 111 110 1.09 121 122 122 113 112 112 1.08 1.07 1.05 112 109 108 110 111 111 1.09 1.09 1.09
2ph fault Nrwk  Trip Nrwk-Plum 25 50% 50% 50% NH-LI 3.5CY 1.19 EDVN345 1.19 EDVN345 1.18 EDVN345 114 114 113 111 111 110 119 119 118 1.08 1.05 1.04 119 1.19 1.18 1.12 1.12 111 1.07 1.05 1.04 1.09 1.08 1.07 1.07 1.07 1.05 1.06 1.05 1.04
2ph fault Nrwk  Trip Nrwk-Plum 26 70% 70% 70% ALLIN 3.5CY 1.64 ROCKY115 1.65 ROCKY115 1.62 ROCKY115 134 134 133 137 137 136 121 117 115 116 113 111 121 117 116 121 119 118 114 112 110 135 135 134 145 144 142 164 165 1.62
2ph fault Nrwk  Trip Nrwk-Plum 27 70% 70% 70% ED-BS 3.5CY 1.35 ROCKY115 1.28 ROCKY115 1.27 ROCKY115 123 120 117 124 119 116 130 126 120 118 1.14 111 131 126 120 1.17 115 114 111 109 1.07 123 120 117 126 121 117 135 128 1.27
2ph fault Nrwk  Trip Nrwk-Plum 28 70% 70% 70% PL-LM 3.5CY 1.39 ROCKY115 1.37 ROCKY115 1.32 ROCKY115 132 129 124 132 129 125 114 115 115 1.09 1.06 1.05 115 117 116 1.14 114 114 1.09 1.07 1.06 120 118 1.16 133 129 124 139 137 1.32
2ph fault Nrwk  Trip Nrwk-Plum 29 70% 70% 70% LM-PV 3.5CY 1.51 ROCKY115 1.45 ROCKY115 1.39 ROCKY115 130 127 124 130 127 124 111 112 112 110 1.07 1.05 112 114 113 1.16 1.13 112 1.09 1.07 1.06 128 125 122 135 131 126 151 145 1.39
2ph fault Nrwk  Trip Nrwk-Plum 30 70% 70% 70% NH-LI 3.5CY 1.51 ROCKY115 1.49 ROCKY115 1.44 ROCKY115 127 126 124 128 126 124 1.08 1.06 1.05 1.06 1.02 1.00 1.09 1.07 1.06 1.14 113 112 1.08 1.06 1.04 127 126 124 134 132 128 151 149 144
1ph fault Nrwk  Trip Nrwk-Plum 1 40% 40%  40% ALLIN 4.0CY 1.21 NRWK345 1.15 NRWK345  1.16 NRWK345 110 1.09 109 111 110 110 121 115 116 1.13 112 112 1.21 115 115 1.10 1.10 1.10 1.05 1.05 1.05 1.07 1.06 1.06 1.09 1.08 1.08 1.07 1.07 1.07
1ph fault Nrwk  Trip Nrwk-Plum 2 40% 40% 40% ED-BS 4.0CY 1.26 EDVN345 1.29 EDVN345 1.27 EDVN345 1.08 1.08 1.07 1.06 1.05 105 126 128 127 114 115 114 126 129 127 108 1.08 1.07 1.05 105 1.04 1.05 1.04 1.04 1.04 1.04 1.04 1.03 1.03 1.03
1ph fault Nrwk  Trip Nrwk-Plum 3 40% 40%  40% PL-LM 4.0CY 1.19 EDVN345 1.14 NRWK345  1.14 NRWK345 1.05 1.04 1.04 1.05 1.04 105 119 114 114 112 111 110 119 113 1.13 1.09 1.09 1.09 1.05 1.05 1.05 1.05 1.05 1.05 1.04 1.03 1.03 1.03 1.03 1.03
1ph fault Nrwk Trip Nrwk-Plum 4 40% 40% 40% LM-PV 4.0CY 1.18 EDVN345 1.13 NRWK345  1.12 NRWK345 1.09 1.07 104 109 1.06 104 118 113 112 110 1.10 1.08 1.18 1.12 112 1.08 1.08 1.07 1.04 104 1.03 1.05 1.05 1.04 1.07 1.05 1.03 1.05 1.04 1.02
1ph fault Nrwk  Trip Nrwk-Plum 5 40% 40%  40% NH-LI 4.0CY 1.16 EDVN345 1.10 EDVN345 1.10 EDVN345 1.06 1.05 1.05 1.03 1.03 1.02 115 1.09 110 1.05 1.04 101 116 1.10 1.10 1.07 1.06 1.06 1.01 1.00 1.00 1.01 1.01 1.01 1.02 1.01 1.00 1.01 1.00 0.99
1ph fault Nrwk Trip Nrwk-Plum 6 50% 50% 50% ALLIN 4.0CY 1.19 EDVN345 1.14 NRWK345  1.14 NRWK345 110 1.10 1.10 1.08 1.07 107 119 114 114 113 111 109 119 113 113 111 110 110 1.06 1.05 1.05 1.06 1.06 1.06 1.07 1.07 1.08 1.05 1.05 1.06
1ph fault Nrwk  Trip Nrwk-Plum 7 50% 50% 50% ED-BS 4.0CY 1.22 EDVN345 1.21 EDVN345 1.21 NRWK345 111 111 111 108 1.08 107 122 121 121 112 111 111 122 121 120 1.10 1.10 1.10 1.06 1.05 1.04 1.08 1.08 1.07 1.07 1.08 1.08 1.06 1.07 1.07
1ph fault Nrwk  Trip Nrwk-Plum 8 50% 50% 50% PL-LM 4.0CY 1.16 NRWK345 1.11 NRWK345  1.10 NRWK345 1.09 1.07 1.04 1.09 1.07 104 116 111 110 110 1.08 1.06 1.16 1.10 1.10 1.09 1.09 1.08 1.04 1.04 1.03 1.05 1.04 1.04 1.09 1.08 1.06 1.06 1.05 1.03
1ph fault Nrwk  Trip Nrwk-Plum 9 50% 50% 50% LM-PV 4.0CY 1.15 NRWK345 1.11 STONY115 1.10 STONY115 1.09 1.09 1.08 1.09 1.09 107 115 110 110 1.06 1.05 1.04 114 1.10 1.10 1.08 1.08 1.08 1.02 1.02 1.02 1.05 1.05 1.04 1.10 1.11 1.10 1.07 1.08 1.07
1ph fault Nrwk Trip Nrwk-Plum 10 50% 50% 50% NH-LI 4.0CY 1.14 EDVN345 1.10 PLUM345 1.10 PLUM345 111 110 110 1.07 1.06 1.06 1.13 1.08 1.08 1.00 099 099 114 1.09 1.09 1.09 108 1.08 1.02 1.02 1.01 1.04 1.04 1.04 1.07 1.06 1.06 1.05 1.04 1.04
1ph fault Nrwk  Trip Nrwk-Plum 11 70% 70% 70% ALLIN 4.0CY 1.29 ROCKY115 1.29 ROCKY115 1.28 ROCKY115 118 119 118 117 118 1.18 113 1.09 109 108 107 107 113 1.10 1.09 1.14 113 113 1.07 106 1.06 121 120 120 1.18 119 118 129 129 1.28
1ph fault Nrwk Trip Nrwk-Plum 12 70% 70% 70% ED-BS 4.0CY 1.26 ROCKY115 1.18 ROCKY115 1.16 ROCKY115 115 115 114 113 114 112 111 111 110 1.07 1.07 1.06 111 111 110 1.14 114 113 1.07 1.06 1.05 1.16 117 116 112 114 112 126 1.18 1.16
1ph fault Nrwk  Trip Nrwk-Plum 13 70% 70% 70% PL-LM 4.0CY 1.23 ROCKY115 1.17 ROCKY115 1.15 ROCKY115 116 1.09 1.08 1.16 1.09 1.08 1.09 108 108 104 104 103 110 1.09 1.09 1.12 111 111 105 1.05 1.04 114 112 111 115 1.09 1.07 123 117 1.15
1ph fault Nrwk Trip Nrwk-Plum 14 70% 70% 70% LM-PV 4.0CY 1.18 ROCKY115 1.13 ROCKY115 1.12 FRBG115 113 112 111 112 111 110 110 1.06 1.06 1.05 1.04 1.03 1.10 1.07 1.07 110 110 1.09 1.04 104 1.03 115 113 112 111 1.09 1.08 1.18 1.13 1.12
1ph fault Nrwk  Trip Nrwk-Plum 15 70% 70% 70% NH-LI 4.0CY 1.30 ROCKY115 1.17 ROCKY115 1.17 ROCKY115 115 114 114 114 113 113 1.04 104 103 100 100 099 105 105 1.04 1.10 1.10 1.10 1.04 1.03 1.03 1.18 1.16 1.16 1.15 1.14 113 130 117 117
1ph fault Nrwk Trip Nrwk-Plum 16 40% 40%  40% ALLIN 3.5CY 1.18 NRWK345 1.16 NRWK345  1.17 NRWK345 1.07 1.07 107 106 1.06 105 118 116 117 113 112 111 117 115 116 1.10 110 1.10 1.05 1.05 1.05 1.06 1.06 1.06 1.05 1.05 1.04 1.05 1.04 1.04
1ph fault Nrwk  Trip Nrwk-Plum 17 40% 40%  40% ED-BS 3.5CY 1.28 EDVN345 1.28 EDVN345 1.24 EDVN345 1.08 1.07 1.07 1.07 1.06 106 128 127 124 115 115 113 128 128 124 1.08 1.07 1.07 1.05 1.04 1.04 1.05 1.05 1.05 1.05 1.05 1.04 1.04 1.04 1.03
1ph fault Nrwk Trip Nrwk-Plum 18 40% 40%  40% PL-LM 3.5CY 1.16 NRWK345 1.15 NRWK345  1.15 NRWK345 1.06 1.03 103 1.06 1.03 103 1.16 115 115 112 111 110 115 114 115 110 1.09 110 1.05 1.05 1.04 1.05 1.05 1.05 1.05 1.02 1.02 1.04 1.02 1.02
1ph fault Nrwk  Trip Nrwk-Plum 19 40% 40%  40% LM-PV 3.5CY 1.15 NRWK345 1.13 NRWK345  1.12 NRWK345 1.08 1.04 1.04 1.07 1.04 102 115 113 112 1.09 1.08 1.08 1.14 1.12 1.12 1.08 1.07 1.07 1.04 1.04 1.03 1.05 1.04 1.03 1.06 1.03 1.02 105 1.03 1.01
1ph fault Nrwk Trip Nrwk-Plum 20 40% 40%  40% NH-LI 3.5CY 1.11 EDVN345 1.11 EDVN345 1.11 EDVN345 1.07 1.06 106 1.04 1.04 104 110 110 1.10 1.03 1.02 1.01 111 111 111 106 1.06 1.07 1.00 1.00 1.00 1.02 1.02 1.02 1.02 1.01 1.01 1.01 1.00 1.00
1ph fault Nrwk  Trip Nrwk-Plum 21 50% 50% 50% ALLIN 3.5CY 1.16 NRWK345 1.13 NRWK345  1.13 NRWK345 1.09 1.09 1.09 110 1.09 108 116 113 113 112 110 1.09 1.14 113 1.13 1.10 1.10 1.10 1.05 1.05 1.05 1.08 1.07 1.07 112 111 111 1.09 1.09 1.09
1ph fault Nrwk Trip Nrwk-Plum 22 50% 50% 50% ED-BS 3.5CY 1.21 EDVN345 1.21 NRWK345  1.18 NRWK345 111 111 110 1.08 1.08 107 121 121 118 111 111 110 121 121 118 110 110 1.10 1.05 1.04 1.04 1.08 1.08 1.07 110 1.10 1.09 1.09 1.08 1.07
1ph fault Nrwk  Trip Nrwk-Plum 23 50% 50% 50% PL-LM 3.5CY 1.13 NRWK345 1.11 NRWK345  1.11 NRWK345 1.07 1.06 1.04 1.07 106 104 113 111 111 1.09 1.07 106 112 1.10 1.10 1.09 1.09 1.09 1.04 1.04 1.04 1.05 1.05 1.04 1.07 1.06 1.06 1.05 1.03 1.03
1ph fault Nrwk Trip Nrwk-Plum 24 50% 50% 50% LM-PV 3.5CY 1.09 STONY115 1.11 STONY115 1.11 STONY115 1.08 1.09 109 108 1.08 108 1.09 110 110 1.06 1.04 1.05 109 111 111 107 108 1.08 1.02 102 1.01 1.05 105 105 1.09 111 111 1.07 1.08 1.08
1ph fault Nrwk  Trip Nrwk-Plum 25 50% 50% 50% NH-LI 3.5CY 1.09 EDVN345 1.09 EDVN345 1.09 EDVN345 1.09 1.09 1.09 1.05 1.06 106 1.08 108 108 099 099 099 109 109 1.09 1.08 1.08 1.08 1.01 1.01 1.01 1.04 1.04 1.04 1.07 1.06 1.06 1.05 1.04 1.04
1ph fault Nrwk Trip Nrwk-Plum 26 70% 70% 70% ALLIN 3.5CY 1.26 ROCKY115 1.27 ROCKY115 1.23 ROCKY115 118 1.18 147 117 117 116 1.09 1.08 1.08 1.07 1.06 1.06 1.10 1.09 1.09 113 112 112 1.06 106 1.05 119 119 118 117 117 115 126 1.27 1.23
1ph fault Nrwk  Trip Nrwk-Plum 27 70% 70% 70% ED-BS 3.5CY 1.16 FRBG115 1.15 FRBG115 1.14 FRBG115 115 113 113 113 112 111 112 110 1.08 1.07 106 105 112 1.10 1.08 1.14 113 113 1.06 1.05 1.05 1.16 1.15 1.14 112 110 1.09 1.16 1.14 1.13
1ph fault Nrwk Trip Nrwk-Plum 28 70% 70% 70% PL-LM 3.5CY 1.19 ROCKY115 1.17 ROCKY115 1.15 ROCKY115 111 1.09 108 1.11 1.09 108 1.07 1.08 1.08 104 104 1.03 109 110 1.09 112 112 111 1.05 1.04 1.04 113 112 111 111 1.09 1.08 1.19 117 1.15
1ph fault Nrwk  Trip Nrwk-Plum 29 70% 70% 70% LM-PV 3.5CY 1.16 ROCKY115 1.15 ROCKY115 1.13 ROCKY115 114 113 112 113 112 110 1.07 106 106 105 103 103 1.07 1.08 1.07 1.10 1.10 1.09 1.04 1.03 1.03 1.15 114 113 113 112 110 1.16 1.15 1.13
1ph fault Nrwk  Trip Nrwk-Plum 30 70% 70% 70% NH-LI 3.5CY 1.19 ROCKY115 1.15 ROCKY115 1.15 ROCKY115 114 113 113 112 112 111 1.03 1.03 1.03 099 099 098 1.04 1.04 1.04 109 109 1.09 1.03 102 1.02 115 115 114 111 111 1.09 119 115 1.15
3ph fault Sngr  Trip Sngr-Edvn 1 40% 40%  40% ALLIN 4.0CY 1.24 NRWK345 1.28 NRWK345  1.30 NRWK345 123 124 127 119 118 120 124 128 130 115 113 115 123 127 129 1.10 1.12 114 1.04 1.03 1.05 1.07 1.07 1.09 115 113 115 111 1.09 1.12
3ph fault Sngr  Trip Sngr-Edvn 2 40% 40% 40% ED-BS 4.0CY 1.24 NRWK345 1.34 EDVN345 1.37 NRWK345 120 127 131 118 121 124 124 133 137 112 117 122 124 134 137 109 1.09 1.09 1.05 106 1.06 1.07 109 111 115 118 120 1.11 1.14 1.16
3ph fault Sngr  Trip Sngr-Edvn 3 40% 40%  40% PL-LM 4.0CY 1.24 PLUM345 1.31 NRWK345  1.35 NRWK345 124 130 133 116 124 127 121 131 135 111 117 119 120 129 132 1.10 1.13 1.14 105 1.05 1.06 1.06 1.08 1.08 1.13 120 122 1.09 1.14 1.16
3ph fault Sngr  Trip Sngr-Edvn 4 40% 40% 40% LM-PV 4.0CY 1.14 NRWK345 1.22 NRWK345  1.27 NRWK345 113 122 126 1.08 114 119 114 122 127 107 111 115 1143 121 125 108 111 113 1.04 1.04 1.04 1.06 1.07 1.09 1.07 111 114 1.06 1.08 1.12
3ph fault Sngr  Trip Sngr-Edvn 5 40% 40%  40% NH-LI 4.0CY 1.15 NRWK345 1.21 NRWK345  1.23 NRWK345 112 119 122 1.09 112 115 115 121 123 106 106 108 115 120 122 1.09 1.10 1.11 1.03 1.02 1.03 1.05 1.05 1.06 1.07 1.08 1.10 1.05 1.05 1.07
3ph fault Sngr  Trip Sngr-Edvn 6 50% 50% 50% ALLIN 4.0CY 1.19 PLUM345 1.26 NRWK345  1.28 NRWK345 119 126 128 114 120 124 118 126 128 110 1.13 116 117 125 127 112 113 115 1.04 1.04 1.06 1.08 110 112 116 123 126 1.12 1.15 1.18
3ph fault Sngr  Trip Sngr-Edvn 7 50% 50% 50% ED-BS 4.0 CY 1.25 NRWK345 1.30 NRWK345  1.32 NRWK345 124 129 129 121 125 126 125 130 132 112 118 119 124 130 131 1.10 1.11 112 1.05 1.07 1.08 111 113 114 121 124 125 116 119 1.20
3ph fault Sngr  Trip Sngr-Edvn 8 50% 50% 50% PL-LM 4.0CY 1.25 PLUM345 1.31 PLUM345 1.31 PLUM345 125 131 131 119 127 127 122 127 127 111 116 116 120 125 125 111 113 113 1.04 105 1.05 1.07 110 110 119 126 126 1.13 1.19 1.19
3ph fault Sngr  Trip Sngr-Edvn 9 50% 50% 50% LM-PV 4.0CY 1.19 STONY115 1.22 PLUM345 1.26 PLUM345 118 122 126 114 119 122 117 122 125 106 111 113 116 121 124 1.08 111 113 1.02 1.03 1.03 1.05 1.08 1.09 119 120 122 111 113 1.16
3ph fault Sngr  Trip Sngr-Edvn 10 50% 50% 50% NH-LI 4.0CY 1.13 PLUM345 1.20 NRWK345  1.22 NRWK345 113 120 122 1.09 115 117 112 120 122 103 105 1.05 112 120 122 109 109 111 1.02 102 1.03 1.06 106 1.07 111 118 118 1.07 111 1.12
3ph fault Sngr  Trip Sngr-Edvn 11 70% 70% 70% ALLIN 4.0CY 1.35ROCKY115 1.41 ROCKY115 1.41 ROCKY115 125 126 124 124 125 124 121 121 120 114 115 113 120 1.20 1.18 1.16 1.15 114 1.08 1.07 1.06 121 118 120 124 128 127 135 141 1.41
3ph fault Sngr  Trip Sngr-Edvn 12 70% 70% 70% ED-BS 4.0CY 1.29 ROCKY115 1.30 ROCKY115 1.29 ROCKY115 125 122 120 123 120 119 123 119 117 117 112 111 123 119 117 114 114 114 1.08 1.07 1.06 1.17 117 117 122 120 1.20 129 130 1.29
3ph fault Sngr  Trip Sngr-Edvn 13 70% 70% 70% PL-LM 4.0CY 1.31 ROCKY115 1.31 ROCKY115 1.29 ROCKY115 128 125 120 128 124 120 122 119 117 115 112 111 121 118 117 1.14 114 113 1.07 1.06 1.05 1.16 1.15 1.14 125 124 123 131 131 129
3ph fault Sngr  Trip Sngr-Edvn 14 70% 70% 70% LM-PV 4.0CY 1.35 ROCKY115 1.33 ROCKY115 1.32 ROCKY115 124 121 117 124 120 117 119 116 114 114 111 110 119 116 114 114 113 111 1.07 1.05 1.04 122 117 117 124 122 120 135 133 1.32
3ph fault Sngr  Trip Sngr-Edvn 15 70% 70% 70% NH-LI 4.0CY 1.31 ROCKY115 1.34 ROCKY115 1.34 ROCKY115 121 119 116 119 119 116 119 115 113 113 1.09 1.06 1.18 1.14 113 1.13 112 111 1.05 1.04 1.03 120 1.17 116 119 120 1.19 131 1.34 1.34
3ph fault Sngr  Trip Sngr-Edvn 16 40% 40%  40% ALLIN 3.5CY 1.20 NRWK345 1.26 NRWK345  1.29 NRWK345 118 123 126 112 117 119 120 126 129 112 112 113 119 125 127 109 111 113 1.04 102 1.04 1.06 106 1.09 1.09 112 115 1.07 1.08 1.1
3ph fault Sngr  Trip Sngr-Edvn 17 40% 40% 40% ED-BS 3.5CY 1.23 NRWK345 1.35 EDVN345 1.38 NRWK345 120 128 132 116 122 125 123 134 138 113 117 122 123 135 138 1.09 1.09 1.10 1.05 1.05 1.06 1.08 1.09 1.11 113 118 121 1.09 115 1.16
3ph fault Sngr  Trip Sngr-Edvn 18 40% 40%  40% PL-LM 3.5CY 1.21 PLUM345 1.34 PLUM345 1.36 NRWK345 121 134 135 116 127 129 120 133 136 112 117 120 119 131 133 111 113 114 1.06 1.05 1.06 1.07 1.08 1.08 1.13 121 124 110 115 1.18




CASE #:

GE - B-N 1 HPFF, M-N 2 XLPE (OLD CASE 5)

Rev. 1 (added Sngr-Nrwk)

DATE:

12/15/2004

DONE BY: E. R. PRATICO, GE ENERGY NOTE: 2Cis 0.13-0.175,4Cis 0.17 - 0.21 s, 6C is 0.21 - 0.25 s (max. voltage - pu)
SWITCHING EVENT SYSTEM CONDITIONS MAXIMUM TOV TOV
SIM. | LOAD SHUNT| LINE |FAULT, PLUM345 PLUM115 NRWK345 NRWK115 EDVN345 BSCK345 ESHR115 FRBG115 STONY115 ROCKY115
TYPE LOCATION CASE | LEVEL | CAPS| REACS| OUT |CLEAR| 2C | LOCATION | 4C | LOCATION | 6C | LOCATION | 2c [ 4Cc [6c | 2c J4c[e6c | 2c | 4c[e6c | 2c | 4c[e6c[2c|4c|e6c[2c|4c|e6c[2c|4ac]|e6Cc[2c]4ac]|6C | 2c[4Cc | 6C | 2C [ 4C | 6C

3ph fault Sngr  Trip Sngr-Edvn 19 40% 40% 40% LM-PV 3.5CY 1.17 NRWK345 1.26 PLUM345 1.30 NRWK345 115 126 129 113 119 122 117 125 130 1.09 112 116 116 123 128 110 112 114 1.04 1.04 1.05 1.06 1.09 1.10 1.09 115 118 1.07 1.12 1.15
3ph fault Sngr  Trip Sngr-Edvn 20 40% 40%  40% NH-LI 3.5CY 1.13 NRWK345 1.19 NRWK345  1.22 NRWK345 112 118 121 108 111 115 113 119 122 105 105 110 113 1.18 121 1.09 1.10 1.12 1.03 1.01 1.03 1.05 1.05 1.07 1.06 1.08 1.11 1.04 1.06 1.09
3ph fault Sngr  Trip Sngr-Edvn 21 50% 50% 50% ALLIN 3.5CY 1.20 PLUM345 1.25 NRWK345  1.28 NRWK345 120 124 127 115 120 125 119 125 128 1.09 111 115 118 124 127 111 113 115 1.04 1.04 1.06 1.07 1.09 112 114 121 124 1.08 113 1.18
3ph fault Sngr  Trip Sngr-Edvn 22 50% 50% 50% ED-BS 3.5CY 1.23 NRWK345 1.32 NRWK345  1.33 NRWK345 122 131 131 119 127 127 123 132 133 111 118 119 122 132 132 1.11 111 112 1.05 1.07 1.08 1.09 1.14 114 118 126 128 113 120 1.22
3ph fault Sngr  Trip Sngr-Edvn 23 50% 50% 50% PL-LM 3.5CY 1.26 PLUM345 1.33 PLUM345 1.32 PLUM345 126 133 132 119 128 128 122 129 128 110 1.16 116 121 127 127 112 113 113 1.05 1.06 1.06 1.08 1.10 1.10 120 127 126 1.14 120 1.19
3ph fault Sngr  Trip Sngr-Edvn 24 50% 50% 50% LM-PV 3.5CY 1.17 PLUM345 1.24 PLUM345 1.27 PLUM345 117 124 127 113 122 124 116 123 126 1.07 112 114 115 122 124 110 1.11 112 1.04 1.04 1.04 1.08 1.09 110 1.14 121 124 110 115 1.18
3ph fault Sngr  Trip Sngr-Edvn 25 50% 50% 50% NH-LI 3.5CY 1.13 PLUM345 1.18 NRWK345  1.22 NRWK345 113 118 121 108 113 117 113 118 122 1.03 1.06 1.07 113 1.18 121 1.09 110 112 1.03 1.02 1.04 1.06 106 1.08 1.10 1.15 119 1.04 1.10 1.14
3ph fault Sngr  Trip Sngr-Edvn 26 70% 70% 70% ALLIN 3.5CY 1.36 ROCKY115 1.40 ROCKY115 1.40 ROCKY115 124 123 122 121 122 122 121 120 119 113 112 112 120 119 1.18 1.17 1.16 1.15 110 1.09 1.08 1.18 119 119 125 128 127 136 140 1.40
3ph fault Sngr  Trip Sngr-Edvn 27 70% 70% 70% ED-BS 3.5CY 1.27 ROCKY115 1.27 ROCKY115 1.28 ROCKY115 121 121 119 121 119 117 121 119 116 113 112 111 121 117 115 116 115 114 1.09 1.08 1.07 120 119 118 120 119 118 127 127 1.28
3ph fault Sngr  Trip Sngr-Edvn 28 70% 70% 70% PL-LM 3.5CY 1.29 ROCKY115 1.28 ROCKY115 1.27 ROCKY115 127 122 118 125 120 118 121 117 115 113 111 110 1.20 1.16 1.15 1.16 1.14 113 1.08 1.07 1.06 1.16 1.16 1.15 121 120 119 129 128 1.27
3ph fault Sngr  Trip Sngr-Edvn 29 70% 70% 70% LM-PV 3.5CY 1.32 ROCKY115 1.31 ROCKY115 1.30 ROCKY115 123 118 115 122 117 115 120 115 113 113 1.10 1.09 120 1.15 113 1.16 113 112 1.08 1.06 1.05 1.18 1.16 1.15 119 117 117 132 131 1.30
3ph fault Sngr  Trip Sngr-Edvn 30 70% 70% 70% NH-LI 3.5CY 1.29 ROCKY115 1.30 ROCKY115 1.31 ROCKY115 119 116 1.14 116 115 114 115 113 111 1.08 1.06 105 1.15 1.13 1.11 1.14 113 112 1.07 1.05 1.04 116 1.15 115 116 1.16 1.16 1.29 1.30 1.31
2ph fault Sngr  Trip Sngr-Edvn 1 40% 40%  40% ALLIN 4.0CY 1.23 PLUM345 1.29 NRWK345  1.33 NRWK345 123 123 129 122 117 122 122 129 133 116 114 117 121 127 131 113 113 115 1.08 1.07 1.06 1.11 110 110 119 114 117 115 111 112
2ph fault Sngr  Trip Sngr-Edvn 2 40% 40%  40% ED-BS 4.0CY 1.36 EDVN345 1.36 EDVN345 1.37 NRWK345 133 132 132 128 127 126 135 136 137 121 121 121 136 136 136 1.09 1.09 1.09 106 1.06 1.05 1.11 111 110 123 122 121 117 117 1.16
2ph fault Sngr  Trip Sngr-Edvn 3 40% 40%  40% PL-LM 4.0CY 1.47 PLUM345 1.46 PLUM345 1.43 PLUM345 147 146 143 138 136 135 143 143 140 126 126 124 140 140 138 1.18 118 1.17 110 110 1.08 1.13 112 111 132 130 128 123 122 1.20
2ph fault Sngr  Trip Sngr-Edvn 4 40% 40% 40% LM-PV 4.0CY 1.36 NRWK345 1.38 NRWK345  1.38 NRWK345 136 137 137 129 130 129 136 138 138 121 121 120 134 136 136 1.16 1.16 1.16 1.08 1.07 1.06 1.14 114 113 123 124 123 119 119 1.18
2ph fault Sngr  Trip Sngr-Edvn 5 40% 40%  40% NH-LI 4.0CY 1.19 NRWK345 1.29 NRWK345  1.31 NRWK345 118 125 128 113 117 120 119 129 131 111 110 113 118 128 130 1.09 112 113 1.04 103 1.03 1.06 1.06 1.07 110 112 115 1.08 1.09 1.12
2ph fault Sngr  Trip Sngr-Edvn 6 50% 50% 50% ALLIN 4.0CY 1.20 PLUM345 1.30 PLUM345 1.34 NRWK345 120 130 133 116 126 129 118 130 134 113 115 118 1.18 129 132 1.13 1.14 116 1.08 1.07 1.06 1.13 111 114 116 128 132 112 121 1.24
2ph fault Sngr  Trip Sngr-Edvn 7 50% 50% 50% ED-BS 4.0CY 1.39 NRWK345 1.37 NRWK345  1.34 NRWK345 135 134 132 129 128 126 139 137 134 123 121 119 138 136 134 113 113 112 1.09 1.08 1.07 115 114 113 128 127 124 121 120 1.19
2ph fault Sngr  Trip Sngr-Edvn 8 50% 50% 50% PL-LM 4.0CY 1.45 PLUM345 1.41 PLUM345 1.37 PLUM345 145 141 137 138 134 129 142 138 134 126 123 120 139 136 132 121 119 118 112 110 1.09 1.16 1.14 112 134 130 126 125 122 1.19
2ph fault Sngr  Trip Sngr-Edvn 9 50% 50% 50% LM-PV 4.0CY 1.38 PLUM345 1.38 PLUM345 1.36 PLUM345 138 138 136 130 130 128 136 136 134 121 120 118 134 134 132 120 119 118 110 1.09 1.08 1.18 1.18 1.16 133 131 127 125 124 1.20
2ph fault Sngr  Trip Sngr-Edvn 10 50% 50% 50% NH-LI 4.0CY 1.23 PLUM345 1.28 NRWK345  1.28 NRWK345 123 128 128 118 123 123 122 128 128 112 112 111 121 127 128 113 113 114 106 1.05 1.04 110 111 111 119 127 127 113 121 1.20
2ph fault Sngr  Trip Sngr-Edvn 1 70% 70% 70% ALLIN 4.0CY 1.43 ROCKY115 1.45 ROCKY115 1.44 ROCKY115 129 129 1256 131 129 126 126 125 122 118 117 115 125 124 122 121 120 119 114 113 111 127 127 125 132 131 129 143 145 144
2ph fault Sngr  Trip Sngr-Edvn 12 70% 70% 70% ED-BS 4.0CY 1.38 ROCKY115 1.37 ROCKY115 1.35 ROCKY115 126 122 119 127 122 118 124 120 118 115 112 111 123 120 1.18 1.18 1.17 116 112 111 1.09 125 123 121 127 124 122 138 137 135
2ph fault Sngr  Trip Sngr-Edvn 13 70% 70% 70% PL-LM 4.0CY 1.40 ROCKY115 1.35 ROCKY115 1.32 ROCKY115 132 126 120 132 125 120 126 121 118 117 113 110 126 121 118 119 117 115 111 110 1.08 122 120 1.18 131 126 122 140 135 1.32
2ph fault Sngr  Trip Sngr-Edvn 14 70% 70% 70% LM-PV 4.0CY 1.38 ROCKY115 1.31 ROCKY115 1.29 ROCKY115 127 121 117 127 121 116 122 118 115 115 111 1.09 1.21 117 115 117 115 113 111 108 1.06 125 121 118 128 122 119 138 131 129
2ph fault Sngr  Trip Sngr-Edvn 15 70% 70% 70% NH-LI 4.0CY 1.37 ROCKY115 1.34 ROCKY115 1.32 ROCKY115 122 119 115 124 118 115 119 116 113 1.16 1.08 1.06 119 1.16 114 116 115 113 1.09 1.08 1.06 126 121 118 126 121 118 137 134 1.32
2ph fault Sngr  Trip Sngr-Edvn 16 40% 40%  40% ALLIN 3.5CY 1.21 NRWK345 1.31 NRWK345  1.34 NRWK345 117 127 131 115 120 124 121 131 134 111 116 118 120 130 133 1.11 1.14 115 1.06 1.06 1.05 1.09 1.09 1.10 1.14 115 118 111 112 1.14
2ph fault Sngr  Trip Sngr-Edvn 17 40% 40% 40% ED-BS 3.5CY 1.38 EDVN345 1.39 EDVN345 1.36 EDVN345 134 134 132 129 129 127 138 139 136 121 122 121 138 139 136 1.09 109 1.09 106 106 1.05 111 111 110 123 123 121 117 117 1.16
2ph fault Sngr  Trip Sngr-Edvn 18 40% 40%  40% PL-LM 3.5CY 1.48 PLUM345 1.47 PLUM345 1.43 PLUM345 148 147 143 139 138 135 145 144 140 127 126 123 142 142 138 1.18 1.18 117 110 1.09 1.08 1.13 112 111 132 131 128 123 123 1.21
2ph fault Sngr  Trip Sngr-Edvn 19 40% 40% 40% LM-PV 3.5CY 1.39 NRWK345 1.39 NRWK345  1.38 NRWK345 138 138 137 131 130 130 139 139 138 122 121 120 137 137 136 117 116 115 1.08 1.07 1.06 1.15 114 113 125 124 123 120 119 1.18
2ph fault Sngr  Trip Sngr-Edvn 20 40% 40%  40% NH-LI 3.5CY 1.24 NRWK345 1.30 NRWK345  1.31 NRWK345 120 127 129 113 119 121 124 130 131 1.09 112 112 123 129 130 1.10 1.12 113 1.03 1.02 1.03 1.05 1.07 1.07 110 1.14 116 1.07 110 1.12
2ph fault Sngr  Trip Sngr-Edvn 21 50% 50% 50% ALLIN 3.5CY 1.25 PLUM345 1.33 NRWK345  1.35 NRWK345 125 132 134 121 128 130 123 133 135 111 117 119 123 131 134 111 115 117 1.06 1.06 1.07 110 113 114 121 131 132 114 123 1.25
2ph fault Sngr  Trip Sngr-Edvn 22 50% 50% 50% ED-BS 3.5CY 1.39 NRWK345 1.38 NRWK345  1.34 NRWK345 136 136 132 130 129 126 139 138 134 123 122 119 138 138 133 1.13 1.13 112 1.09 1.08 1.07 115 114 113 129 128 124 122 121 118
2ph fault Sngr  Trip Sngr-Edvn 23 50% 50% 50% PL-LM 3.5CY 1.44 PLUM345 1.41 PLUM345 1.36 PLUM345 144 141 136 136 134 128 140 138 133 125 123 119 138 136 131 120 119 117 111 110 1.09 115 113 111 133 129 124 124 121 117
2ph fault Sngr  Trip Sngr-Edvn 24 50% 50% 50% LM-PV 3.5CY 1.39 PLUM345 1.39 PLUM345 1.36 PLUM345 139 139 136 131 131 128 137 136 134 121 120 118 135 134 132 120 119 117 110 1.09 1.07 119 117 115 134 130 126 126 123 1.20
2ph fault Sngr  Trip Sngr-Edvn 25 50% 50% 50% NH-LI 3.5CY 1.27 STONY115 1.29 NRWK345  1.29 NRWK345 127 128 128 122 123 123 126 129 129 112 111 110 125 128 128 113 113 114 1.06 1.05 1.04 110 110 110 127 128 126 1.19 121 1.20
2ph fault Sngr  Trip Sngr-Edvn 26 70% 70% 70% ALLIN 3.5CY 1.47 ROCKY115 1.46 ROCKY115 1.45 ROCKY115 132 128 125 133 129 125 127 124 122 119 116 114 126 123 121 122 119 118 114 112 110 130 127 125 134 131 129 147 146 145
2ph fault Sngr  Trip Sngr-Edvn 27 70% 70% 70% ED-BS 3.5CY 1.38 ROCKY115 1.37 ROCKY115 1.35 ROCKY115 124 122 119 125 122 118 122 120 117 114 112 110 122 120 117 118 117 115 112 111 1.09 125 123 121 126 124 121 138 137 135
2ph fault Sngr  Trip Sngr-Edvn 28 70% 70% 70% PL-LM 3.5CY 1.37 ROCKY115 1.34 ROCKY115 1.32 ROCKY115 129 124 119 128 123 118 123 120 117 117 112 110 122 119 117 1.18 1.16 1.14 111 1.09 1.07 121 119 117 128 124 121 137 134 132
2ph fault Sngr  Trip Sngr-Edvn 29 70% 70% 70% LM-PV 3.5CY 1.34 ROCKY115 1.32 ROCKY115 1.30 ROCKY115 126 120 116 125 119 115 122 117 114 115 110 1.08 120 1.17 114 116 114 113 110 1.07 1.05 125 121 118 125 121 118 134 132 1.30
2ph fault Sngr  Trip Sngr-Edvn 30 70% 70% 70% NH-LI 3.5CY 1.37 ROCKY115 1.34 ROCKY115 1.32 ROCKY115 123 118 114 123 117 114 119 116 113 111 1.08 1.06 1.18 1.15 1.13 1.16 1.15 1.13 1.09 1.07 1.05 124 120 118 124 120 118 1.37 1.34 132
1ph fault Sngr  Trip Sngr-Edvn 1 40% 40%  40% ALLIN 4.0CY 1.17 NRWK345 1.24 NRWK345  1.25 NRWK345 114 121 123 111 116 119 117 124 125 111 116 118 116 122 125 111 114 114 1.06 108 1.08 1.08 111 111 110 1.14 116 1.08 1.12 1.13
1ph fault Sngr  Trip Sngr-Edvn 2 40% 40% 40% ED-BS 4.0CY 1.30 EDVN345 1.38 EDVN345 1.38 EDVN345 124 131 131 121 126 126 129 137 137 119 124 124 130 138 138 1.09 1.10 1.10 1.07 1.09 1.09 110 113 112 119 122 122 115 118 117
1ph fault Sngr  Trip Sngr-Edvn 3 40% 40%  40% PL-LM 4.0CY 1.33 PLUM345 1.36 PLUM345 1.33 PLUM345 133 136 133 125 129 127 131 135 133 120 122 120 128 133 131 114 115 114 1.07 1.08 1.07 1.09 110 1.09 122 125 123 1.16 1.18 1.16
1ph fault Sngr  Trip Sngr-Edvn 4 40% 40% 40% LM-PV 4.0CY 1.25 NRWK345 1.27 NRWK345  1.27 NRWK345 123 125 125 119 119 119 125 127 127 115 116 1.16 124 125 125 1.12 113 112 106 1.06 1.05 111 111 110 1.16 1.16 1.16 1.13 1.13 1.13
1ph fault Sngr  Trip Sngr-Edvn 5 40% 40%  40% NH-LI 4.0CY 1.14 NRWK345 1.19 NRWK345  1.20 NRWK345 112 117 119 1.08 112 114 114 119 120 1.09 112 112 114 118 119 109 111 111 1.04 105 1.05 1.06 1.07 1.07 1.08 110 1.10 1.06 1.08 1.08
1ph fault Sngr  Trip Sngr-Edvn 6 50% 50% 50% ALLIN 4.0CY 1.20 PLUM345 1.24 NRWK345  1.26 NRWK345 120 124 125 115 120 121 119 124 126 112 1417 117 118 123 125 1.13 1.15 116 1.07 1.09 1.09 111 113 114 112 119 121 110 115 1.16
1ph fault Sngr  Trip Sngr-Edvn 7 50% 50% 50% ED-BS 4.0CY 1.29 EDVN345 1.32 NRWK345  1.29 NRWK345 126 130 127 123 125 123 129 132 129 119 121 120 129 131 129 111 112 111 1.08 1.09 1.08 113 114 113 119 121 120 1.15 117 1.16
1ph fault Sngr  Trip Sngr-Edvn 8 50% 50% 50% PL-LM 4.0CY 1.27 PLUM345 1.29 PLUM345 1.24 PLUM345 127 129 124 121 122 119 126 127 122 116 117 114 123 124 120 112 113 111 1.07 1.07 1.05 1.09 1.09 1.07 118 1.18 115 113 113 1.11
1ph fault Sngr  Trip Sngr-Edvn 9 50% 50% 50% LM-PV 4.0CY 1.24 PLUM345 1.23 PLUM345 1.20 PLUM345 124 123 120 119 118 116 123 122 120 114 113 111 122 121 120 112 112 112 1.05 1.04 1.03 110 109 1.08 1.16 117 115 111 112 1.1
1ph fault Sngr  Trip Sngr-Edvn 10 50% 50% 50% NH-LI 4.0CY 1.17 PLUM345 1.18 NRWK345  1.18 NRWK345 117 118 118 112 113 113 1.16 1.18 1.18 1.08 1.08 1.08 1.15 1.17 1.18 1.10 1.11 111 1.04 1.04 1.04 1.07 1.07 1.07 111 113 113 1.07 1.10 1.10
1ph fault Sngr  Trip Sngr-Edvn 1 70% 70% 70% ALLIN 4.0CY 1.36 ROCKY115 1.32 ROCKY115 1.31 ROCKY115 120 117 116 119 116 115 1.16 115 114 111 1.09 1.09 116 1.14 113 114 113 113 1.07 1.06 1.06 1.18 1.16 1.16 121 118 1.16 136 1.32 1.31
1ph fault Sngr  Trip Sngr-Edvn 12 70% 70% 70% ED-BS 4.0CY 1.30 ROCKY115 1.26 ROCKY115 1.24 ROCKY115 120 115 112 120 114 112 147 143 111 110 1.07 1.06 117 112 110 1.14 114 113 1.07 1.07 1.07 118 1.16 1.14 120 115 1.14 130 1.26 1.24
1ph fault Sngr  Trip Sngr-Edvn 13 70% 70% 70% PL-LM 4.0CY 1.31 ROCKY115 1.26 ROCKY115 1.23 ROCKY115 120 114 111 119 113 111 116 112 110 110 1.08 1.06 1.16 112 111 114 113 112 1.06 1.06 1.05 1.15 113 112 119 114 113 131 126 1.23
1ph fault Sngr  Trip Sngr-Edvn 14 70% 70% 70% LM-PV 4.0CY 1.35 ROCKY115 1.26 ROCKY115 1.22 ROCKY115 117 112 110 116 111 109 114 111 109 1.09 107 105 114 111 1.09 112 111 110 1.05 1.04 1.04 118 113 112 118 113 111 135 126 1.22
1ph fault Sngr  Trip Sngr-Edvn 15 70% 70% 70% NH-LI 4.0CY 1.28 ROCKY115 1.24 ROCKY115 1.22 ROCKY115 116 111 110 1.14 1.09 1.08 112 1.09 1.08 1.04 1.02 1.02 112 1.09 108 112 111 110 1.04 1.04 1.03 115 112 112 115 111 111 128 1.24 1.22
1ph fault Sngr  Trip Sngr-Edvn 16 40% 40% 40% ALLIN 3.5CY 1.23 NRWK345 1.26 NRWK345  1.27 NRWK345 120 124 125 116 120 121 123 126 127 116 118 118 122 126 126 1.14 1.15 115 1.08 1.08 1.08 111 112 112 114 117 117 112 114 114
1ph fault Sngr  Trip Sngr-Edvn 17 40% 40%  40% ED-BS 3.5CY 1.37 EDVN345 1.38 EDVN345 1.35 NRWK345 130 131 129 125 126 124 136 138 135 123 125 123 137 138 135 110 110 110 1.09 1.09 1.08 112 113 112 122 123 121 117 118 1.16
1ph fault Sngr  Trip Sngr-Edvn 18 40% 40%  40% PL-LM 3.5CY 1.35 PLUM345 1.35 PLUM345 1.29 NRWK345 135 135 129 128 128 123 135 134 129 122 121 117 132 132 126 1.15 1.14 112 1.08 1.08 1.05 110 1.10 1.07 124 124 119 118 117 1.13
1ph fault Sngr  Trip Sngr-Edvn 19 40% 40% 40% LM-PV 3.5CY 1.28 NRWK345 1.28 NRWK345  1.25 NRWK345 126 126 125 120 120 118 128 128 125 117 1.16 115 127 126 124 113 113 111 106 1.06 1.04 111 111 1.09 117 116 114 114 114 1.1
1ph fault Sngr  Trip Sngr-Edvn 20 40% 40%  40% NH-LI 3.5CY 1.19 NRWK345 1.20 NRWK345  1.20 NRWK345 118 120 120 112 114 114 119 120 120 112 112 112 119 120 119 1.11 111 111 105 1.05 1.04 1.07 1.07 1.07 110 111 111 1.08 1.08 1.08
1ph fault Sngr  Trip Sngr-Edvn 21 50% 50% 50% ALLIN 3.5CY 1.24 NRWK345 1.26 NRWK345  1.27 NRWK345 124 125 125 120 122 122 124 126 127 117 118 118 123 125 126 115 116 1.16 1.09 110 1.10 1.13 114 114 119 122 122 115 117 117




CASE #:

GE - B-N 1 HPFF, M-N 2 XLPE (OLD CASE 5)

Rev. 1 (added Sngr-Nrwk)

DATE:

12/15/2004

DONE BY: E. R. PRATICO, GE ENERGY NOTE: 2Cis 0.13-0.175,4Cis 0.17 - 0.21 s, 6C is 0.21 - 0.25 s (max. voltage - pu)
SWITCHING EVENT SYSTEM CONDITIONS MAXIMUM TOV TOV
SIM. | LOAD SHUNT| LINE |FAULT, PLUM345 PLUM115 NRWK345 NRWK115 EDVN345 BSCK345 ESHR115 FRBG115 STONY115 ROCKY115
TYPE LOCATION CASE | LEVEL | CAPS| REACS| OUT |CLEAR| 2C | LOCATION | 4C | LOCATION | 6C | LOCATION | 2c [ 4Cc [6c | 2c J4c[e6c | 2c | 4c[e6c | 2c | 4c[e6c[2c|4c|e6c[2c|4c|e6c[2c|4ac]|e6Cc[2c]4ac]|6C | 2c[4Cc | 6C | 2C [ 4C | 6C

1ph fault Sngr  Trip Sngr-Edvn 22 50% 50% 50% ED-BS 3.5CY 1.31 NRWK345 1.31 NRWK345  1.25 NRWK345 129 129 123 125 125 120 131 131 1256 121 121 117 131 131 125 112 111 110 1.09 1.09 1.07 114 113 111 121 121 117 117 117 1.14
1ph fault Sngr  Trip Sngr-Edvn 23 50% 50% 50% PL-LM 3.5CY 1.28 PLUM345 1.26 PLUM345 1.19 PLUM345 128 126 119 121 120 115 126 124 118 116 115 111 123 122 116 1.12 112 111 1.06 1.05 1.03 1.09 1.08 1.07 1.18 1.17 111 113 112 1.08
1ph fault Sngr  Trip Sngr-Edvn 24 50% 50% 50% LM-PV 3.5CY 1.23 PLUM345 1.21 PLUM345 1.18 NRWK345 123 121 1147 118 116 113 122 121 118 113 111 1.09 121 120 117 112 112 111 1.04 103 1.03 1.09 108 1.07 118 116 112 1.13 1.11 1.09
1ph fault Sngr  Trip Sngr-Edvn 25 50% 50% 50% NH-LI 3.5CY 1.19 NRWK345 1.18 NRWK345  1.18 NRWK345 119 118 1.18 1.14 114 113 119 118 1.18 1.09 1.08 1.07 118 1.18 1.17 1.11 1.11 110 1.04 1.04 1.03 1.08 1.08 1.07 1.14 114 113 1.10 1.10 1.09
1ph fault Sngr  Trip Sngr-Edvn 26 70% 70% 70% ALLIN 3.5CY 1.36 ROCKY115 1.31 ROCKY115 1.28 ROCKY115 1.18 115 114 117 115 143 115 114 112 110 1.09 1.08 115 1.14 112 114 113 112 1.06 1.06 1.06 1.18 1.16 1.15 120 1.17 116 136 1.31 1.28
1ph fault Sngr  Trip Sngr-Edvn 27 70% 70% 70% ED-BS 3.5CY 1.27 ROCKY115 1.23 ROCKY115 1.21 ROCKY115 114 111 110 113 111 110 112 110 1.09 1.07 106 105 112 1.10 1.09 1.14 113 113 1.07 1.07 106 1.15 114 113 115 113 113 127 1.23 1.21
1ph fault Sngr  Trip Sngr-Edvn 28 70% 70% 70% PL-LM 3.5CY 1.25 ROCKY115 1.23 ROCKY115 1.20 ROCKY115 113 110 108 112 110 109 111 110 1.08 1.07 1.06 1.05 112 111 109 112 112 111 1.06 1.05 1.04 113 112 111 113 112 111 125 123 1.20
1ph fault Sngr  Trip Sngr-Edvn 29 70% 70% 70% LM-PV 3.5CY 1.24 ROCKY115 1.21 ROCKY115 1.18 ROCKY115 111 1.09 1.07 110 1.09 107 110 1.08 107 106 105 104 110 1.09 1.08 1.10 1.10 1.09 1.04 1.03 1.03 113 111 110 113 111 110 124 121 1.18
1ph fault Sngr  Trip Sngr-Edvn 30 70% 70% 70% NH-LI 3.5CY 1.26 ROCKY115 1.23 ROCKY115 1.19 ROCKY115 111 1.09 107 110 1.08 1.07 1.09 1.08 1.06 103 1.01 1.01 110 1.08 1.07 111 110 1.09 1.04 103 1.03 113 112 111 112 111 110 126 1.23 1.19
3ph fault Nrwk Trip Nrwk Fault 1 40% 40% 40% ALLIN 4.0CY 1.26 NRWK345 1.34 EDVN345 1.39 NRWK345 122 131 135 117 125 129 126 134 139 111 116 121 125 134 138 1.12 1.16 1.18 1.04 1.06 1.08 1.07 111 113 113 120 124 111 115 1.19
3ph fault Nrwk Trip Nrwk Fault 2 40% 40% 40% ED-BS 4.0CY 1.29 NRWK345 1.35 EDVN345 1.33 EDVN345 127 125 1256 122 122 121 129 133 132 115 118 118 129 135 133 1.08 1.08 1.07 1.04 104 1.04 1.08 108 1.08 1.17 118 117 113 113 1.12
3ph fault Nrwk Trip Nrwk Fault 3 40% 40%  40% PL-LM 4.0CY 1.25 PLUM345 1.30 PLUM345 1.27 PLUM345 125 130 127 118 122 121 123 128 126 113 115 113 123 127 126 1.11 111 110 1.04 1.03 1.03 1.05 1.05 1.05 1.14 117 116 1.09 112 1.11
3ph fault Nrwk Trip Nrwk Fault 4 40% 40% 40% LM-PV 4.0CY 1.27 NRWK345 1.27 NRWK345  1.27 NRWK345 124 126 125 118 120 120 127 127 127 114 114 114 126 127 127 111 111 111 1.04 104 1.03 1.09 108 1.08 1.15 116 115 112 112 1.1
3ph fault Nrwk Trip Nrwk Fault 5 40% 40%  40% NH-LI 4.0CY 1.23 EDVN345 1.27 NRWK345  1.29 NRWK345 118 124 125 113 120 121 122 127 129 111 114 116 123 127 128 1.10 1.12 113 1.03 1.04 1.04 1.05 1.08 1.09 110 1.16 1.16 1.08 1.12 1.12
3ph fault Nrwk Trip Nrwk Fault 6 50% 50% 50% ALLIN 4.0CY 1.28 NRWK345 1.34 NRWK345  1.35 NRWK345 127 132 135 121 128 132 128 134 135 112 118 121 128 133 135 114 117 118 1.06 1.08 1.09 110 114 116 123 129 131 116 123 1.25
3ph fault Nrwk Trip Nrwk Fault 7 50% 50% 50% ED-BS 4.0CY 1.25 NRWK345 1.28 EDVN345 1.24 NRWK345 123 125 122 117 121 120 125 128 124 112 115 114 125 128 124 1.10 1.10 1.10 1.04 1.04 1.04 1.09 111 110 116 121 119 112 116 1.14
3ph fault Nrwk Trip Nrwk Fault 8 50% 50% 50% PL-LM 4.0CY 1.22 PLUM345 1.23 PLUM345 1.21 PLUM345 122 123 121 117 119 116 121 122 119 112 113 111 121 122 119 112 112 112 1.03 1.04 1.04 1.07 108 1.07 116 119 118 111 112 1.12
3ph fault Nrwk Trip Nrwk Fault 9 50% 50% 50% LM-PV 4.0CY 1.25 NRWK345 1.21 NRWK345  1.21 NRWK345 124 120 119 120 117 117 125 121 121 114 1413 111 125 121 120 1.13 112 112 1.04 1.03 1.03 110 1.09 1.08 122 121 119 115 114 1.13
3ph fault Nrwk Trip Nrwk Fault 10 50% 50% 50% NH-LI 4.0CY 1.21 NRWK345 1.23 NRWK345  1.22 NRWK345 121 123 122 118 120 119 121 123 122 110 111 110 121 123 122 110 111 111 1.02 1.03 1.02 1.07 1.09 1.09 117 120 1.20 1.12 1.14 1.14
3ph fault Nrwk Trip Nrwk Fault 11 70% 70% 70% ALLIN 4.0CY 1.38 ROCKY115 1.39 ROCKY115 1.38 ROCKY115 124 123 122 124 122 121 122 121 120 115 114 113 122 120 120 1.17 115 115 1.08 1.07 1.06 124 118 118 125 124 124 138 139 1.38
3ph fault Nrwk Trip Nrwk Fault 12 70% 70% 70% ED-BS 4.0CY 1.32 ROCKY115 1.27 ROCKY115 1.25 ROCKY115 126 122 119 124 119 117 126 121 118 116 112 110 125 121 118 1.14 114 114 1.08 1.07 1.07 119 117 117 124 119 118 132 127 1.25
3ph fault Nrwk Trip Nrwk Fault 13 70% 70% 70% PL-LM 4.0CY 1.35ROCKY115 1.27 ROCKY115 1.22 ROCKY115 129 123 120 127 123 119 124 119 116 115 112 1.09 124 119 116 1.14 114 113 1.07 1.06 1.05 1.15 115 114 124 123 120 135 127 122
3ph fault Nrwk Trip Nrwk Fault 14 70% 70% 70% LM-PV 4.0CY 1.42 ROCKY115 1.29 ROCKY115 1.25 ROCKY115 124 119 116 123 118 115 121 117 114 112 110 1.08 120 1.16 114 115 113 112 1.07 1.05 1.04 120 116 1.14 123 121 118 142 129 1.25
3ph fault Nrwk Trip Nrwk Fault 15 70% 70% 70% NH-LI 4.0CY 1.28 ROCKY115 1.25 ROCKY115 1.23 ROCKY115 119 115 114 117 113 112 118 113 112 110 1.07 1.05 1.18 1.13 1.12 1.14 112 112 1.05 1.04 1.04 119 114 114 118 116 115 128 125 1.23
3ph fault Nrwk Trip Nrwk Fault 16 40% 40%  40% ALLIN 3.5CY 1.23 EDVN345 1.34 NRWK345  1.40 NRWK345 120 133 137 116 125 130 123 134 140 111 115 121 123 134 140 111 116 1.18 1.03 1.05 1.08 1.07 111 113 112 120 1.25 1.09 1.15 1.19
3ph fault Nrwk Trip Nrwk Fault 17 40% 40% 40% ED-BS 3.5CY 1.30 EDVN345 1.35 EDVN345 1.34 EDVN345 125 127 126 120 123 122 130 134 133 116 118 1.18 130 135 134 1.10 1.08 1.08 1.06 1.05 1.05 1.09 1.09 1.09 1.16 1.19 118 112 114 1.14
3ph fault Nrwk Trip Nrwk Fault 18 40% 40%  40% PL-LM 3.5CY 1.29 PLUM345 1.32 PLUM345 1.30 PLUM345 129 132 130 122 124 123 128 130 129 115 1.16 115 127 129 128 113 112 111 1.06 1.04 1.04 1.08 106 1.06 1.16 1.19 119 111 113 1.13
3ph fault Nrwk Trip Nrwk Fault 19 40% 40% 40% LM-PV 3.5CY 1.28 NRWK345 1.30 NRWK345  1.30 NRWK345 126 129 127 121 123 122 128 130 130 113 115 115 127 129 129 1.12 113 112 1.05 1.04 1.04 1.09 110 1.09 1.16 1.18 1.18 112 115 1.14
3ph fault Nrwk Trip Nrwk Fault 20 40% 40%  40% NH-LI 3.5CY 1.20 EDVN345 1.29 NRWK345  1.31 NRWK345 116 126 128 112 121 123 119 129 131 108 1.15 117 120 129 131 110 113 114 1.03 1.04 1.05 1.06 1.09 1.09 1.09 117 118 1.07 112 1.13
3ph fault Nrwk Trip Nrwk Fault 21 50% 50% 50% ALLIN 3.5CY 1.25 NRWK345 1.34 NRWK345  1.37 NRWK345 125 133 136 119 129 134 125 134 137 111 117 121 125 134 137 113 117 118 1.04 1.07 110 110 1.14 117 119 130 133 1.14 123 1.26
3ph fault Nrwk Trip Nrwk Fault 22 50% 50% 50% ED-BS 3.5CY 1.30 EDVN345 1.28 EDVN345 1.26 EDVN345 127 125 123 122 122 120 130 128 125 114 115 114 130 128 126 111 111 110 1.06 105 1.05 110 111 110 120 121 120 1.15 116 1.15
3ph fault Nrwk Trip Nrwk Fault 23 50% 50% 50% PL-LM 3.5CY 1.29 PLUM345 1.24 PLUM345 1.21 PLUM345 129 124 121 123 120 117 126 122 120 112 111 110 125 122 120 1.13 1.12 112 1.05 1.04 1.04 1.08 1.08 1.07 120 120 117 113 114 112
3ph fault Nrwk Trip Nrwk Fault 24 50% 50% 50% LM-PV 3.5CY 1.24 PLUM345 1.24 PLUM345 1.20 PLUM345 124 124 120 119 120 117 124 123 120 111 112 110 123 123 119 112 112 112 1.05 1.04 1.03 110 1.09 1.09 122 122 118 1.16 1.16 1.13
3ph fault Nrwk Trip Nrwk Fault 25 50% 50% 50% NH-LI 3.5CY 1.20 NRWK345 1.25 NRWK345  1.25 NRWK345 119 125 124 116 122 121 120 125 125 1.07 112 112 120 125 125 1.11 112 112 1.03 1.03 1.03 1.07 1.09 1.09 114 121 121 110 115 1.16
3ph fault Nrwk Trip Nrwk Fault 26 70% 70% 70% ALLIN 3.5CY 1.34 ROCKY115 1.39 ROCKY115 1.38 ROCKY115 123 122 121 122 121 120 122 120 119 114 114 113 122 120 119 117 117 116 110 1.08 1.08 119 120 119 121 123 123 134 139 1.38
3ph fault Nrwk Trip Nrwk Fault 27 70% 70% 70% ED-BS 3.5CY 1.31 ROCKY115 1.26 ROCKY115 1.25 ROCKY115 125 120 118 124 119 116 127 119 118 1.16 111 110 1.26 1.19 117 1.16 1.15 115 110 1.08 1.07 119 119 118 121 119 118 131 126 125
3ph fault Nrwk Trip Nrwk Fault 28 70% 70% 70% PL-LM 3.5CY 1.28 ROCKY115 1.29 ROCKY115 1.23 ROCKY115 127 121 119 125 121 117 123 118 116 113 111 1.09 121 118 115 115 114 113 1.08 1.07 1.06 1.16 1.16 1.15 124 121 119 128 129 1.23
3ph fault Nrwk Trip Nrwk Fault 29 70% 70% 70% LM-PV 3.5CY 1.32 ROCKY115 1.28 ROCKY115 1.26 ROCKY115 123 118 116 123 117 114 120 116 113 1.14 110 1.09 120 1.16 1.14 1.16 1.14 112 1.08 1.06 1.05 122 117 115 121 118 117 132 128 1.26
3ph fault Nrwk Trip Nrwk Fault 30 70% 70% 70% NH-LI 3.5CY 1.26 ROCKY115 1.26 ROCKY115 1.25 ROCKY115 121 116 115 118 115 143 117 113 112 1.07 1.06 1.05 117 114 112 115 113 112 1.06 1.05 1.04 118 116 1.15 119 116 114 126 126 1.25
2ph fault Nrwk  Trip Nrwk Fault 1 40% 40%  40% ALLIN 4.0CY 1.34 NRWK345 1.37 NRWK345  1.37 NRWK345 130 133 134 125 126 127 134 137 137 121 122 122 134 136 136 1.17 117 117 1.09 1.09 1.09 114 114 114 121 122 122 117 118 1.18
2ph fault Nrwk  Trip Nrwk Fault 2 40% 40%  40% ED-BS 4.0CY 1.48 EDVN345 1.44 EDVN345 1.41 EDVN345 141 137 135 134 132 130 147 143 141 130 128 126 148 144 141 113 113 112 112 111 110 116 1.16 1.14 129 127 1.26 123 122 1.21
2ph fault Nrwk  Trip Nrwk Fault 3 40% 40%  40% PL-LM 4.0CY 1.46 PLUM345 1.43 PLUM345 1.38 PLUM345 146 143 138 138 134 130 143 141 137 128 126 123 142 139 136 120 119 118 113 112 110 115 114 112 132 129 125 124 122 119
2ph fault Nrwk  Trip Nrwk Fault 4 40% 40% 40% LM-PV 4.0CY 1.43 NRWK345 1.39 NRWK345  1.36 NRWK345 142 138 135 135 130 128 143 139 136 127 124 122 142 138 135 122 120 118 113 111 1.09 120 117 115 130 126 123 126 121 1.19
2ph fault Nrwk  Trip Nrwk Fault 5 40% 40%  40% NH-LI 4.0CY 1.34 NRWK345 1.33 NRWK345  1.31 NRWK345 131 130 129 125 124 123 134 133 131 120 118 117 134 132 131 1.16 1.15 115 1.07 106 1.05 112 111 110 120 120 119 1.16 115 1.14
2ph fault Nrwk  Trip Nrwk Fault 6 50% 50% 50% ALLIN 4.0CY 1.33 PLUM345 1.34 STONY115 1.33 STONY115 133 133 133 130 131 130 133 133 133 120 120 120 132 132 132 117 116 117 110 1.09 1.09 115 116 1.15 131 134 133 124 126 1.25
2ph fault Nrwk  Trip Nrwk Fault 7 50% 50% 50% ED-BS 4.0CY 1.42 EDVN345 1.37 EDVN345 1.33 EDVN345 136 132 129 130 127 124 141 136 133 126 123 120 142 137 133 1.15 114 113 112 111 109 117 116 114 129 125 122 122 120 117
2ph fault Nrwk  Trip Nrwk Fault 8 50% 50% 50% PL-LM 4.0CY 1.39 PLUM345 1.35 PLUM345 1.30 PLUM345 139 135 130 132 129 125 137 134 129 123 121 118 135 132 129 120 119 117 112 110 1.08 1.15 114 112 129 126 122 122 120 117
2ph fault Nrwk  Trip Nrwk Fault 9 50% 50% 50% LM-PV 4.0CY 1.37 NRWK345 1.32 NRWK345  1.28 NRWK345 136 131 128 129 125 122 137 132 128 124 119 117 136 131 128 122 119 117 112 110 1.08 121 118 115 124 124 120 121 119 1.16
2ph fault Nrwk  Trip Nrwk Fault 10 50% 50% 50% NH-LI 4.0CY 1.35 NRWK345 1.31 NRWK345  1.28 NRWK345 132 129 126 126 122 121 135 131 128 120 117 114 135 130 127 119 117 116 1.09 1.08 1.06 1.16 114 112 124 121 119 119 116 1.14
2ph fault Nrwk  Trip Nrwk Fault 11 70% 70% 70% ALLIN 4.0CY 1.42 ROCKY115 1.41 ROCKY115 1.39 ROCKY115 131 128 126 132 129 126 128 126 124 120 118 116 128 125 123 122 120 118 114 113 111 127 126 124 133 130 129 142 141 139
2ph fault Nrwk  Trip Nrwk Fault 12 70% 70% 70% ED-BS 4.0CY 1.43 ROCKY115 1.35 ROCKY115 1.32 ROCKY115 133 125 121 133 125 120 131 123 119 120 1.14 112 130 123 119 119 117 116 113 111 110 127 123 121 133 126 122 143 135 1.32
2ph fault Nrwk  Trip Nrwk Fault 13 70% 70% 70% PL-LM 4.0CY 1.42 ROCKY115 1.33 ROCKY115 1.28 ROCKY115 133 125 121 132 125 120 129 122 118 119 114 111 128 122 118 120 1.16 1.14 112 1.09 1.07 121 119 117 133 126 121 142 133 1.28
2ph fault Nrwk  Trip Nrwk Fault 14 70% 70% 70% LM-PV 4.0CY 1.45 ROCKY115 1.31 ROCKY115 1.26 ROCKY115 130 122 117 130 122 117 125 119 115 116 112 1.09 124 119 115 118 115 113 110 1.07 1.05 128 121 117 131 123 118 145 131 1.26
2ph fault Nrwk  Trip Nrwk Fault 15 70% 70% 70% NH-LI 4.0CY 1.32 ROCKY115 1.29 ROCKY115 1.27 ROCKY115 123 118 116 123 118 115 119 116 1.14 116 1.09 1.06 1.19 1.16 1.14 1.17 115 113 1.09 1.07 1.05 122 119 117 123 120 117 132 129 127
2ph fault Nrwk  Trip Nrwk Fault 16 40% 40% 40% ALLIN 3.5CY 1.21 NRWK345 1.24 NRWK345  1.24 NRWK345 118 121 121 114 117 1147 121 124 124 116 117 115 120 123 124 112 113 113 1.06 1.07 1.06 1.09 110 110 112 114 114 110 111 1.1
2ph fault Nrwk  Trip Nrwk Fault 17 40% 40% 40% ED-BS 3.5CY 1.31 EDVN345 1.27 EDVN345 1.23 EDVN345 125 123 119 122 119 115 130 127 123 118 1.16 113 131 127 123 1.08 1.08 1.08 1.05 1.03 1.03 1.08 1.07 1.06 1.19 1.16 1.12 1.14 112 1.08
2ph fault Nrwk  Trip Nrwk Fault 18 40% 40%  40% PL-LM 3.5CY 1.25 PLUM345 1.20 NRWK345  1.16 NRWK345 125 120 116 119 115 112 124 120 116 113 111 1.09 123 119 115 110 110 1.10 1.04 1.04 1.04 1.06 106 1.05 1.15 112 1.09 1.10 1.08 1.07
2ph fault Nrwk  Trip Nrwk Fault 19 40% 40% 40% LM-PV 3.5CY 1.18 NRWK345 1.17 NRWK345  1.14 EDVN345 117 116 114 113 112 110 118 117 114 1.09 1.09 108 1.17 1.16 1.14 1.10 1.10 1.09 1.03 1.03 1.03 1.06 1.06 1.05 1.10 1.09 1.07 1.07 1.07 1.06
2ph fault Nrwk  Trip Nrwk Fault 20 40% 40%  40% NH-LI 3.5CY 1.16 NRWK345 1.17 NRWK345  1.16 NRWK345 114 115 114 111 112 110 116 117 116 1.09 1.09 1.08 115 1.16 1.16 1.08 1.08 1.08 1.02 1.02 1.01 1.05 1.05 1.04 1.09 1.09 1.08 1.06 1.07 1.05
2ph fault Nrwk  Trip Nrwk Fault 21 50% 50% 50% ALLIN 3.5CY 1.19 NRWK345 1.20 NRWK345  1.20 NRWK345 118 120 119 114 116 1.16 119 120 120 115 1.14 113 118 120 120 1.12 112 112 1.06 1.06 1.06 1.09 1.10 1.10 1.10 1.13 1.14 1.08 1.10 1.11
2ph fault Nrwk  Trip Nrwk Fault 22 50% 50% 50% ED-BS 3.5CY 1.23 EDVN345 1.18 EDVN345 1.14 NRWK345 119 115 143 115 112 109 123 118 114 113 110 1.08 123 1.18 114 110 110 1.10 1.05 1.04 1.04 1.08 1.07 1.07 112 110 1.08 1.08 1.07 1.06
2ph fault Nrwk  Trip Nrwk Fault 23 50% 50% 50% PL-LM 3.5CY 1.16 NRWK345 1.15 EDVN345 1.13 EDVN345 116 113 111 111 109 108 116 115 113 1.09 1.08 1.07 116 1.15 113 1.12 1.11 110 1.05 1.04 1.04 1.08 1.07 1.06 1.11 1.09 1.07 1.08 1.07 1.05
2ph fault Nrwk  Trip Nrwk Fault 24 50% 50% 50% LM-PV 3.5CY 1.15 EDVN345 1.13 EDVN345 1.12 EDVN345 113 111 110 1.09 1.08 107 114 113 112 1.08 1.07 1.06 115 113 112 111 110 1.09 1.04 103 1.03 1.06 1.05 1.05 1.07 1.06 1.05 1.05 1.04 1.03




CASE #:

GE - B-N 1 HPFF, M-N 2 XLPE (OLD CASE 5)

Rev. 1 (added Sngr-Nrwk)

DATE:

12/15/2004

DONE BY: E. R. PRATICO, GE ENERGY NOTE: 2Cis 0.13-0.175,4Cis 0.17 - 0.21 s, 6C is 0.21 - 0.25 s (max. voltage - pu)
SWITCHING EVENT SYSTEM CONDITIONS MAXIMUM TOV TOV
SIM. | LOAD SHUNT| LINE |FAULT, PLUM345 PLUM115 NRWK345 NRWK115 EDVN345 BSCK345 ESHR115 FRBG115 STONY115 ROCKY115
TYPE LOCATION CASE | LEVEL | CAPS| REACS| OUT |CLEAR| 2C | LOCATION | 4C | LOCATION | 6C | LOCATION | 2c [ 4Cc [6c | 2c J4c[e6c | 2c | 4c[e6c | 2c | 4c[e6c[2c|4c|e6c[2c|4c|e6c[2c|4ac]|e6Cc[2c]4ac]|6C | 2c[4Cc | 6C | 2C [ 4C | 6C

2ph fault Nrwk  Trip Nrwk Fault 25 50% 50% 50% NH-LI 3.5CY 1.12 EDVN345 1.12 EDVN345 1.11 EDVN345 111 111 111 107 1.07 107 111 112 111 103 1.03 1.03 112 112 111 1.09 1.09 1.09 1.02 102 1.02 1.05 105 1.05 1.06 1.06 1.05 1.04 1.04 1.03
2ph fault Nrwk  Trip Nrwk Fault 26 70% 70% 70% ALLIN 3.5CY 1.20 ROCKY115 1.20 ROCKY115 1.18 ROCKY115 114 114 113 114 113 112 143 112 111 1.09 108 108 113 112 111 113 113 112 1.06 1.06 1.06 1.15 1.14 113 113 112 111 120 1.20 1.18
2ph fault Nrwk  Trip Nrwk Fault 27 70% 70% 70% ED-BS 3.5CY 1.21 ROCKY115 1.18 ROCKY115 1.15 ROCKY115 116 113 111 114 112 109 113 111 1.09 1.08 1.07 1.06 113 1.10 1.08 1.14 113 113 1.07 106 1.06 1.16 1.14 112 114 111 1.09 121 118 1.15
2ph fault Nrwk  Trip Nrwk Fault 28 70% 70% 70% PL-LM 3.5CY 1.18 ROCKY115 1.15 ROCKY115 1.13 ROCKY115 115 1.10 1.08 1.14 110 1.08 112 109 107 108 106 105 113 1.09 1.08 1.12 111 111 105 1.05 1.04 113 111 110 112 1.08 1.07 1.18 1.15 1.13
2ph fault Nrwk  Trip Nrwk Fault 29 70% 70% 70% LM-PV 3.5CY 1.17 ROCKY115 1.14 ROCKY115 1.12 ROCKY115 111 1.09 108 1.10 1.08 106 1.10 1.08 1.07 1.06 1.05 1.04 1.10 1.08 1.07 111 110 1.09 1.04 103 1.03 113 110 1.09 110 1.07 1.06 1.17 1.14 112
2ph fault Nrwk  Trip Nrwk Fault 30 70% 70% 70% NH-LI 3.5CY 1.15 ROCKY115 1.13 ROCKY115 1.12 ROCKY115 110 1.08 1.08 1.09 1.07 1.06 1.07 106 105 102 101 101 108 1.07 106 1.10 1.10 1.09 1.04 1.03 1.03 1.12 110 1.09 1.08 1.06 1.06 1.15 113 1.12
1ph fault Nrwk Trip Nrwk Fault 1 40% 40%  40% ALLIN 4.0CY 1.20 NRWK345 1.22 NRWK345  1.23 NRWK345 117 119 120 114 115 116 1.20 122 123 115 1.16 116 120 121 123 111 112 113 1.06 1.06 1.06 1.08 1.09 1.09 112 113 114 110 1.10 1.1
1ph fault Nrwk  Trip Nrwk Fault 2 40% 40%  40% ED-BS 4.0CY 1.30 EDVN345 1.27 EDVN345 1.25 EDVN345 125 123 120 121 119 117 130 126 124 119 115 115 130 127 125 1.08 1.08 1.08 1.05 1.04 1.03 1.08 1.07 1.06 1.18 1.16 1.14 113 112 1.10
1ph fault Nrwk Trip Nrwk Fault 3 40% 40%  40% PL-LM 4.0CY 1.25 PLUM345 1.20 PLUM345 1.18 NRWK345 125 120 118 1.18 115 113 124 120 118 113 111 110 122 119 117 111 110 110 1.04 1.04 1.04 1.06 106 1.06 1.14 112 110 1.09 1.08 1.07
1ph fault Nrwk  Trip Nrwk Fault 4 40% 40%  40% LM-PV 4.0CY 1.16 PLUM345 1.17 NRWK345  1.15 NRWK345 116 1.17 115 112 113 111 115 1417 115 1.09 110 1.08 115 1.17 1.15 1.10 1.10 1.09 1.04 1.03 1.03 1.06 1.06 1.06 1.09 1.10 1.08 1.07 1.07 1.06
1ph fault Nrwk Trip Nrwk Fault 5 40% 40%  40% NH-LI 4.0CY 1.16 NRWK345 1.17 NRWK345  1.17 NRWK345 114 115 1415 111 111 111 116 117 117 110 1.09 1.09 116 1.16 1.16 1.08 1.08 1.08 1.02 1.02 1.01 1.05 1.04 1.04 1.09 1.09 1.09 1.06 1.06 1.06
1ph fault Nrwk  Trip Nrwk Fault 6 50% 50% 50% ALLIN 4.0CY 1.20 NRWK345 1.19 NRWK345  1.20 NRWK345 118 1.18 119 114 114 115 120 119 120 115 1.14 113 119 119 119 112 112 112 1.06 1.06 1.06 1.10 1.09 1.09 112 110 1.12 1.09 1.08 1.10
1ph fault Nrwk Trip Nrwk Fault 7 50% 50% 50% ED-BS 4.0CY 1.23 EDVN345 1.18 NRWK345  1.15 EDVN345 118 116 113 115 112 110 122 118 115 113 1.10 1.09 123 1.18 115 110 110 1.10 1.05 1.05 1.04 1.08 1.08 1.07 112 110 1.09 1.09 1.07 1.06
1ph fault Nrwk  Trip Nrwk Fault 8 50% 50% 50% PL-LM 4.0CY 1.17 EDVN345 1.15 EDVN345 1.14 EDVN345 117 114 113 113 110 109 117 115 114 110 1.08 1.08 1.17 1.15 1.14 112 111 111 1.05 1.05 1.04 1.08 1.07 1.07 111 1.09 1.08 1.09 1.07 1.06
1ph fault Nrwk Trip Nrwk Fault 9 50% 50% 50% LM-PV 4.0CY 1.14 EDVN345 1.15 EDVN345 1.13 EDVN345 112 113 111 1.09 1.09 108 1.14 114 112 108 1.08 1.07 114 115 113 111 111 110 1.04 1.04 1.03 1.06 1.06 1.05 1.07 1.07 1.06 1.05 1.05 1.04
1ph fault Nrwk  Trip Nrwk Fault 10 50% 50% 50% NH-LI 4.0CY 1.12 NRWK345 1.12 EDVN345 1.11 EDVN345 111 111 111 1.07 1.07 107 112 112 111 1.06 1.03 1.03 112 112 111 1.09 1.09 1.09 1.03 1.02 1.02 1.06 1.05 1.05 1.07 1.06 1.05 1.05 1.04 1.04
1ph fault Nrwk Trip Nrwk Fault 1 70% 70% 70% ALLIN 4.0CY 1.27 ROCKY115 1.20 ROCKY115 1.18 ROCKY115 1.18 114 143 117 114 143 116 113 112 110 1.09 1.08 116 1.13 112 114 113 112 1.07 1.06 1.06 1.19 115 114 119 114 112 127 120 1.18
1ph fault Nrwk  Trip Nrwk Fault 12 70% 70% 70% ED-BS 4.0CY 1.21 ROCKY115 1.18 ROCKY115 1.16 ROCKY115 116 1.13 111 114 112 111 114 111 110 1.08 1.07 106 1.14 111 1.09 1.14 113 113 1.07 1.07 106 1.16 1.14 113 115 111 110 121 118 1.16
1ph fault Nrwk Trip Nrwk Fault 13 70% 70% 70% PL-LM 4.0CY 1.18 ROCKY115 1.15 ROCKY115 1.14 ROCKY115 115 111 110 114 110 109 113 110 1.09 1.08 1.06 1.06 1.13 1.10 1.09 113 112 111 1.06 105 1.05 113 112 111 113 1.09 1.08 1.18 1.15 1.14
1ph fault Nrwk  Trip Nrwk Fault 14 70% 70% 70% LM-PV 4.0CY 1.20 ROCKY115 1.14 ROCKY115 1.12 ROCKY115 112 110 1.09 111 1.09 107 110 108 107 107 106 105 110 1.09 1.08 1.11 1.10 1.10 1.05 1.04 1.03 1.14 111 110 112 1.08 1.06 1.20 1.14 1.12
1ph fault Nrwk Trip Nrwk Fault 15 70% 70% 70% NH-LI 4.0CY 1.23 ROCKY115 1.15 ROCKY115 1.13 ROCKY115 1.14 110 1.09 113 1.09 107 112 1.08 1.06 105 1.02 1.01 112 1.08 1.07 112 110 110 1.04 1.04 1.03 1.16 112 110 115 1.09 1.07 123 115 1.13
1ph fault Nrwk  Trip Nrwk Fault 16 40% 40%  40% ALLIN 3.5CY 1.21 NRWK345 1.24 NRWK345  1.24 NRWK345 118 121 121 114 117 117 121 124 124 116 117 115 120 123 124 112 113 113 1.06 1.07 1.06 1.09 1.10 1.10 112 1.14 114 110 111 1.1
1ph fault Nrwk Trip Nrwk Fault 17 40% 40%  40% ED-BS 3.5CY 1.31 EDVN345 1.27 EDVN345 1.23 EDVN345 125 123 119 122 119 115 130 127 123 118 1.16 113 131 127 123 108 108 1.08 1.05 1.03 1.03 1.08 107 1.06 119 116 112 1.14 112 1.08
1ph fault Nrwk  Trip Nrwk Fault 18 40% 40%  40% PL-LM 3.5CY 1.25 PLUM345 1.20 NRWK345  1.16 NRWK345 125 120 116 119 115 112 124 120 116 113 111 1.09 123 1.19 1.15 1.10 1.10 1.10 1.04 1.04 1.04 1.06 1.06 1.05 1.15 1.12 1.09 1.10 1.08 1.07
1ph fault Nrwk Trip Nrwk Fault 19 40% 40% 40% LM-PV 3.5CY 1.18 NRWK345 1.17 NRWK345  1.14 EDVN345 117 116 114 113 112 110 118 1.17 114 1.09 1.09 1.08 117 1.16 114 110 110 1.09 1.03 1.03 1.03 1.06 1.06 1.05 1.10 1.09 1.07 1.07 1.07 1.06
1ph fault Nrwk  Trip Nrwk Fault 20 40% 40%  40% NH-LI 3.5CY 1.16 NRWK345 1.17 NRWK345  1.16 NRWK345 114 115 114 111 112 110 116 117 116 1.09 1.09 108 115 1.16 1.16 1.08 1.08 1.08 1.02 1.02 1.01 1.05 1.05 1.04 1.09 1.09 1.08 1.06 1.07 1.05
1ph fault Nrwk Trip Nrwk Fault 21 50% 50% 50% ALLIN 3.5CY 1.19 NRWK345 1.20 NRWK345  1.20 NRWK345 118 120 119 114 116 116 119 120 120 115 1.14 113 118 120 120 112 112 112 1.06 106 1.06 1.09 110 1.10 110 1.13 1.14 1.08 1.10 1.1
1ph fault Nrwk  Trip Nrwk Fault 22 50% 50% 50% ED-BS 3.5CY 1.23 EDVN345 1.18 EDVN345 1.14 NRWK345 119 115 113 115 112 109 123 118 114 113 110 1.08 123 1.18 1.14 1.10 1.10 1.10 1.05 1.04 1.04 1.08 1.07 1.07 112 110 1.08 1.08 1.07 1.06
1ph fault Nrwk Trip Nrwk Fault 23 50% 50% 50% PL-LM 3.5CY 1.16 NRWK345 1.15 EDVN345 1.13 EDVN345 116 113 111 111 1.09 108 1.16 115 113 1.09 1.08 1.07 116 115 113 112 111 110 1.05 1.04 1.04 1.08 107 1.06 1.11 1.09 1.07 1.08 1.07 1.05
1ph fault Nrwk  Trip Nrwk Fault 24 50% 50% 50% LM-PV 3.5CY 1.15 EDVN345 1.13 EDVN345 1.12 EDVN345 113 111 110 1.09 1.08 1.07 114 113 112 1.08 107 106 1.15 1.13 112 1.11 110 1.09 1.04 1.03 1.03 1.06 1.05 1.05 1.07 1.06 1.05 1.05 1.04 1.03
1ph fault Nrwk Trip Nrwk Fault 25 50% 50% 50% NH-LI 3.5CY 1.12 EDVN345 1.12 EDVN345 1.11 EDVN345 111 111 111 107 1.07 107 111 112 111 1.03 1.03 1.03 112 112 111 109 1.09 1.09 1.02 102 1.02 1.05 105 1.05 1.06 1.06 1.05 1.04 1.04 1.03
1ph fault Nrwk  Trip Nrwk Fault 26 70% 70% 70% ALLIN 3.5CY 1.20 ROCKY115 1.20 ROCKY115 1.18 ROCKY115 114 114 113 114 113 112 143 112 111 1.09 108 108 113 1.12 111 113 113 112 1.06 1.06 1.06 1.15 114 113 113 112 111 120 1.20 1.18
1ph fault Nrwk Trip Nrwk Fault 27 70% 70% 70% ED-BS 3.5CY 1.21 ROCKY115 1.18 ROCKY115 1.15 ROCKY115 116 113 111 114 112 109 113 111 109 1.08 1.07 1.06 113 1.10 1.08 1.14 113 113 1.07 1.06 1.06 1.16 1.14 112 114 111 1.09 121 118 1.15
1ph fault Nrwk  Trip Nrwk Fault 28 70% 70% 70% PL-LM 3.5CY 1.18 ROCKY115 1.15 ROCKY115 1.13 ROCKY115 115 1.10 1.08 1.14 110 1.08 112 1.09 107 108 106 105 113 1.09 1.08 1.12 111 111 105 1.05 1.04 113 111 110 112 1.08 1.07 118 1.15 1.13
1ph fault Nrwk Trip Nrwk Fault 29 70% 70% 70% LM-PV 3.5CY 1.17 ROCKY115 1.14 ROCKY115 1.12 ROCKY115 111 1.09 108 1.10 1.08 106 1.10 1.08 1.07 106 1.05 1.04 110 1.08 1.07 111 110 1.09 1.04 103 1.03 1.13 110 1.09 110 1.07 1.06 1.17 1.14 112
1ph fault Nrwk  Trip Nrwk Fault 30 70% 70% 70% NH-LI 3.5CY 1.15 ROCKY115 1.13 ROCKY115 1.12 ROCKY115 110 1.08 1.08 1.09 1.07 1.06 1.07 106 105 102 101 101 108 1.07 1.06 1.10 1.10 1.09 1.04 1.03 1.03 1.12 110 1.09 1.08 1.06 1.06 1.15 113 1.12
3ph fault Plum Trip Plum Fault 1 40% 40%  40% ALLIN 4.0CY 1.37 EDVN345 1.37 EDVN345 1.35 EDVN345 135 135 134 130 130 129 137 137 135 121 122 121 137 137 135 119 118 117 1.09 1.09 1.08 1.14 114 113 124 124 123 120 120 1.20
3ph fault Plum Trip Plum Fault 2 40% 40%  40% ED-BS 4.0CY 1.39 EDVN345 1.39 EDVN345 1.33 EDVN345 132 133 130 126 128 126 139 138 132 122 123 119 139 139 133 1.08 1.08 1.08 1.07 1.07 1.06 1.10 111 110 120 122 121 116 117 1.15
3ph fault Plum Trip Plum Fault 3 40% 40%  40% PL-LM 4.0CY 1.27 PLUM345 1.28 PLUM345 1.25 PLUM345 127 128 1256 121 123 120 123 123 118 113 112 1.09 123 121 118 111 110 110 1.03 1.03 1.03 1.05 105 1.05 115 117 114 110 1.12 1.09
3ph fault Plum Trip Plum Fault 4 40% 40% 40% LM-PV 4.0CY 1.35 NRWK345 1.26 PLUM345 1.24 PLUM345 135 126 124 128 122 121 135 124 121 119 113 111 134 123 120 1.15 110 1.09 1.05 1.03 1.02 113 1.09 1.06 122 118 1.16 117 1.16 1.13
3ph fault Plum Trip Plum Fault 5 40% 40%  40% NH-LI 4.0CY 1.34 NRWK345 1.31 NRWK345  1.28 PLUM345 131 130 128 126 126 125 134 131 127 119 119 115 133 131 127 115 114 112 1.06 1.06 1.05 110 1.10 1.09 121 121 119 117 117 1.14
3ph fault Plum Trip Plum Fault 6 50% 50% 50% ALLIN 4.0CY 1.37 EDVN345 1.35 NRWK345  1.32 NRWK345 133 132 130 128 129 127 136 135 132 122 121 119 137 135 131 120 119 117 111 110 1.09 115 114 112 134 132 125 126 124 119
3ph fault Plum Trip Plum Fault 7 50% 50% 50% ED-BS 4.0CY 1.31 EDVN345 1.28 EDVN345 1.23 EDVN345 129 127 120 124 124 118 130 128 122 117 117 113 131 128 123 110 110 110 1.06 1.06 1.04 110 1.09 1.09 123 121 116 117 115 1.12
3ph fault Plum Trip Plum Fault 8 50% 50% 50% PL-LM 4.0CY 1.23 PLUM345 1.18 PLUM345 1.17 PLUM345 123 118 117 120 115 113 122 116 114 111 1.08 1.07 122 116 1.14 113 1.11 111 1.04 1.04 1.03 1.08 1.07 1.07 117 117 113 112 112 1.10
3ph fault Plum Trip Plum Fault 9 50% 50% 50% LM-PV 4.0CY 1.25 PLUM345 1.16 PLUM345 1.16 PLUM345 125 116 116 123 113 113 125 116 1.15 113 1.08 1.07 125 1.16 115 112 111 111 1.04 1.03 1.03 1.10 1.08 1.07 121 114 112 117 112 1.09
3ph fault Plum Trip Plum Fault 10 50% 50% 50% NH-LI 4.0CY 1.31 EDVN345 1.24 NRWK345  1.20 EDVN345 128 123 119 122 119 116 131 124 120 115 113 1.09 131 124 120 1.15 112 110 1.06 1.04 1.03 1.10 1.08 1.08 123 1.18 1.14 117 113 1.11
3ph fault Plum Trip Plum Fault 1 70% 70% 70% ALLIN 4.0CY 1.43 ROCKY115 1.39 ROCKY115 1.39 ROCKY115 125 121 120 131 125 122 122 118 117 115 112 111 123 118 118 117 115 115 1.09 1.07 1.07 124 119 118 132 126 1.26 143 139 1.39
3ph fault Plum Trip Plum Fault 12 70% 70% 70% ED-BS 4.0CY 1.41 ROCKY115 1.33 ROCKY115 1.28 ROCKY115 126 120 117 130 122 117 124 119 117 114 112 110 124 120 117 1.15 114 114 110 1.07 106 119 117 115 128 125 121 141 133 128
3ph fault Plum Trip Plum Fault 13 70% 70% 70% PL-LM 4.0CY 1.33 ROCKY115 1.24 ROCKY115 1.19 ROCKY115 122 116 114 123 115 112 118 114 112 111 1.08 1.07 118 115 112 114 113 112 1.06 1.05 1.05 1.15 114 113 125 117 112 133 124 119
3ph fault Plum Trip Plum Fault 14 70% 70% 70% LM-PV 4.0CY 1.37 ROCKY115 1.29 ROCKY115 1.23 ROCKY115 119 116 114 123 116 112 118 115 113 111 1.09 1.07 120 1.16 1.13 1.14 113 112 1.07 1.05 1.05 120 1.17 114 125 120 114 137 129 123
3ph fault Plum Trip Plum Fault 15 70% 70% 70% NH-LI 4.0CY 1.33 ROCKY115 1.29 ROCKY115 1.27 ROCKY115 120 114 113 124 115 143 117 113 112 110 1.05 1.04 118 113 112 115 112 112 1.07 1.05 1.04 120 115 114 123 119 117 133 129 1.27
3ph fault Plum Trip Plum Fault 16 40% 40%  40% ALLIN 3.5CY 1.31 NRWK345 1.34 NRWK345  1.34 EDVN345 131 132 132 123 127 127 131 134 134 118 120 120 130 1.34 134 117 117 117 1.07 1.08 1.08 112 113 113 118 121 122 115 118 1.18
3ph fault Plum Trip Plum Fault 17 40% 40%  40% ED-BS 3.5CY 1.40 EDVN345 1.37 EDVN345 1.31 EDVN345 132 131 129 124 127 126 140 136 131 123 122 118 140 137 131 108 1.09 1.08 1.07 107 1.06 110 110 1.09 119 122 121 114 116 1.16
3ph fault Plum Trip Plum Fault 18 40% 40%  40% PL-LM 3.5CY 1.30 PLUM345 1.26 PLUM345 1.24 PLUM345 130 126 124 124 123 121 129 122 118 116 111 1.09 128 121 117 112 110 1.10 1.04 1.04 1.03 1.06 1.06 1.06 1.18 1.17 1.16 1.12 111 1.10
3ph fault Plum Trip Plum Fault 19 40% 40% 40% LM-PV 3.5CY 1.28 PLUM345 1.28 PLUM345 1.24 PLUM345 128 128 124 125 125 122 128 126 121 115 114 111 127 125 120 1143 110 110 1.05 1.03 1.03 1.10 1.09 1.07 119 120 117 114 116 1.14
3ph fault Plum Trip Plum Fault 20 40% 40%  40% NH-LI 3.5CY 1.28 NRWK345 1.29 NRWK345  1.28 NRWK345 126 128 127 119 124 124 128 129 128 115 117 115 128 129 127 113 113 112 1.05 1.05 1.04 1.09 1.09 1.09 115 118 119 113 1.14 1.14
3ph fault Plum Trip Plum Fault 21 50% 50% 50% ALLIN 3.5CY 1.31 STONY115 1.32 NRWK345 1.31 NRWK345 130 130 129 124 127 127 130 132 131 118 119 118 130 131 131 118 118 117 1.09 1.09 1.09 114 113 112 131 131 127 123 123 1.20
3ph fault Plum Trip Plum Fault 22 50% 50% 50% ED-BS 3.5CY 1.35 EDVN345 1.28 EDVN345 1.22 NRWK345 132 126 120 129 123 117 134 127 122 120 116 113 135 128 122 111 111 111 107 1.05 1.05 112 1.09 108 125 119 115 118 113 1.11
3ph fault Plum Trip Plum Fault 23 50% 50% 50% PL-LM 3.5CY 1.23 PLUM345 1.16 NRWK345  1.15 PLUM345 123 116 115 120 114 112 120 116 1.15 110 1.09 1.08 120 1.16 115 112 111 111 1.04 1.04 1.04 1.08 1.07 1.07 117 115 113 112 111 1.10
3ph fault Plum Trip Plum Fault 24 50% 50% 50% LM-PV 3.5CY 1.20 EDVN345 1.18 NRWK345  1.16 NRWK345 119 117 116 1.16 115 112 120 118 1.16 1.10 1.09 1.08 120 1.18 1.16 1.12 1.11 111 1.04 1.04 1.04 1.08 1.08 1.07 118 1.16 1.12 113 112 1.09
3ph fault Plum Trip Plum Fault 25 50% 50% 50% NH-LI 3.5CY 1.24 EDVN345 1.23 EDVN345 1.20 EDVN345 122 122 119 118 119 117 123 123 120 111 112 1.09 124 123 120 113 112 110 1.05 1.04 1.03 1.08 1.07 1.07 118 1.16 1.14 113 1.11 1.10
3ph fault Plum Trip Plum Fault 26 70% 70% 70% ALLIN 3.5CY 1.38 ROCKY115 1.40 ROCKY115 1.39 ROCKY115 124 121 120 126 125 123 120 119 118 113 112 111 120 1.19 1.18 1.17 1.16 1.15 1.09 1.08 1.07 120 119 118 127 127 126 138 140 1.39
3ph fault Plum Trip Plum Fault 27 70% 70% 70% ED-BS 3.5CY 1.38 ROCKY115 1.33 ROCKY115 1.29 ROCKY115 127 119 117 124 122 119 123 119 117 114 111 110 123 119 117 115 114 114 1.09 1.07 1.07 120 116 115 126 123 121 138 133 1.29




CASE #:

GE - B-N 1 HPFF, M-N 2 XLPE (OLD CASE 5)

Rev. 1 (added Sngr-Nrwk)

DATE:

12/15/2004

DONE BY: E. R. PRATICO, GE ENERGY NOTE: 2Cis 0.13-0.175,4Cis 0.17 - 0.21 s, 6C is 0.21 - 0.25 s (max. voltage - pu)
SWITCHING EVENT SYSTEM CONDITIONS MAXIMUM TOV TOV
SIM. | LOAD SHUNT| LINE |FAULT, PLUM345 PLUM115 NRWK345 NRWK115 EDVN345 BSCK345 ESHR115 FRBG115 STONY115 ROCKY115
TYPE LOCATION CASE | LEVEL | CAPS| REACS| OUT |CLEAR| 2C | LOCATION | 4C | LOCATION | 6C | LOCATION | 2c [ 4Cc [6c | 2c J4c[e6c | 2c | 4c[e6c | 2c | 4c[e6c[2c|4c|e6c[2c|4c|e6c[2c|4ac]|e6Cc[2c]4ac]|6C | 2c[4Cc | 6C | 2C [ 4C | 6C

3ph fault Plum Trip Plum Fault 28 70% 70% 70% PL-LM 3.5CY 1.33 ROCKY115 1.25 ROCKY115 1.22 ROCKY115 119 115 115 121 116 114 118 115 113 111 1.09 1.07 118 115 113 114 113 112 1.06 1.05 1.05 1.16 114 113 124 118 113 133 125 1.22
3ph fault Plum Trip Plum Fault 29 70% 70% 70% LM-PV 3.5CY 1.32 ROCKY115 1.27 ROCKY115 1.24 ROCKY115 121 115 114 122 116 114 120 115 114 112 1.09 1.08 120 1.15 1.14 1.15 113 112 1.08 1.06 1.05 121 116 1.15 124 119 116 132 127 1.24
3ph fault Plum Trip Plum Fault 30 70% 70% 70% NH-LI 3.5CY 1.34 ROCKY115 1.31 ROCKY115 1.28 ROCKY115 120 115 113 120 1.18 1.14 117 114 112 1.08 1.06 1.05 118 1.14 113 115 113 112 1.06 1.05 1.04 118 115 1.14 120 120 118 134 131 1.28
2ph fault Plum Trip Plum Fault 1 40% 40%  40% ALLIN 4.0CY 1.33 NRWK345 1.30 NRWK345  1.28 NRWK345 130 128 126 125 124 124 133 130 128 120 118 117 133 129 127 1.16 1.15 114 1.08 1.07 1.06 1.12 111 110 120 119 119 117 116 1.15
2ph fault Plum Trip Plum Fault 2 40% 40%  40% ED-BS 4.0CY 1.38 EDVN345 1.32 EDVN345 1.29 EDVN345 132 128 126 127 125 122 137 132 129 122 120 118 138 132 129 111 111 110 1.09 108 1.07 112 112 110 123 120 118 1.18 1.16 1.15
2ph fault Plum Trip Plum Fault 3 40% 40%  40% PL-LM 4.0CY 1.27 PLUM345 1.25 PLUM345 1.23 PLUM345 127 125 123 123 121 119 126 124 121 116 115 113 126 123 120 1.14 113 112 1.07 1.06 1.05 1.09 1.08 1.07 118 117 115 114 113 1.11
2ph fault Plum Trip Plum Fault 4 40% 40% 40% LM-PV 4.0CY 1.30 NRWK345 1.24 NRWK345  1.22 NRWK345 127 123 121 123 120 117 130 124 122 118 1.15 113 129 124 122 116 114 113 1.08 106 1.05 1.13 111 1.09 120 117 114 116 1.14 1.1
2ph fault Plum Trip Plum Fault 5 40% 40%  40% NH-LI 4.0CY 1.28 NRWK345 1.23 NRWK345  1.21 NRWK345 125 121 119 119 118 116 128 123 121 114 112 110 127 123 120 1.13 112 111 1.04 1.04 1.03 1.08 1.08 1.06 1.15 1.14 112 112 110 1.09
2ph fault Plum Trip Plum Fault 6 50% 50% 50% ALLIN 4.0CY 1.33 STONY115 1.27 EDVN345 1.24 NRWK345 127 123 121 125 121 119 131 127 124 118 1.16 114 131 127 124 116 114 113 1.08 107 1.06 1.12 111 110 133 126 118 123 117 1.13
2ph fault Plum Trip Plum Fault 7 50% 50% 50% ED-BS 4.0CY 1.30 EDVN345 1.25 NRWK345  1.22 NRWK345 128 124 121 124 119 117 130 125 122 118 115 113 130 125 122 1.14 113 112 109 1.08 1.06 1.15 113 112 126 122 119 121 118 1.15
2ph fault Plum Trip Plum Fault 8 50% 50% 50% PL-LM 4.0CY 1.22 PLUM345 1.20 PLUM345 1.17 PLUM345 122 120 117 118 116 114 120 117 115 111 110 1.08 119 117 115 1143 112 111 1.06 1.05 1.04 110 109 1.08 121 118 115 1.16 1.14 1.1
2ph fault Plum Trip Plum Fault 9 50% 50% 50% LM-PV 4.0CY 1.24 PLUM345 1.19 PLUM345 1.16 PLUM345 124 119 116 119 114 112 123 118 1.16 113 1.10 1.09 123 1.18 1.16 1.15 1.13 1.12 1.07 1.05 1.04 114 110 1.09 119 115 111 116 1.12 1.09
2ph fault Plum Trip Plum Fault 10 50% 50% 50% NH-LI 4.0CY 1.26 PLUM345 1.19 PLUM345 1.17 PLUM345 126 119 117 122 114 112 125 119 117 112 1.09 1.07 125 119 117 115 113 111 1.05 1.04 1.03 113 110 1.09 121 116 113 117 113 1.1
2ph fault Plum Trip Plum Fault 11 70% 70% 70% ALLIN 4.0CY 1.40 ROCKY115 1.33 ROCKY115 1.29 ROCKY115 123 120 119 124 119 118 122 120 119 114 113 112 122 120 119 1.17 116 1.15 110 1.09 1.08 121 119 118 127 124 120 140 133 1.29
2ph fault Plum Trip Plum Fault 12 70% 70% 70% ED-BS 4.0CY 1.36 ROCKY115 1.24 ROCKY115 1.19 ROCKY115 125 119 116 123 117 114 126 119 116 115 111 1.09 124 119 116 116 114 113 1.09 1.08 1.07 121 117 115 127 118 114 136 1.24 1.19
2ph fault Plum Trip Plum Fault 13 70% 70% 70% PL-LM 4.0CY 1.24 ROCKY115 1.18 ROCKY115 1.14 ROCKY115 118 113 112 117 112 110 1417 1413 111 1.09 1.07 106 117 113 1.11 1.14 112 111 106 1.05 1.04 114 113 112 120 111 110 1.24 118 1.14
2ph fault Plum Trip Plum Fault 14 70% 70% 70% LM-PV 4.0CY 1.29 ROCKY115 1.19 ROCKY115 1.15 ROCKY115 1.19 114 112 117 112 110 118 114 112 110 1.07 1.06 1.18 1.14 112 114 112 111 1.06 1.04 1.03 119 114 112 122 114 111 129 119 1.15
2ph fault Plum Trip Plum Fault 15 70% 70% 70% NH-LI 4.0CY 1.27 ROCKY115 1.19 ROCKY115 1.17 ROCKY115 116 1.13 112 116 111 110 114 112 111 1.06 1.04 103 115 112 111 113 112 111 105 1.04 1.03 115 113 112 119 112 111 127 119 117
2ph fault Plum Trip Plum Fault 16 40% 40%  40% ALLIN 3.5CY 1.12 NRWK345 1.14 NRWK345  1.14 NRWK345 111 1143 143 1.07 110 110 112 1.14 114 107 108 1.08 111 113 113 1.08 1.08 1.08 1.02 102 1.02 1.04 105 1.05 1.05 1.07 1.08 1.03 1.05 1.05
2ph fault Plum Trip Plum Fault 17 40% 40%  40% ED-BS 3.5CY 1.12 EDVN345 1.12 EDVN345 1.11 EDVN345 112 110 1.09 1.09 1.08 108 112 112 111 1.07 107 106 112 1.12 111 1.07 1.07 1.07 1.03 1.02 1.02 1.05 1.04 1.04 1.07 1.05 1.04 1.05 1.04 1.03
2ph fault Plum Trip Plum Fault 18 40% 40%  40% PL-LM 3.5CY 1.12 EDVN345 1.11 EDVN345 1.10 EDVN345 111 110 1.09 1.08 1.07 106 112 111 110 1.07 1.06 1.06 112 111 110 1.08 1.08 1.08 1.02 1.02 1.02 1.04 1.04 1.04 1.06 1.05 1.04 1.04 1.04 1.03
2ph fault Plum Trip Plum Fault 19 40% 40%  40% LM-PV 3.5CY 1.10 EDVN345 1.10 EDVN345 1.09 EDVN345 1.09 1.08 1.07 1.06 1.05 105 110 1.10 1.09 105 105 105 1.10 1.10 1.09 1.07 1.07 1.07 1.02 1.01 1.01 1.03 1.03 1.02 1.04 1.03 1.03 1.03 1.02 1.01
2ph fault Plum Trip Plum Fault 20 40% 40%  40% NH-LI 3.5CY 1.07 PLUM345 1.08 EDVN345 1.08 EDVN345 1.07 1.07 106 1.04 1.04 1.04 1.07 1.07 107 101 1.01 1.01 107 1.08 1.08 106 106 1.06 1.00 1.00 1.00 1.02 1.02 1.02 1.02 1.02 1.02 1.02 1.01 1.01
2ph fault Plum Trip Plum Fault 21 50% 50% 50% ALLIN 3.5CY 1.11 STONY115 1.12 NRWK345 1.12 NRWK345 110 111 111 1.08 1.09 108 111 112 112 106 106 106 111 112 112 1.09 1.09 1.09 1.03 1.03 1.02 1.05 1.06 1.06 1.11 111 111 1.07 1.08 1.08
2ph fault Plum Trip Plum Fault 22 50% 50% 50% ED-BS 3.5CY 1.11 STONY115 1.11 STONY115 1.11 STONY115 111 111 110 1.09 1.09 108 111 1.09 1.08 106 1.05 1.05 110 1.09 1.08 1.09 109 1.09 1.03 103 1.03 1.07 107 106 111 111 111 1.08 1.08 1.08
2ph fault Plum Trip Plum Fault 23 50% 50% 50% PL-LM 3.5CY 1.11 STONY115 1.10 STONY115 1.09 STONY115 110 1.09 1.08 1.08 1.07 1.06 1.09 108 107 105 104 104 109 1.08 1.07 1.09 1.09 1.08 1.03 1.02 1.02 1.06 1.06 1.06 1.11 110 1.09 1.08 1.08 1.06
2ph fault Plum Trip Plum Fault 24 50% 50% 50% LM-PV 3.5CY 1.09 STONY115 1.09 STONY115 1.08 PLUM345 1.09 1.08 1.08 1.07 1.06 1.05 1.07 1.07 1.06 104 1.03 1.03 1.08 1.07 1.06 1.08 1.07 1.07 1.02 101 1.01 1.05 1.04 1.04 1.09 1.09 1.08 1.07 1.06 1.05
2ph fault Plum Trip Plum Fault 25 50% 50% 50% NH-LI 3.5CY 1.07 STONY115 1.08 PLUM345 1.08 PLUM345 1.07 1.08 1.08 1.06 1.06 1.05 1.06 106 106 100 100 100 106 1.06 1.06 1.07 1.07 1.07 1.01 1.01 1.01 1.04 1.04 1.04 1.07 1.08 1.08 1.05 1.06 1.05
2ph fault Plum Trip Plum Fault 26 70% 70% 70% ALLIN 3.5CY 1.15 ROCKY115 1.14 ROCKY115 1.12 ROCKY115 111 111 110 110 110 1.10 110 1.10 1.10 1.07 1.06 1.06 111 110 110 111 111 111 1.05 1.05 1.04 111 111 111 112 1.09 1.08 1.15 1.14 1.12
2ph fault Plum Trip Plum Fault 27 70% 70% 70% ED-BS 3.5CY 1.18 ROCKY115 1.12 BSCK345 1.12 BSCK345 114 1.09 1.08 112 1.09 107 111 108 107 106 105 1.04 110 1.08 1.07 1.12 112 112 1.05 1.04 1.04 111 111 110 113 1.07 1.05 1.18 1.11 1.09
2ph fault Plum Trip Plum Fault 28 70% 70% 70% PL-LM 3.5CY 1.12 ROCKY115 1.10 BSCK345 1.10 BSCK345 1.09 1.06 106 1.08 1.06 105 1.09 1.06 1.06 105 1.03 1.03 1.10 1.07 1.06 1.11 110 110 1.04 1.03 1.03 110 1.09 1.09 1.06 1.04 1.04 1.12 1.09 1.08
2ph fault Plum Trip Plum Fault 29 70% 70% 70% LM-PV 3.5CY 1.13 ROCKY115 1.09 BSCK345 1.08 BSCK345 1.07 1.07 1.06 1.07 1.06 105 108 106 105 1.04 103 103 108 1.07 1.06 1.09 1.09 1.08 1.03 1.02 1.02 1.09 1.08 1.07 1.06 1.04 1.03 1.13 1.08 1.07
2ph fault Plum Trip Plum Fault 30 70% 70% 70% NH-LI 3.5CY 1.10 ROCKY115 1.09 BSCK345 1.08 BSCK345 1.07 1.06 106 1.06 1.05 105 1.06 1.05 1.05 1.00 099 099 107 1.06 1.05 109 109 1.08 1.02 102 1.02 1.08 1.08 1.08 1.06 1.04 1.03 1.10 1.07 1.07
1ph fault Plum Trip Plum Fault 1 40% 40%  40% ALLIN 4.0CY 1.11 EDVN345 1.13 NRWK345  1.14 NRWK345 110 112 113 1.08 1.08 109 111 113 114 106 108 108 1.11 112 1.13 1.07 1.08 1.08 1.02 1.02 1.02 1.04 1.04 1.05 1.05 1.06 1.07 1.03 1.04 1.05
1ph fault Plum Trip Plum Fault 2 40% 40% 40% ED-BS 4.0CY 1.15 PLUM345 1.12 EDVN345 1.11 EDVN345 115 111 110 1.10 1.08 1.08 1.14 112 111 1.08 1.07 1.06 114 112 111 1.07 1.07 1.07 1.03 1.03 1.02 1.05 105 1.04 1.08 1.06 1.05 1.06 1.05 1.04
1ph fault Plum Trip Plum Fault 3 40% 40%  40% PL-LM 4.0CY 1.13 PLUM345 1.11 EDVN345 1.11 EDVN345 113 1.10 1.10 1.10 1.07 1.07 112 111 110 1.07 1.06 106 112 1.11 1.11 1.08 1.08 1.08 1.03 1.02 1.02 1.04 1.04 1.04 1.07 1.05 1.05 1.05 1.04 1.03
1ph fault Plum Trip Plum Fault 4 40% 40% 40% LM-PV 4.0CY 1.09 PLUM345 1.10 EDVN345 1.09 EDVN345 1.09 110 1.08 1.07 1.06 105 1.09 110 1.09 105 1.05 1.05 1.09 1.10 1.09 1.07 1.07 1.07 1.02 102 1.01 1.03 103 1.03 1.05 1.04 1.03 1.03 1.03 1.02
1ph fault Plum Trip Plum Fault 5 40% 40%  40% NH-LI 4.0CY 1.09 PLUM345 1.08 EDVN345 1.08 EDVN345 1.09 1.07 1.07 1.06 1.04 1.04 106 107 107 101 101 101 106 1.08 1.08 1.06 1.06 1.06 1.01 1.00 1.00 1.03 1.02 1.02 1.04 1.03 1.02 1.03 1.02 1.01
1ph fault Plum Trip Plum Fault 6 50% 50% 50% ALLIN 4.0CY 1.10 STONY115 1.12 NRWK345 1.12 NRWK345 110 1.10 1.10 1.08 1.09 109 110 112 112 105 1.06 1.06 1.10 112 112 1.09 1.09 1.09 1.03 103 1.03 1.06 106 1.06 1.10 1.09 110 1.06 1.07 1.07
1ph fault Plum Trip Plum Fault 7 50% 50% 50% ED-BS 4.0CY 1.15 PLUM345 1.11 PLUM345 1.11 STONY115 115 111 110 112 1.09 108 112 110 108 1.07 105 105 113 1.09 1.08 1.09 1.09 1.09 1.03 1.03 1.03 1.06 1.07 1.07 1.15 110 1.11 1.10 1.08 1.08
1ph fault Plum Trip Plum Fault 8 50% 50% 50% PL-LM 4.0CY 1.11 PLUM345 1.10 STONY115 1.10 STONY115 111 110 1.09 1.09 1.08 107 1.10 1.08 1.07 1.05 1.04 1.04 110 1.08 1.08 1.09 109 1.08 1.03 103 1.02 1.06 106 106 1.10 1.10 1.10 1.07 1.08 1.07
1ph fault Plum Trip Plum Fault 9 50% 50% 50% LM-PV 4.0CY 1.09 EDVN345 1.09 PLUM345 1.09 STONY115 1.08 1.09 1.08 1.06 1.07 1.06 1.09 108 107 104 104 103 109 1.08 1.07 1.08 1.08 1.07 1.02 1.02 1.01 1.04 1.05 1.04 1.07 1.09 1.09 1.05 1.06 1.06
1ph fault Plum Trip Plum Fault 10 50% 50% 50% NH-LI 4.0CY 1.07 STONY115 1.08 PLUM345 1.08 PLUM345 1.07 1.08 108 1.04 1.06 106 106 1.06 1.06 1.00 1.00 1.00 106 1.06 1.06 1.07 108 1.07 1.01 101 1.01 1.04 1.04 1.04 1.07 1.08 1.08 1.04 1.05 1.05
1ph fault Plum Trip Plum Fault 11 70% 70% 70% ALLIN 4.0CY 1.24 ROCKY115 1.16 ROCKY115 1.14 ROCKY115 115 111 110 117 110 1.10 112 110 1.10 1.08 1.07 1.06 1.13 1.11 110 1.12 112 111 105 1.05 1.05 112 111 111 117 110 1.09 124 116 1.14
1ph fault Plum Trip Plum Fault 12 70% 70% 70% ED-BS 4.0CY 1.19 ROCKY115 1.13 ROCKY115 1.12 BSCK345 1.14 110 108 1.12 1.09 108 1.10 1.09 1.08 1.06 1.05 1.05 1.10 1.09 1.07 112 112 112 1.05 1.05 1.04 111 111 110 114 1.08 1.06 1.19 1.13 1.10
1ph fault Plum Trip Plum Fault 13 70% 70% 70% PL-LM 4.0CY 1.14 ROCKY115 1.10 BSCK345 1.10 BSCK345 1.09 1.07 1.06 1.09 1.07 106 1.09 107 107 105 104 104 110 1.08 1.07 1.11 110 1.10 1.04 1.04 1.03 1.10 1.10 1.09 1.08 1.05 1.04 1.14 1.09 1.08
1ph fault Plum Trip Plum Fault 14 70% 70% 70% LM-PV 4.0CY 1.14 ROCKY115 1.09 ROCKY115 1.09 BSCK345 1.08 1.07 106 1.09 1.07 106 1.08 1.07 1.06 104 1.04 1.03 1.08 1.07 1.06 1.09 109 1.09 1.03 102 1.02 1.09 108 1.08 1.10 1.05 1.04 1.14 1.09 1.07
1ph fault Plum Trip Plum Fault 15 70% 70% 70% NH-LI 4.0CY 1.21 ROCKY115 1.11 ROCKY115 1.09 BSCK345 110 1.07 1.06 1.09 1.06 105 1.09 106 105 102 100 100 109 1.07 1.06 1.10 1.09 1.09 1.02 1.02 1.02 1.10 1.08 1.08 1.10 1.05 1.04 121 111 1.08
1ph fault Plum Trip Plum Fault 16 40% 40%  40% ALLIN 3.5CY 1.12 NRWK345 1.14 NRWK345  1.14 NRWK345 111 1143 143 1.07 110 110 112 1.14 114 107 108 1.08 111 113 113 1.08 1.08 1.08 1.02 102 1.02 1.04 105 1.05 1.05 1.07 1.08 1.03 1.05 1.05
1ph fault Plum Trip Plum Fault 17 40% 40%  40% ED-BS 3.5CY 1.12 EDVN345 1.12 EDVN345 1.11 EDVN345 112 110 1.09 1.09 108 108 112 112 111 1.07 107 106 112 1.12 1.11 1.07 1.07 1.07 1.03 1.02 1.02 1.05 1.04 1.04 1.07 1.05 1.04 1.05 1.04 1.03
1ph fault Plum Trip Plum Fault 18 40% 40%  40% PL-LM 3.5CY 1.12 EDVN345 1.11 EDVN345 1.10 EDVN345 111 110 1.09 1.08 1.07 106 112 111 110 1.07 1.06 1.06 112 111 110 1.08 1.08 1.08 1.02 1.02 1.02 1.04 1.04 1.04 1.06 1.05 1.04 1.04 1.04 1.03
1ph fault Plum Trip Plum Fault 19 40% 40%  40% LM-PV 3.5CY 1.10 EDVN345 1.10 EDVN345 1.09 EDVN345 1.09 1.08 1.07 1.06 1.05 105 110 1.10 1.09 105 105 105 1.10 1.10 1.09 1.07 1.07 1.07 1.02 1.01 1.01 1.03 1.03 1.02 1.04 1.03 1.03 1.03 1.02 1.01
1ph fault Plum Trip Plum Fault 20 40% 40%  40% NH-LI 3.5CY 1.07 PLUM345 1.08 EDVN345 1.08 EDVN345 1.07 1.07 106 1.04 1.04 104 1.07 1.07 107 101 1.01 1.01 107 1.08 1.08 106 106 1.06 1.00 1.00 1.00 1.02 1.02 1.02 1.02 1.02 1.02 1.02 1.01 1.01
1ph fault Plum Trip Plum Fault 21 50% 50% 50% ALLIN 3.5CY 1.11 STONY115 1.12 NRWK345 1.12 NRWK345 110 111 111 1.08 1.09 108 111 112 112 106 106 106 1.11 112 112 1.09 1.09 1.09 1.03 1.03 1.02 1.05 1.06 1.06 1.11 111 111 1.07 1.08 1.08
1ph fault Plum Trip Plum Fault 22 50% 50% 50% ED-BS 3.5CY 1.11 STONY115 1.11 STONY115 1.11 STONY115 111 111 110 1.09 1.09 108 111 1.09 1.08 106 1.05 1.05 110 1.09 1.08 1.09 109 1.09 1.03 103 1.03 1.07 107 106 111 111 111 1.08 1.08 1.08
1ph fault Plum Trip Plum Fault 23 50% 50% 50% PL-LM 3.5CY 1.11 STONY115 1.10 STONY115 1.09 STONY115 110 1.09 1.08 1.08 1.07 1.06 1.09 108 107 105 104 104 109 1.08 1.07 1.09 1.09 1.08 1.03 1.02 1.02 1.06 1.06 1.06 1.11 110 1.09 1.08 1.08 1.06
1ph fault Plum Trip Plum Fault 24 50% 50% 50% LM-PV 3.5CY 1.09 STONY115 1.09 STONY115 1.08 PLUM345 1.09 1.08 1.08 1.07 1.06 1.05 1.07 1.07 1.06 104 1.03 1.03 1.08 1.07 1.06 1.08 1.07 1.07 1.02 101 1.01 1.05 1.04 1.04 1.09 1.09 1.08 1.07 1.06 1.05
1ph fault Plum Trip Plum Fault 25 50% 50% 50% NH-LI 3.5CY 1.07 STONY115 1.08 PLUM345 1.08 PLUM345 1.07 1.08 1.08 1.06 1.06 1.05 1.06 106 106 100 100 100 106 1.06 1.06 1.07 1.07 1.07 1.01 1.01 1.01 1.04 1.04 1.04 1.07 1.08 1.08 1.05 1.06 1.05
1ph fault Plum Trip Plum Fault 26 70% 70% 70% ALLIN 3.5CY 1.15 ROCKY115 1.14 ROCKY115 1.12 ROCKY115 111 111 110 110 110 110 110 1.10 1.10 1.07 1.06 1.06 111 110 110 111 111 111 1.05 1.05 1.04 111 111 111 112 1.09 1.08 1.15 1.14 1.12
1ph fault Plum Trip Plum Fault 27 70% 70% 70% ED-BS 3.5CY 1.18 ROCKY115 1.12 BSCK345 1.12 BSCK345 114 1.09 1.08 112 1.09 107 111 108 107 106 105 104 110 1.08 1.07 1.12 112 112 1.05 1.04 1.04 111 111 110 113 1.07 1.05 1.18 1.11 1.09
1ph fault Plum Trip Plum Fault 28 70% 70% 70% PL-LM 3.5CY 1.12 ROCKY115 1.10 BSCK345 1.10 BSCK345 1.09 1.06 106 1.08 1.06 105 1.09 1.06 1.06 105 1.03 1.03 1.10 1.07 1.06 1.11 110 110 1.04 1.03 1.03 1.10 1.09 1.09 1.06 1.04 1.04 1.12 1.09 1.08
1ph fault Plum Trip Plum Fault 29 70% 70% 70% LM-PV 3.5CY 1.13 ROCKY115 1.09 BSCK345 1.08 BSCK345 1.07 1.07 1.06 1.07 1.06 105 108 106 105 1.04 103 103 108 1.07 1.06 1.09 1.09 1.08 1.03 1.02 1.02 1.09 1.08 1.07 1.06 1.04 1.03 1.13 1.08 1.07
1ph fault Plum Trip Plum Fault 30 70% 70% 70% NH-LI 3.5CY 1.10 ROCKY115 1.09 BSCK345 1.08 BSCK345 1.07 1.06 106 1.06 1.05 105 1.06 1.05 1.05 1.00 099 099 107 106 1.05 109 109 1.08 1.02 102 1.02 1.08 1.08 1.08 1.06 1.04 1.03 1.10 1.07 1.07




CASE #:

GE - B-N 1 HPFF, M-N 2 XLPE (OLD CASE 5)

Rev. 1 (added Sngr-Nrwk)

DATE:

12/15/2004

DONE BY: E. R. PRATICO, GE ENERGY NOTE: 2Cis 0.13-0.175,4Cis 0.17 - 0.21 s, 6C is 0.21 - 0.25 s (max. voltage - pu)
SWITCHING EVENT SYSTEM CONDITIONS MAXIMUM TOV TOV
SIM. | LOAD SHUNT| LINE |FAULT, PLUM345 PLUM115 NRWK345 NRWK115 EDVN345 BSCK345 ESHR115 FRBG115 STONY115 ROCKY115

TYPE LOCATION CASE | LEVEL | CAPS| REACS| OUT |CLEAR| 2C | LOCATION | 4C | LOCATION | 6C | LOCATION | 2c [ 4Cc [6c | 2c J4c[e6c | 2c | 4c[e6c | 2c | 4c[e6c[2c|4c|e6c[2c|4c|e6c[2c|4ac]|e6Cc[2c]4ac]|6C | 2c[4Cc | 6C | 2C [ 4C | 6C
3ph fit Nrw115  Trip Nrwk Fault 1 40% 40%  40% ALLIN 4.0CY 1.34 NRWK345 1.33 NRWK345  1.31 EDVN345 128 128 126 122 121 119 134 133 130 116 1.16 115 133 133 131 116 115 114 1.07 107 1.06 111 111 110 118 117 115 114 113 1.12
3ph fit Nrw115  Trip Nrwk Fault 2 40% 40%  40% ED-BS 4.0CY 1.31 EDVN345 1.30 EDVN345 1.25 EDVN345 123 122 119 118 118 114 130 129 125 116 1.16 113 131 130 125 1.07 1.07 1.07 1.04 1.04 1.03 1.07 1.07 1.05 115 1.14 111 111 110 1.08
3ph fit Nrw115  Trip Nrwk Fault 3 40% 40%  40% PL-LM 4.0CY 1.23 NRWK345 1.23 NRWK345  1.20 PLUM345 123 122 120 118 118 116 123 123 118 112 111 1.09 122 122 118 110 111 110 1.03 1.03 1.03 1.05 106 1.06 1.14 114 112 1.09 1.10 1.09
3ph fit Nrw115  Trip Nrwk Fault 4 40% 40% 40% LM-PV 4.0CY 1.25 NRWK345 1.19 NRWK345  1.18 PLUM345 122 119 118 118 115 114 125 119 118 112 1.09 1.09 125 119 117 111 110 1.10 1.03 1.03 1.03 1.07 1.06 1.06 1.14 111 110 1.11 1.08 1.08
3ph fit Nrw115  Trip Nrwk Fault 5 40% 40%  40% NH-LI 4.0CY 1.17 EDVN345 1.15 EDVN345 1.14 EDVN345 115 114 143 110 1.09 109 117 115 114 106 1.04 1.04 117 115 114 1.08 1.08 1.08 1.01 1.01 1.01 1.04 1.04 1.04 1.06 1.06 1.06 1.04 1.04 1.04
3ph fit Nrw115  Trip Nrwk Fault 6 50% 50% 50% ALLIN 4.0CY 1.29 NRWK345 1.27 NRWK345  1.25 NRWK345 128 126 123 124 122 119 129 127 125 114 113 111 129 127 125 1.16 1.15 1.14 1.07 1.07 1.07 112 112 111 125 122 119 119 117 115
3ph fit Nrw115  Trip Nrwk Fault 7 50% 50% 50% ED-BS 4.0CY 1.22 EDVN345 1.20 EDVN345 1.17 NRWK345 119 117 116 115 113 112 122 120 117 111 1.09 1.09 122 120 117 110 110 1.10 1.03 1.03 1.03 1.07 1.07 1.07 115 112 110 1.11 1.09 1.08
3ph fit Nrw115  Trip Nrwk Fault 8 50% 50% 50% PL-LM 4.0CY 1.20 PLUM345 1.18 PLUM345 1.16 PLUM345 120 1.18 116 1.16 1.13 111 119 118 1.16 1.10 1.10 1.08 1.19 1.18 1.16 1.12 1.12 1.11 1.04 1.04 1.03 1.07 1.07 1.06 1.15 112 1.10 1.10 1.08 1.07
3ph fit Nrw115  Trip Nrwk Fault 9 50% 50% 50% LM-PV 4.0CY 1.21 NRWK345 1.16 NRWK345  1.15 NRWK345 120 115 114 114 111 110 121 116 115 111 108 1.08 121 116 115 112 111 110 1.04 1.03 1.03 1.08 1.07 1.07 114 1.09 1.08 1.10 1.07 1.06
3ph fit Nrw115  Trip Nrwk Fault 10 50% 50% 50% NH-LI 4.0CY 1.17 PLUM345 1.14 PLUM345 1.13 PLUM345 117 114 113 112 110 1.09 117 114 112 1.08 105 1.04 116 1.14 112 111 110 110 1.03 1.02 1.02 1.07 1.06 1.06 1.10 1.08 1.08 1.07 1.06 1.06
3ph fit Nrw115  Trip Nrwk Fault 1" 70% 70% 70% ALLIN 4.0CY 1.36 ROCKY115 1.27 ROCKY115 1.25 ROCKY115 120 118 1417 119 117 117 118 116 115 114 113 112 118 1.16 115 114 113 112 1.06 1.05 1.05 119 115 115 122 119 118 136 127 1.25
3ph fit Nrw115  Trip Nrwk Fault 12 70% 70% 70% ED-BS 4.0CY 1.34 ROCKY115 1.22 ROCKY115 1.19 ROCKY115 123 117 115 121 117 115 123 117 114 115 111 1.09 123 1.17 114 115 114 113 1.07 1.07 106 119 1.16 1.14 123 118 1.15 1.34 122 1.19
3ph fit Nrw115  Trip Nrwk Fault 13 70% 70% 70% PL-LM 4.0CY 1.29 ROCKY115 1.19 ROCKY115 1.16 ROCKY115 123 117 114 123 117 114 120 114 112 113 1.09 1.07 119 114 112 113 112 112 1.06 1.05 1.05 115 113 112 123 117 114 129 119 1.16
3ph fit Nrw115  Trip Nrwk Fault 14 70% 70% 70% LM-PV 4.0CY 1.31 ROCKY115 1.21 ROCKY115 1.16 ROCKY115 118 113 110 117 113 111 115 111 109 111 108 106 1.15 1.11 110 1.12 111 110 1.05 1.04 1.04 117 113 111 120 114 111 131 121 1.16
3ph fit Nrw115  Trip Nrwk Fault 15 70% 70% 70% NH-LI 4.0CY 1.17 ROCKY115 1.13 ROCKY115 1.11 ROCKY115 112 110 1.09 112 1.09 108 1.10 1.08 1.07 1.07 1.04 1.03 1.10 1.08 1.07 110 1.09 1.09 1.03 103 1.02 112 110 1.09 112 110 1.08 1.17 113 1.1
3ph fit Nrw115  Trip Nrwk Fault 16 40% 40%  40% ALLIN 3.5CY 1.33 NRWK345 1.33 NRWK345  1.33 EDVN345 128 129 128 122 122 120 133 133 133 116 1.16 1.16 132 133 133 1.15 1.16 1.15 1.07 1.07 1.07 111 111 111 118 118 117 114 114 113
3ph fit Nrw115  Trip Nrwk Fault 17 40% 40% 40% ED-BS 3.5CY 1.36 EDVN345 1.32 EDVN345 1.28 EDVN345 127 124 121 122 119 116 134 131 127 118 117 115 136 132 128 1.09 108 1.07 1.05 105 1.04 1.09 108 1.07 118 1.16 113 1.14 1.11 1.09
3ph fit Nrw115  Trip Nrwk Fault 18 40% 40%  40% PL-LM 3.5CY 1.30 PLUM345 1.24 NRWK345  1.21 NRWK345 130 124 120 125 119 114 129 124 121 115 113 110 129 124 120 1.12 111 110 1.04 1.03 1.03 1.06 1.05 1.05 1.19 114 111 113 110 1.07
3ph fit Nrw115  Trip Nrwk Fault 19 40% 40% 40% LM-PV 3.5CY 1.25 NRWK345 1.23 NRWK345  1.19 NRWK345 121 119 117 116 114 112 125 123 119 112 111 1.08 124 122 119 110 110 1.09 1.03 1.02 1.02 1.07 106 1.05 112 111 1.09 1.10 1.09 1.07
3ph fit Nrw115  Trip Nrwk Fault 20 40% 40%  40% NH-LI 3.5CY 1.19 EDVN345 1.18 EDVN345 1.16 EDVN345 116 1.16 1.14 1.10 1.10 109 1.18 1.18 1.16 1.06 1.06 105 1.19 1.18 1.16 1.08 1.08 1.08 1.01 1.01 1.01 1.04 1.04 1.03 1.07 1.07 1.06 1.05 1.05 1.04
3ph fit Nrw115  Trip Nrwk Fault 21 50% 50% 50% ALLIN 3.5CY 1.29 NRWK345 1.29 NRWK345  1.27 NRWK345 127 127 125 123 123 121 129 129 127 114 113 112 129 129 127 116 116 1.15 1.07 1.08 1.08 113 113 112 124 124 122 119 118 117
3ph fit Nrw115  Trip Nrwk Fault 22 50% 50% 50% ED-BS 3.5CY 1.28 EDVN345 1.23 EDVN345 1.18 EDVN345 124 120 115 119 115 111 127 122 118 113 110 1.09 128 123 1.18 1.10 1.10 1.10 1.05 1.04 1.04 1.10 1.08 1.07 1.18 1.15 111 1.14 111 1.08
3ph fit Nrw115  Trip Nrwk Fault 23 50% 50% 50% PL-LM 3.5CY 1.23 PLUM345 1.18 PLUM345 1.15 PLUM345 123 118 115 118 113 111 121 116 115 110 1.09 1.08 120 1.16 115 112 111 110 1.04 1.04 1.03 1.08 1.07 1.06 1.16 1.12 110 1.11 1.09 1.07
3ph fit Nrw115  Trip Nrwk Fault 24 50% 50% 50% LM-PV 3.5CY 1.17 NRWK345 1.16 EDVN345 1.15 NRWK345 117 115 114 112 111 110 117 116 115 1.08 1.08 1.07 117 1.16 1.15 1.11 1.10 1.10 1.04 1.03 1.02 1.08 1.07 1.06 1.12 1.10 1.09 1.09 1.08 1.06
3ph fit Nrw115  Trip Nrwk Fault 25 50% 50% 50% NH-LI 3.5CY 1.14 PLUM345 1.14 PLUM345 1.13 PLUM345 114 114 1413 1.09 110 109 1.14 114 112 1.04 1.04 1.03 113 113 112 1.09 1.09 1.09 1.01 102 1.02 1.05 105 1.05 1.06 1.07 1.07 1.04 1.05 1.05
3ph fit Nrw115  Trip Nrwk Fault 26 70% 70% 70% ALLIN 3.5CY 1.32 ROCKY115 1.28 ROCKY115 1.26 ROCKY115 120 1.18 117 120 117 116 118 1.16 1.15 113 113 112 1.18 1.16 1.15 1.15 1.14 113 1.08 1.07 1.06 120 1.17 115 122 118 118 132 1.28 1.26
3ph fit Nrw115  Trip Nrwk Fault 27 70% 70% 70% ED-BS 3.5CY 1.26 ROCKY115 1.24 ROCKY115 1.21 ROCKY115 119 118 115 118 1.16 115 1.20 117 114 112 110 1.08 120 1.16 1.14 115 115 114 1.09 1.08 1.07 120 118 1.16 119 117 115 126 1.24 1.21
3ph fit Nrw115  Trip Nrwk Fault 28 70% 70% 70% PL-LM 3.5CY 1.24 ROCKY115 1.20 ROCKY115 1.17 ROCKY115 121 117 114 118 1.16 1.14 118 115 112 111 1.09 1.07 117 114 112 114 113 112 1.08 1.06 1.05 1.16 1.14 113 1.18 1.16 1.13 1.24 120 117
3ph fit Nrw115  Trip Nrwk Fault 29 70% 70% 70% LM-PV 3.5CY 1.25 ROCKY115 1.20 ROCKY115 1.17 ROCKY115 116 113 111 115 112 110 114 112 110 110 1.08 1.07 115 112 111 1143 111 110 1.06 1.05 1.04 116 113 111 115 113 111 125 1.20 1.17
3ph fit Nrw115  Trip Nrwk Fault 30 70% 70%  70% NH-LI 3.5CY 1.23 ROCKY115 1.13 ROCKY115 1.12 ROCKY115 113 1.09 1.08 1.14 109 108 111 107 106 107 103 102 112 1.08 1.07 1.12 1.10 1.09 1.04 1.03 1.02 1.14 110 1.09 1.16 1.09 1.08 123 113 1.12
3ph fit PIm115  Trip Plum Fault 1 40% 40%  40% ALLIN 4.0CY 1.22 EDVN345 1.19 PLUM345 1.17 PLUM345 122 119 117 120 118 115 122 118 116 112 1.10 1.08 122 118 1.16 1.12 110 1.09 1.04 103 1.02 1.07 106 105 114 113 111 111 110 1.09
3ph fit PIm115  Trip Plum Fault 2 40% 40%  40% ED-BS 4.0CY 1.19 PLUM345 1.16 EDVN345 1.16 EDVN345 119 115 113 117 113 112 119 116 1.16 1.10 1.08 1.09 1.19 1.16 1.16 1.07 1.07 1.07 1.02 1.02 1.02 1.05 1.04 1.04 112 1.09 1.08 1.09 1.07 1.05
3ph fit PIm115  Trip Plum Fault 3 40% 40%  40% PL-LM 4.0CY 1.18 PLUM345 1.16 NRWK345 1.16 EDVN345 1.18 115 114 115 112 111 118 116 1.16 1.09 1.08 1.08 1.18 1.16 1.16 1.10 1.09 1.09 1.03 1.02 1.02 1.05 1.04 1.04 111 1.08 1.08 1.08 1.05 1.05
3ph fit PIm115  Trip Plum Fault 4 40% 40% 40% LM-PV 4.0CY 1.17 NRWK345 1.15 NRWK345  1.14 NRWK345 116 112 112 113 1.09 109 117 115 114 1.08 1.07 1.07 116 1.14 1.14 1.09 1.08 1.08 1.02 1.01 1.01 1.04 1.03 1.03 1.08 1.06 1.06 1.06 1.04 1.04
3ph fit PIm115  Trip Plum Fault 5 40% 40%  40% NH-LI 4.0CY 1.16 PLUM345 1.14 EDVN345 1.13 EDVN345 116 112 111 116 111 109 115 113 113 1.06 1.04 1.04 115 1.14 113 1.08 1.08 1.07 1.01 101 1.01 1.03 103 1.02 111 1.07 1.05 1.08 1.04 1.03
3ph fit PIm115  Trip Plum Fault 6 50% 50% 50% ALLIN 4.0CY 1.20 EDVN345 1.16 STONY115 1.15 PLUM345 119 115 115 114 112 143 119 115 115 111 1.08 1.08 120 1.16 1.15 1.12 111 111 1.04 1.03 1.03 1.08 1.08 1.08 1.17 116 1.15 113 112 1.11
3ph fit PIm115  Trip Plum Fault 7 50% 50% 50% ED-BS 4.0CY 1.17 NRWK345 1.14 EDVN345 1.13 NRWK345 116 113 143 117 111 111 117 113 143 1.09 1.07 1.07 117 114 113 110 1.09 1.09 1.04 103 1.02 1.09 107 1.07 116 112 110 1.12 1.09 1.07
3ph fit PIm115  Trip Plum Fault 8 50% 50% 50% PL-LM 4.0CY 1.18 EDVN345 1.14 PLUM345 1.14 PLUM345 118 1.14 114 116 112 111 118 113 112 1.09 1.07 106 1.18 1.12 111 1.11 1.09 1.09 1.03 1.02 1.02 1.07 1.06 1.06 1.17 1.10 1.08 1.12 1.07 1.06
3ph fit PIm115  Trip Plum Fault 9 50% 50% 50% LM-PV 4.0CY 1.15 EDVN345 1.12 PLUM345 1.11 PLUM345 115 112 111 114 109 108 115 111 110 1.07 105 1.05 115 110 110 1.10 1.08 1.08 1.02 1.01 1.01 1.07 105 1.05 113 1.06 1.05 1.10 1.04 1.03
3ph fit PIm115  Trip Plum Fault 10 50% 50% 50% NH-LI 4.0CY 1.13 EDVN345 1.11 PLUM345 1.11 PLUM345 113 111 111 109 109 109 113 111 110 1.03 102 102 113 1.11 110 1.09 1.08 1.08 1.01 1.01 1.00 1.06 1.05 1.05 1.12 1.09 1.07 1.09 1.06 1.05
3ph fit PIm115  Trip Plum Fault 1 70% 70% 70% ALLIN 4.0CY 1.35 ROCKY115 1.24 ROCKY115 1.22 ROCKY115 119 113 114 120 114 143 117 113 113 110 1.08 1.08 117 113 113 114 112 112 1.06 1.05 1.05 117 113 113 126 116 115 135 1.24 1.22
3ph fit PIm115  Trip Plum Fault 12 70% 70% 70% ED-BS 4.0CY 1.26 ROCKY115 1.18 ROCKY115 1.16 ROCKY115 117 113 112 118 112 110 116 113 111 1.09 1.07 106 115 112 111 113 113 112 1.06 1.05 1.05 114 113 112 119 113 111 126 1.18 1.16
3ph fit PIm115  Trip Plum Fault 13 70% 70% 70% PL-LM 4.0CY 1.24 ROCKY115 1.18 ROCKY115 1.16 ROCKY115 116 113 112 116 111 110 114 112 111 1.08 1.07 1.06 114 112 111 113 112 112 1.05 1.05 1.04 113 112 111 117 111 1.09 124 118 1.16
3ph fit PIm115  Trip Plum Fault 14 70% 70% 70% LM-PV 4.0CY 1.22 ROCKY115 1.17 ROCKY115 1.15 ROCKY115 114 112 111 112 110 109 113 111 110 1.07 106 106 113 1.11 110 1.12 111 111 1.04 1.04 103 113 112 111 114 1.09 1.08 122 117 1.15
3ph fit PIm115  Trip Plum Fault 15 70% 70% 70% NH-LI 4.0CY 1.25 ROCKY115 1.15 ROCKY115 1.14 ROCKY115 114 110 110 113 1.08 1.07 113 1.09 1.08 105 1.02 1.01 113 1.09 108 112 110 1.10 1.03 1.03 1.02 1.14 110 1.10 1.14 1.08 1.07 125 1.15 1.14
3ph fit PIm115  Trip Plum Fault 16 40% 40% 40% ALLIN 3.5CY 1.19 NRWK345 1.18 PLUM345 1.17 PLUM345 118 1.18 117 115 116 115 119 118 1.16 1.11 1.09 1.08 1.19 1.17 1.16 1.10 1.09 1.09 1.03 1.02 1.02 1.06 1.05 1.04 1.10 1.11 111 1.07 1.08 1.08
3ph fit PIm115  Trip Plum Fault 17 40% 40% 40% ED-BS 3.5CY 1.20 NRWK345 1.17 EDVN345 1.16 EDVN345 118 116 113 1.14 115 112 120 116 1.16 111 1.08 1.08 120 1.17 116 1.07 1.07 1.07 1.03 102 1.02 1.05 105 1.04 110 1.10 1.08 1.06 1.07 1.05
3ph fit PIm115  Trip Plum Fault 18 40% 40%  40% PL-LM 3.5CY 1.17 NRWK345 1.15 PLUM345 1.15 EDVN345 116 1.15 115 113 113 113 117 115 115 1.09 1.08 1.08 1.16 1.15 1.15 1.09 1.09 1.09 1.03 1.02 1.02 1.05 1.04 1.04 110 1.09 1.09 1.06 1.07 1.07
3ph fit PIm115  Trip Plum Fault 19 40% 40% 40% LM-PV 3.5CY 1.15 EDVN345 1.15 EDVN345 1.14 NRWK345 1.14 114 1413 112 111 110 114 114 114 1.07 1.07 1.07 115 115 114 1.08 1.08 1.07 1.02 101 1.01 1.04 1.04 1.04 1.08 1.07 1.07 1.05 1.05 1.05
3ph fit PIm115  Trip Plum Fault 20 40% 40%  40% NH-LI 3.5CY 1.14 PLUM345 1.14 EDVN345 1.13 EDVN345 114 113 111 112 112 110 113 113 113 1.04 1.04 1.04 113 1.14 113 1.07 1.07 1.07 1.00 1.00 1.00 1.02 1.02 1.02 1.08 1.08 1.05 1.05 1.05 1.03
3ph fit PIm115  Trip Plum Fault 21 50% 50% 50% ALLIN 3.5CY 1.16 EDVN345 1.16 STONY115 1.16 STONY115 1.15 114 115 112 113 112 116 115 1.15 1.08 1.08 1.08 1.16 1.16 115 111 111 111 1.04 103 1.03 1.07 1.08 1.08 1.15 116 1.16 1.12 112 1.12
3ph fit PIm115  Trip Plum Fault 22 50% 50% 50% ED-BS 3.5CY 1.18 NRWK345 1.14 STONY115  1.13 NRWK345 115 113 112 111 110 109 118 1.14 113 1.09 1.07 1.07 117 1.14 113 1.09 1.09 1.09 1.03 1.03 1.03 1.08 1.07 1.07 1.15 1.14 111 111 111 1.09
3ph fit PIm115  Trip Plum Fault 23 50% 50% 50% PL-LM 3.5CY 1.14 STONY115 1.13 PLUM345 1.13 PLUM345 113 113 143 111 1.09 109 114 112 111 107 1.06 1.05 114 112 111 110 110 1.09 1.03 1.03 1.02 1.06 1.06 1.06 1.14 112 1.09 1.10 1.09 1.06
3ph fit PIm115  Trip Plum Fault 24 50% 50% 50% LM-PV 35CY 1.12 STONY115 1.11 EDVN345 1.11 PLUM345 112 111 111 109 108 107 112 111 110 1.06 1.05 1.04 112 111 110 1.09 1.09 1.08 1.02 1.02 1.02 1.05 1.05 1.05 1.12 1.08 1.05 1.09 1.06 1.04
3ph fit PIm115  Trip Plum Fault 25 50% 50% 50% NH-LI 3.5CY 1.12 STONY115 1.11 STONY115 1.11 PLUM345 111 111 111 108 1.08 108 1.10 111 110 102 1.02 1.02 111 111 110 1.08 1.08 1.08 1.01 101 1.01 1.05 105 1.05 112 111 1.08 1.09 1.08 1.06
3ph fit PIm115  Trip Plum Fault 26 70% 70% 70% ALLIN 3.5CY 1.32 ROCKY115 1.25 ROCKY115 1.23 ROCKY115 116 1.14 113 117 115 114 115 113 113 1.09 1.08 108 1.16 1.13 1.13 1.13 1.13 112 1.06 1.05 1.05 116 1.13 113 123 116 1.16 132 125 1.23
3ph fit PIm115  Trip Plum Fault 27 70% 70% 70% ED-BS 3.5CY 1.25 ROCKY115 1.20 ROCKY115 1.17 ROCKY115 115 113 112 117 113 111 114 113 112 1.08 1.07 1.07 114 113 112 1143 113 112 1.06 1.05 1.05 1.14 113 112 117 114 112 125 120 117
3ph fit PIm115  Trip Plum Fault 28 70% 70% 70% PL-LM 3.5CY 1.23 ROCKY115 1.19 ROCKY115 1.18 ROCKY115 114 112 112 114 112 111 143 112 111 1.08 1.07 1.06 113 1.13 112 1.12 112 112 105 1.05 1.04 112 112 112 117 113 110 123 119 1.18
3ph fit PIm115  Trip Plum Fault 29 70% 70% 70% LM-PV 3.5CY 1.21 ROCKY115 1.17 ROCKY115 1.16 ROCKY115 113 112 111 112 111 110 114 111 111 1.08 1.06 1.06 114 112 111 112 111 111 1.05 1.04 1.04 115 112 111 116 110 1.09 121 117 1.16
3ph fit PIm115  Trip Plum Fault 30 70% 70%  70% NH-LI 3.5CY 1.25 ROCKY115 1.15 ROCKY115 1.15 ROCKY115 113 1.10 1.10 1.12 1.08 1.08 1.12 109 109 104 102 102 113 1.09 109 1.11 110 1.10 1.04 1.03 1.03 1.13 110 1.10 1.16 1.09 1.08 125 115 1.15
3ph fault Sngr  Trip Sngr-Nrwk 1 40% 40%  40% ALLIN 4.0CY 1.17 PLUM345 1.21 NRWK345  1.23 PLUM345 117 120 123 114 115 118 117 121 122 112 110 112 116 121 122 110 110 112 1.05 1.03 1.05 1.07 106 1.08 1.11 110 112 1.09 1.07 1.10
3ph fault Sngr  Trip Sngr-Nrwk 2 40% 40%  40% ED-BS 4.0CY 1.21 PLUM345 1.29 EDVN345 1.32 EDVN345 121 126 129 117 120 123 121 129 131 111 114 115 121 129 132 1.07 1.08 1.10 1.03 1.03 1.05 1.06 1.07 1.08 1.13 1.14 117 110 1.10 1.13
3ph fault Sngr  Trip Sngr-Nrwk 3 40% 40%  40% PL-LM 4.0CY 1.20 PLUM345 1.26 PLUM345 1.29 PLUM345 120 126 129 117 119 122 119 124 126 111 111 114 119 123 126 110 111 111 1.04 1.04 105 1.06 1.06 1.07 113 114 116 1.10 111 1.12




CASE #:

GE - B-N 1 HPFF, M-N 2 XLPE (OLD CASE 5)

Rev. 1 (added Sngr-Nrwk)

DATE:

12/15/2004

DONE BY: E. R. PRATICO, GE ENERGY NOTE: 2Cis 0.13-0.175,4Cis 0.17 - 0.21 s, 6C is 0.21 - 0.25 s (max. voltage - pu)
SWITCHING EVENT SYSTEM CONDITIONS MAXIMUM TOV TOV
SIM. | LOAD SHUNT| LINE |FAULT, PLUM345 PLUM115 NRWK345 NRWK115 EDVN345 BSCK345 ESHR115 FRBG115 STONY115 ROCKY115
TYPE LOCATION CASE | LEVEL | CAPS| REACS| OUT |CLEAR| 2C | LOCATION | 4C | LOCATION | 6C | LOCATION | 2c [ 4Cc [6c | 2c J4c[e6c | 2c | 4c[e6c | 2c | 4c[e6c[2c|4c|e6c[2c|4c|e6c[2c|4ac]|e6Cc[2c]4ac]|6C | 2c[4Cc | 6C | 2C [ 4C | 6C

3ph fault Sngr  Trip Sngr-Nrwk 4 40% 40% 40% LM-PV 4.0CY 1.17 PLUM345 1.15 PLUM345 1.18 PLUM345 117 115 118 112 111 114 115 114 115 1.08 1.07 1.08 1.15 115 116 1.09 1.09 1.09 1.02 1.04 1.04 1.06 1.06 1.06 1.09 1.07 1.08 1.07 1.07 1.06
3ph fault Sngr  Trip Sngr-Nrwk 5 40% 40%  40% NH-LI 4.0CY 1.13 NRWK345 1.14 PLUM345 1.16 PLUM345 112 114 116 1.08 110 112 113 113 1.14 1.02 1.03 1.05 112 1.14 1.15 1.07 1.08 1.09 1.01 1.02 1.04 1.03 1.05 1.05 1.05 1.06 1.08 1.04 1.04 1.04
3ph fault Sngr  Trip Sngr-Nrwk 6 50% 50% 50% ALLIN 4.0CY 1.21 PLUM345 1.21 PLUM345 1.21 PLUM345 121 121 121 115 117 118 118 119 120 1.07 1.08 110 115 1.18 119 1.09 110 1.12 1.03 1.04 1.06 1.06 1.08 1.10 114 119 121 110 112 1.15
3ph fault Sngr  Trip Sngr-Nrwk 7 50% 50% 50% ED-BS 4.0CY 1.18 STONY115 1.26 NRWK345  1.28 NRWK345 117 126 127 115 122 124 116 126 128 109 113 115 115 126 128 1.10 1.11 112 1.04 1.06 1.07 1.09 110 111 118 125 126 1.14 119 1.19
3ph fault Sngr  Trip Sngr-Nrwk 8 50% 50% 50% PL-LM 4.0CY 1.16 PLUM345 1.26 STONY115  1.28 PLUM345 116 126 128 113 121 123 112 122 123 1.07 111 114 112 121 123 110 112 113 1.04 105 1.06 1.08 1.09 1.09 115 126 127 110 117 1.18
3ph fault Sngr  Trip Sngr-Nrwk 9 50% 50% 50% LM-PV 4.0CY 1.15 STONY115 1.18 STONY115 1.18 STONY115 112 116 117 110 1.14 115 111 113 115 1.06 1.05 1.05 111 1.13 1.15 1.09 1.08 1.08 1.03 1.03 1.03 1.08 1.05 1.06 1.15 1.18 1.18 1.09 111 1.12
3ph fault Sngr  Trip Sngr-Nrwk 10 50% 50% 50% NH-LI 4.0CY 1.13 PLUM345 1.14 PLUM345 1.15 STONY115 113 114 114 108 111 111 110 111 112 1.01 1.02 1.01 109 112 112 1.08 107 1.08 1.01 103 1.03 1.06 105 105 110 1.13 115 1.05 1.08 1.10
3ph fault Sngr  Trip Sngr-Nrwk 11 70% 70% 70% ALLIN 4.0CY 1.41 ROCKY115 1.47 ROCKY115 1.49 ROCKY115 125 125 123 126 125 125 121 119 118 115 113 113 120 1.18 1.18 1.15 1.15 1.14 1.08 1.07 1.06 1.18 121 123 127 129 129 141 147 149
3ph fault Sngr  Trip Sngr-Nrwk 12 70% 70% 70% ED-BS 4.0CY 1.31 ROCKY115 1.35 ROCKY115 1.35 ROCKY115 123 122 119 123 123 120 120 119 117 115 113 111 119 118 116 1.15 114 113 1.07 1.07 1.06 1.17 118 118 121 122 121 131 135 1.35
3ph fault Sngr  Trip Sngr-Nrwk 13 70% 70% 70% PL-LM 4.0CY 1.36 ROCKY115 1.38 ROCKY115 1.35 ROCKY115 126 124 120 128 125 121 121 118 116 115 112 111 119 117 116 1.14 113 112 1.06 1.06 1.05 1.16 1.16 1.15 125 126 124 136 138 1.35
3ph fault Sngr  Trip Sngr-Nrwk 14 70% 70% 70% LM-PV 4.0CY 1.40 ROCKY115 1.37 ROCKY115 1.34 ROCKY115 122 120 116 126 121 118 118 115 113 113 111 110 118 115 113 1.14 112 111 1.07 1.05 1.04 125 118 117 125 123 1.21 140 137 1.34
3ph fault Sngr  Trip Sngr-Nrwk 15 70% 70% 70% NH-LI 4.0CY 1.36 ROCKY115 1.38 ROCKY115 1.36 ROCKY115 121 118 115 122 119 1417 115 1413 111 110 1.08 1.06 1.15 1.13 112 1.13 112 111 1.05 1.04 1.03 117 118 117 120 121 121 136 138 1.36
3ph fault Sngr  Trip Sngr-Nrwk 16 40% 40% 40% ALLIN 3.5CY 1.22 NRWK345 1.22 NRWK345  1.23 PLUM345 120 121 123 118 116 118 122 122 122 117 112 111 121 121 122 111 1.09 110 1.07 1.05 1.04 1.09 107 1.07 116 111 112 112 1.08 1.09
3ph fault Sngr  Trip Sngr-Nrwk 17 40% 40% 40% ED-BS 3.5CY 1.21 NRWK345 1.28 NRWK345  1.30 NRWK345 119 125 127 114 119 121 121 128 130 110 112 115 121 128 129 1.08 1.08 1.10 1.04 1.03 1.05 1.06 1.06 1.08 1.10 1.13 1.16 1.07 1.10 1.12
3ph fault Sngr  Trip Sngr-Nrwk 18 40% 40%  40% PL-LM 3.5CY 1.19 PLUM345 1.28 PLUM345 1.32 PLUM345 119 128 132 116 121 124 119 124 128 110 111 116 118 122 126 111 111 112 1.04 103 1.05 1.06 1.06 1.07 113 116 119 1.10 1.10 1.14
3ph fault Sngr  Trip Sngr-Nrwk 19 40% 40% 40% LM-PV 3.5CY 1.13 NRWK345 1.15 PLUM345 1.16 PLUM345 113 115 116 1.10 111 112 113 114 115 1.08 1.06 1.08 1.13 1.14 115 1.09 1.09 1.10 1.03 1.03 1.04 1.05 1.06 1.06 1.08 1.07 1.08 1.06 1.07 1.07
3ph fault Sngr  Trip Sngr-Nrwk 20 40% 40%  40% NH-LI 3.5CY 1.12 PLUM345 1.14 PLUM345 1.15 PLUM345 112 114 115 1.09 1.09 111 112 113 113 1.06 1.01 1.05 112 114 114 1.08 1.07 1.09 1.02 100 1.03 1.04 1.04 1.05 1.07 1.05 1.06 1.05 1.03 1.05
3ph fault Sngr  Trip Sngr-Nrwk 21 50% 50% 50% ALLIN 3.5CY 1.19 PLUM345 1.20 PLUM345 1.20 PLUM345 119 120 120 1.14 117 147 117 118 119 112 1.08 1.09 115 1.18 1.19 1.11 110 111 1.05 1.03 1.05 1.11 1.07 1.09 114 118 119 112 111 113
3ph fault Sngr  Trip Sngr-Nrwk 22 50% 50% 50% ED-BS 3.5CY 1.20 PLUM345 1.25 NRWK345  1.28 NRWK345 120 124 127 115 120 122 120 125 128 1.08 1.13 116 118 124 127 110 111 112 1.04 1.05 1.08 1.07 110 112 116 120 122 111 115 117
3ph fault Sngr  Trip Sngr-Nrwk 23 50% 50% 50% PL-LM 3.5CY 1.17 PLUM345 1.28 PLUM345 1.30 PLUM345 117 128 130 114 123 126 115 124 126 108 112 115 114 123 125 1.11 113 1.14 1.04 105 1.06 1.07 1.09 110 1.17 121 124 111 114 117
3ph fault Sngr  Trip Sngr-Nrwk 24 50% 50% 50% LM-PV 3.5CY 1.11 PLUM345 1.16 PLUM345 1.17 PLUM345 111 116 117 1.07 113 113 1.09 114 115 1.06 1.05 1.06 1.09 1.14 115 109 108 1.08 1.03 103 1.03 1.06 1.05 1.05 111 115 116 1.07 1.09 1.10
3ph fault Sngr  Trip Sngr-Nrwk 25 50% 50% 50% NH-LI 3.5CY 1.11 PLUM345 1.14 PLUM345 1.14 PLUM345 111 114 114 108 111 111 109 111 112 1.02 1.01 101 110 112 112 1.09 1.07 1.09 1.02 1.01 1.03 1.06 1.04 1.06 1.08 1.12 113 1.05 1.07 1.09
3ph fault Sngr  Trip Sngr-Nrwk 26 70% 70% 70% ALLIN 3.5CY 1.42 ROCKY115 1.46 ROCKY115 1.47 ROCKY115 123 122 121 122 123 123 120 119 117 112 112 112 119 118 118 1.16 1.16 1.15 110 1.09 1.08 1.18 120 1.22 127 129 129 142 146 147
3ph fault Sngr  Trip Sngr-Nrwk 27 70% 70% 70% ED-BS 3.5CY 1.36 ROCKY115 1.32 ROCKY115 1.32 ROCKY115 122 119 118 120 119 118 120 117 116 113 112 111 120 117 115 1.16 1.15 114 1.09 1.08 1.07 119 119 119 120 120 119 136 132 1.32
3ph fault Sngr  Trip Sngr-Nrwk 28 70% 70% 70% PL-LM 3.5CY 1.31 ROCKY115 1.34 ROCKY115 1.31 ROCKY115 123 121 118 123 121 119 119 116 114 112 111 110 117 116 114 115 114 113 1.08 1.07 1.06 1.17 117 116 118 121 1.20 131 1.34 1.31
3ph fault Sngr  Trip Sngr-Nrwk 29 70% 70% 70% LM-PV 3.5CY 1.33 ROCKY115 1.34 ROCKY115 1.31 ROCKY115 122 116 115 120 118 1.15 1.18 1.14 112 112 110 1.09 1.18 1.14 112 1.14 113 112 1.07 1.06 1.05 1.16 1.15 1.15 1.17 1.18 1.18 133 1.34 1.31
3ph fault Sngr  Trip Sngr-Nrwk 30 70% 70% 70% NH-LI 3.5CY 1.35 ROCKY115 1.35 ROCKY115 1.34 ROCKY115 117 115 114 116 116 115 113 112 111 1.07 1.06 1.05 114 112 111 113 113 112 1.06 1.05 1.04 115 115 115 117 117 117 135 135 1.34
2ph fault Sngr  Trip Sngr-Nrwk 1 40% 40%  40% ALLIN 4.0CY 1.20 NRWK345 1.20 NRWK345  1.20 NRWK345 120 118 119 119 117 114 120 120 120 115 115 115 119 120 119 1.13 113 1.13 1.07 1.08 1.08 111 111 110 117 115 112 114 113 1.10
2ph fault Sngr  Trip Sngr-Nrwk 2 40% 40%  40% ED-BS 4.0CY 1.18 EDVN345 1.31 EDVN345 1.37 EDVN345 115 127 134 114 120 127 116 131 136 113 1.15 119 118 131 137 1.08 1.09 110 1.05 105 1.05 1.08 108 1.10 1.13 115 120 111 111 1.15
2ph fault Sngr  Trip Sngr-Nrwk 3 40% 40%  40% PL-LM 4.0CY 1.28 PLUM345 1.36 PLUM345 1.40 PLUM345 128 136 140 121 128 131 124 133 137 114 116 119 122 131 135 1.10 1.13 1.13 1.06 1.05 1.04 1.08 1.06 1.07 1.16 121 123 112 114 1.16
2ph fault Sngr  Trip Sngr-Nrwk 4 40% 40% 40% LM-PV 4.0CY 1.18 PLUM345 1.17 PLUM345 1.20 PLUM345 118 117 120 116 112 114 118 117 118 112 1.09 1.09 117 117 118 111 1.09 1.09 1.06 104 1.03 110 1.06 1.05 1.14 1.09 110 1.12 1.07 1.07
2ph fault Sngr  Trip Sngr-Nrwk 5 40% 40%  40% NH-LI 4.0CY 1.14 EDVN345 1.14 PLUM345 1.17 PLUM345 113 114 117 112 108 111 114 1413 115 112 111 1.08 1.14 113 1.15 1.09 1.09 1.09 1.05 1.05 1.04 1.07 1.07 1.05 111 1.07 1.08 1.09 1.07 1.06
2ph fault Sngr  Trip Sngr-Nrwk 6 50% 50% 50% ALLIN 4.0CY 1.20 PLUM345 1.20 STONY115 1.22 STONY115 120 119 121 118 116 118 117 117 119 113 113 111 116 116 118 113 112 112 1.09 1.09 1.08 112 112 111 117 120 1.22 114 116 1.17
2ph fault Sngr  Trip Sngr-Nrwk 7 50% 50% 50% ED-BS 4.0CY 1.22 PLUM345 1.33 PLUM345 1.35 EDVN345 122 133 135 118 129 131 121 133 135 110 117 119 121 132 135 1.10 1.12 113 1.05 1.07 1.08 1.08 1.14 1.15 118 131 134 113 124 1.26
2ph fault Sngr  Trip Sngr-Nrwk 8 50% 50% 50% PL-LM 4.0CY 1.32 PLUM345 1.38 PLUM345 1.38 PLUM345 132 138 138 125 133 133 127 132 132 115 117 117 126 131 132 114 115 115 1.07 1.06 1.06 1.10 110 1.10 125 133 1.34 117 123 1.24
2ph fault Sngr  Trip Sngr-Nrwk 9 50% 50% 50% LM-PV 4.0CY 1.20 STONY115 1.21 STONY115 1.21 STONY115 119 119 119 115 117 116 118 1.16 1.16 1.12 1.09 1.07 1.18 1.17 117 1.14 112 110 1.07 1.06 1.05 1.12 1.09 1.08 120 121 121 114 115 1.15
2ph fault Sngr  Trip Sngr-Nrwk 10 50% 50% 50% NH-LI 4.0CY 1.13 STONY115 1.16 STONY115 1.17 STONY115 113 115 114 110 111 111 112 112 112 1.06 1.03 1.01 112 112 112 110 1.09 1.09 1.04 103 1.02 1.07 107 1.07 113 116 117 1.09 112 1.12
2ph fault Sngr  Trip Sngr-Nrwk 11 70% 70% 70% ALLIN 4.0CY 1.46 ROCKY115 1.49 ROCKY115 1.48 ROCKY115 131 128 125 133 129 127 126 124 121 119 116 114 125 123 121 122 120 119 115 113 111 128 128 127 134 132 130 146 149 148
2ph fault Sngr  Trip Sngr-Nrwk 12 70% 70% 70% ED-BS 4.0CY 1.40 ROCKY115 1.39 ROCKY115 1.39 ROCKY115 125 122 119 126 123 119 121 120 117 114 112 110 122 120 117 118 117 116 112 111 1.09 126 125 123 127 126 123 140 139 1.39
2ph fault Sngr  Trip Sngr-Nrwk 13 70% 70% 70% PL-LM 4.0CY 1.41 ROCKY115 1.38 ROCKY115 1.36 ROCKY115 128 125 120 128 125 120 123 120 118 117 113 111 122 120 1.18 1.18 1.17 115 111 110 1.08 123 121 119 130 127 123 141 138 1.36
2ph fault Sngr  Trip Sngr-Nrwk 14 70% 70% 70% LM-PV 4.0CY 1.42 ROCKY115 1.33 ROCKY115 1.32 ROCKY115 125 121 117 125 121 1147 120 117 114 115 111 1.09 120 117 115 117 115 114 111 1.08 1.07 131 122 120 127 123 1.20 142 133 1.32
2ph fault Sngr  Trip Sngr-Nrwk 15 70% 70% 70% NH-LI 4.0CY 1.34 ROCKY115 1.36 ROCKY115 1.35 ROCKY115 122 119 115 124 119 115 118 1.16 113 113 1.08 1.06 1.18 1.16 1.14 1.17 1.16 1.14 110 1.08 1.06 126 122 120 124 122 119 134 136 135
2ph fault Sngr  Trip Sngr-Nrwk 16 40% 40% 40% ALLIN 3.5CY 1.16 EDVN345 1.20 NRWK345  1.22 PLUM345 116 119 122 115 113 117 116 120 122 113 113 113 116 119 121 111 112 112 1.06 1.07 1.08 110 1.09 1.09 114 112 113 112 110 1.10
2ph fault Sngr  Trip Sngr-Nrwk 17 40% 40%  40% ED-BS 3.5CY 1.21 EDVN345 1.34 EDVN345 1.37 EDVN345 117 132 136 110 124 129 121 134 137 111 117 120 121 134 137 1.07 1.09 110 1.04 1.04 105 1.06 1.08 1.10 1.10 1.18 122 1.08 113 1.17
2ph fault Sngr  Trip Sngr-Nrwk 18 40% 40%  40% PL-LM 3.5CY 1.30 PLUM345 1.39 PLUM345 1.40 PLUM345 130 139 140 123 130 131 126 135 136 113 1.18 119 125 134 135 111 113 113 1.04 103 1.03 1.05 106 1.06 117 122 122 110 115 1.15
2ph fault Sngr  Trip Sngr-Nrwk 19 40% 40% 40% LM-PV 3.5CY 1.16 NRWK345 1.20 PLUM345 1.21 PLUM345 116 120 121 114 115 116 1.16 1.18 1.18 1.10 1.08 1.09 1.16 1.18 1.18 1.09 1.09 1.08 1.05 1.04 1.03 1.08 1.05 1.04 111 1.09 111 1.09 1.07 1.08
2ph fault Sngr  Trip Sngr-Nrwk 20 40% 40%  40% NH-LI 3.5CY 1.11 EDVN345 1.17 PLUM345 1.18 PLUM345 110 1.17 118 1.09 111 143 111 115 115 111 1.09 1.07 111 115 115 1.08 1.08 1.08 1.04 105 1.04 1.06 1.06 1.05 1.09 1.07 1.09 1.07 1.05 1.07
2ph fault Sngr  Trip Sngr-Nrwk 21 50% 50% 50% ALLIN 3.5CY 1.17 PLUM345 1.21 PLUM345 1.23 STONY115 117 121 121 114 118 119 114 119 119 111 111 111 113 117 119 1.11 112 113 1.08 1.08 1.08 111 111 111 116 121 123 113 1.16 1.18
2ph fault Sngr  Trip Sngr-Nrwk 22 50% 50% 50% ED-BS 3.5CY 1.27 PLUM345 1.34 PLUM345 1.35 NRWK345 127 134 135 122 130 130 126 134 135 112 118 118 125 134 135 110 112 113 1.05 1.07 1.07 1.09 114 115 124 134 134 117 126 1.26
2ph fault Sngr  Trip Sngr-Nrwk 23 50% 50% 50% PL-LM 3.5CY 1.36 PLUM345 1.38 PLUM345 1.38 PLUM345 136 138 138 129 133 132 129 132 131 115 117 117 128 131 131 1.14 115 114 1.07 1.05 1.05 1.09 1.09 1.09 128 134 132 119 124 122
2ph fault Sngr  Trip Sngr-Nrwk 24 50% 50% 50% LM-PV 3.5CY 1.19 STONY115 1.22 STONY115 1.21 STONY115 118 120 119 116 117 116 117 117 117 1.09 1.08 1.06 117 117 117 1143 111 110 1.07 1.05 1.04 110 1.09 1.08 119 122 121 113 116 1.15
2ph fault Sngr  Trip Sngr-Nrwk 25 50% 50% 50% NH-LI 3.5CY 1.15 STONY115 1.17 STONY115 1.16 STONY115 114 115 114 110 111 111 112 143 143 1.05 1.02 100 111 112 112 1.09 1.09 1.09 1.03 1.02 1.02 1.07 1.07 1.07 115 117 116 1.10 113 1.12
2ph fault Sngr  Trip Sngr-Nrwk 26 70% 70% 70% ALLIN 3.5CY 1.51 ROCKY115 1.50 ROCKY115 1.50 ROCKY115 130 128 1256 132 129 126 124 123 121 117 115 114 124 122 121 121 120 118 114 112 110 131 129 127 134 132 130 151 150 1.50
2ph fault Sngr  Trip Sngr-Nrwk 27 70% 70% 70% ED-BS 3.5CY 1.42 ROCKY115 1.41 ROCKY115 1.39 ROCKY115 127 122 118 127 122 118 123 119 116 115 112 110 1.22 119 117 1.18 117 116 112 111 1.09 128 125 122 128 125 123 142 141 139
2ph fault Sngr  Trip Sngr-Nrwk 28 70% 70% 70% PL-LM 3.5CY 1.40 ROCKY115 1.39 ROCKY115 1.36 ROCKY115 130 124 120 129 124 119 124 120 117 115 112 110 123 120 117 118 116 1.15 111 1.09 1.07 124 121 119 130 126 122 140 139 1.36
2ph fault Sngr  Trip Sngr-Nrwk 29 70% 70% 70% LM-PV 3.5CY 1.36 ROCKY115 1.35 ROCKY115 1.33 ROCKY115 125 120 116 125 120 116 120 117 114 114 110 1.08 119 1.17 114 117 115 113 1.09 1.07 106 125 122 119 125 122 119 136 135 1.33
2ph fault Sngr  Trip Sngr-Nrwk 30 70% 70% 70% NH-LI 3.5CY 1.39 ROCKY115 1.38 ROCKY115 1.36 ROCKY115 123 118 115 123 118 115 118 115 113 111 1.08 1.06 117 1.16 114 117 115 113 1.09 1.07 1.06 124 122 120 124 122 119 139 138 1.36
1ph fault Sngr  Trip Sngr-Nrwk 1 40% 40%  40% ALLIN 4.0CY 1.12 NRWK345 1.18 NRWK345  1.18 NRWK345 112 116 117 1.09 113 114 112 118 1.18 1.09 1.14 115 112 117 118 1.09 112 113 1.04 1.07 1.08 1.07 1.10 1.10 1.08 1.12 112 1.07 110 1.11
1ph fault Sngr  Trip Sngr-Nrwk 2 40% 40%  40% ED-BS 4.0CY 1.14 EDVN345 1.23 EDVN345 1.26 EDVN345 111 119 123 1.09 115 118 113 122 125 110 1.16 1.17 114 123 126 1.07 1.09 110 1.04 106 1.07 1.07 109 1.10 1.09 113 115 1.07 1.10 1.12
1ph fault Sngr  Trip Sngr-Nrwk 3 40% 40%  40% PL-LM 4.0CY 1.17 PLUM345 1.25 PLUM345 1.28 PLUM345 117 125 128 114 119 121 117 124 127 111 116 117 115 122 125 1.11 113 113 1.05 1.07 1.07 1.07 1.09 1.09 112 116 117 1.09 113 1.13
1ph fault Sngr  Trip Sngr-Nrwk 4 40% 40% 40% LM-PV 4.0CY 1.11 EDVN345 1.14 EDVN345 1.13 EDVN345 111 112 111 108 110 107 110 113 113 1.09 111 110 111 114 113 1.09 110 1.10 1.05 1.06 1.06 1.07 1.08 1.07 1.09 110 1.07 1.07 1.09 1.06
1ph fault Sngr  Trip Sngr-Nrwk 5 40% 40%  40% NH-LI 4.0CY 1.11 EDVN345 1.13 EDVN345 1.13 EDVN345 1.09 111 111 1.08 1.09 108 110 112 112 1.09 110 110 111 1.13 1.13 1.08 1.10 1.10 1.04 1.05 1.05 1.06 1.07 1.07 1.07 1.08 1.07 1.06 1.07 1.06
1ph fault Sngr  Trip Sngr-Nrwk 6 50% 50% 50% ALLIN 4.0CY 1.15 PLUM345 1.17 PLUM345 1.16 PLUM345 115 117 116 111 115 114 114 116 116 111 113 113 143 115 116 111 113 113 1.07 1.08 1.09 110 112 112 111 116 116 1.09 1.13 1.13




CASE #:

GE - B-N 1 HPFF, M-N 2 XLPE (OLD CASE 5)

Rev. 1 (added Sngr-Nrwk)

DATE:

12/15/2004

DONE BY: E. R. PRATICO, GE ENERGY NOTE: 2Cis 0.13-0.175,4Cis 0.17 - 0.21 s, 6C is 0.21 - 0.25 s (max. voltage - pu)
SWITCHING EVENT SYSTEM CONDITIONS MAXIMUM TOV TOV
SIM. | LOAD SHUNT| LINE |FAULT, PLUM345 PLUM115 NRWK345 NRWK115 EDVN345 BSCK345 ESHR115 FRBG115 STONY115 ROCKY115
TYPE LOCATION CASE | LEVEL | CAPS| REACS| OUT |CLEAR| 2C | LOCATION | 4C | LOCATION | 6C | LOCATION | 2c [ 4Cc [6c | 2c J4c[e6c | 2c | 4c[e6c | 2c | 4c[e6c[2c|4c|e6c[2c|4c|e6c[2c|4ac]|e6Cc[2c]4ac]|6C | 2c[4Cc | 6C | 2C [ 4C | 6C

1ph fault Sngr  Trip Sngr-Nrwk 7 50% 50% 50% ED-BS 4.0CY 1.21 PLUM345 1.23 EDVN345 1.25 EDVN345 121 122 123 117 118 119 121 123 124 113 115 116 121 123 125 111 111 111 107 108 1.08 110 111 111 113 118 119 110 1.14 1.15
1ph fault Sngr  Trip Sngr-Nrwk 8 50% 50% 50% PL-LM 4.0CY 1.23 PLUM345 1.26 PLUM345 1.26 PLUM345 123 126 126 118 121 121 120 123 123 113 115 115 119 123 123 1.12 113 113 1.06 1.07 1.07 1.09 110 1.09 113 121 121 109 115 1.15
1ph fault Sngr  Trip Sngr-Nrwk 9 50% 50% 50% LM-PV 4.0CY 1.18 STONY115 1.13 STONY115 1.13 PLUM345 117 1143 143 115 110 110 113 111 111 1.05 1.05 1.04 113 111 112 107 1.08 1.08 1.03 1.03 1.02 1.06 106 105 1.18 1.13 112 1.13 1.10 1.09
1ph fault Sngr  Trip Sngr-Nrwk 10 50% 50% 50% NH-LI 4.0CY 1.14 STONY115 1.09 PLUM345 1.09 PLUM345 113 1.09 1.09 1.10 1.06 1.05 1.10 1.07 107 105 106 104 110 1.07 1.07 1.07 1.09 1.08 1.04 1.04 1.04 1.06 1.07 1.06 1.14 1.07 1.07 1.09 1.06 1.05
1ph fault Sngr  Trip Sngr-Nrwk 1" 70% 70% 70% ALLIN 4.0CY 1.33 ROCKY115 1.35 ROCKY115 1.34 ROCKY115 120 116 115 120 1.16 115 117 114 113 110 1.10 1.08 1.16 1.14 113 1.14 113 113 1.07 1.07 1.06 1.18 118 117 121 119 117 133 135 1.34
1ph fault Sngr  Trip Sngr-Nrwk 12 70% 70% 70% ED-BS 4.0CY 1.28 ROCKY115 1.29 ROCKY115 1.27 ROCKY115 120 1.14 112 118 113 112 115 111 110 1.09 1.07 106 1.14 111 110 1.14 114 113 1.07 1.07 106 1.18 1.16 1.15 1.18 1.15 1.14 128 129 1.27
1ph fault Sngr  Trip Sngr-Nrwk 13 70% 70% 70% PL-LM 4.0CY 1.31 ROCKY115 1.28 ROCKY115 1.26 ROCKY115 119 113 111 118 113 111 115 111 110 1.09 1.07 1.06 114 112 111 113 113 112 1.06 1.06 1.05 1.16 1.14 113 119 114 114 131 128 1.26
1ph fault Sngr  Trip Sngr-Nrwk 14 70% 70% 70% LM-PV 4.0CY 1.35 ROCKY115 1.27 ROCKY115 1.25 ROCKY115 116 1.12 1.09 116 111 109 113 1.10 108 1.08 107 106 113 1.10 1.09 1.12 111 111 1.05 1.04 1.04 118 114 112 118 113 112 135 127 1.25
1ph fault Sngr  Trip Sngr-Nrwk 15 70% 70% 70% NH-LI 4.0CY 1.29 ROCKY115 1.28 ROCKY115 1.27 ROCKY115 113 111 110 112 110 1.09 110 1.09 1.08 1.04 1.03 1.02 111 1.09 108 111 111 111 1.04 1.04 1.03 115 114 113 113 112 112 129 128 1.27
1ph fault Sngr  Trip Sngr-Nrwk 16 40% 40%  40% ALLIN 3.5CY 1.18 NRWK345 1.19 EDVN345 1.19 EDVN345 116 1.18 1.18 1.13 115 115 118 1.19 119 114 115 115 1.18 1.19 119 112 113 113 1.08 1.08 1.08 1.10 1.10 1.10 112 113 113 1.10 111 1.11
1ph fault Sngr  Trip Sngr-Nrwk 17 40% 40%  40% ED-BS 3.5CY 1.24 EDVN345 1.27 EDVN345 1.28 EDVN345 120 124 125 116 119 120 123 126 127 116 1.18 118 124 127 128 109 110 1.10 1.06 1.07 1.07 1.09 110 1.10 113 116 1.16 1.10 1.12 1.13
1ph fault Sngr  Trip Sngr-Nrwk 18 40% 40%  40% PL-LM 3.5CY 1.26 PLUM345 1.29 PLUM345 1.29 PLUM345 126 129 129 120 122 122 125 127 127 116 118 118 123 126 126 1.13 1.13 1.13 1.07 1.07 1.07 1.09 1.09 1.09 117 118 117 113 113 1.13
1ph fault Sngr  Trip Sngr-Nrwk 19 40% 40% 40% LM-PV 3.5CY 1.14 EDVN345 1.14 EDVN345 1.13 EDVN345 111 111 111 1.09 1.08 107 114 114 112 111 111 1.09 114 114 113 111 110 1.09 1.06 1.06 1.05 1.08 1.08 1.06 1.09 1.08 1.06 1.08 1.07 1.05
1ph fault Sngr  Trip Sngr-Nrwk 20 40% 40%  40% NH-LI 3.5CY 1.14 EDVN345 1.13 EDVN345 1.13 EDVN345 111 112 111 109 109 108 113 113 112 110 1.10 1.09 1.14 113 1.13 1.10 1.10 1.09 1.06 1.05 1.05 1.07 1.07 1.06 1.08 1.07 1.07 1.07 1.06 1.05
1ph fault Sngr  Trip Sngr-Nrwk 21 50% 50% 50% ALLIN 3.5CY 1.16 STONY115 1.17 PLUM345 1.16 EDVN345 115 117 116 114 115 113 115 117 116 113 1.14 113 115 116 116 1.13 114 113 1.09 1.09 1.09 112 113 112 116 117 115 113 1.14 1.13
1ph fault Sngr  Trip Sngr-Nrwk 22 50% 50% 50% ED-BS 3.5CY 1.22 EDVN345 1.25 EDVN345 1.25 EDVN345 122 124 123 118 119 119 122 125 125 115 116 115 122 125 125 1.11 112 111 1.07 108 1.08 111 112 111 117 119 119 113 115 1.15
1ph fault Sngr  Trip Sngr-Nrwk 23 50% 50% 50% PL-LM 3.5CY 1.27 PLUM345 1.27 PLUM345 1.25 PLUM345 127 127 125 123 122 120 124 124 122 116 115 114 123 123 121 114 114 112 1.07 1.07 1.06 110 110 1.08 121 122 120 1.15 1.16 1.14
1ph fault Sngr  Trip Sngr-Nrwk 24 50% 50% 50% LM-PV 35CY 1.15 STONY115 1.13 PLUM345 1.12 PLUM345 115 113 112 143 110 110 1413 111 111 1.05 1.05 1.03 113 1.11 1.11 1.08 1.08 1.08 1.03 1.03 1.02 1.06 1.06 1.05 1.15 1.12 1.10 111 1.09 1.07
1ph fault Sngr  Trip Sngr-Nrwk 25 50% 50% 50% NH-LI 3.5CY 1.11 PLUM345 1.09 PLUM345 1.09 PLUM345 111 1.09 109 1.08 1.05 105 1.09 1.07 1.07 106 1.05 1.02 109 1.08 1.07 1.08 108 1.08 1.04 104 1.03 1.06 1.06 1.05 1.09 1.07 1.06 1.06 1.06 1.04
1ph fault Sngr  Trip Sngr-Nrwk 26 70% 70% 70% ALLIN 3.5CY 1.34 ROCKY115 1.33 ROCKY115 1.32 ROCKY115 117 115 113 117 115 113 115 114 111 110 1.09 1.08 115 1.14 112 1.14 113 113 1.06 1.06 1.05 1.18 1.18 1.16 1.18 1.17 1.16 1.34 133 1.32
1ph fault Sngr  Trip Sngr-Nrwk 27 70% 70% 70% ED-BS 3.5CY 1.31 ROCKY115 1.29 ROCKY115 1.25 ROCKY115 113 112 111 113 112 110 111 110 1.09 1.07 106 1.05 111 110 1.08 1.14 113 113 1.07 1.06 1.06 1.17 115 114 115 115 114 131 129 1.25
1ph fault Sngr  Trip Sngr-Nrwk 28 70% 70% 70% PL-LM 3.5CY 1.28 ROCKY115 1.27 ROCKY115 1.24 ROCKY115 112 111 109 112 111 109 111 109 108 107 106 105 111 111 1.09 112 112 111 106 1.05 1.05 114 113 112 115 114 112 128 127 1.24
1ph fault Sngr  Trip Sngr-Nrwk 29 70% 70% 70% LM-PV 3.5CY 1.27 ROCKY115 1.24 ROCKY115 1.22 ROCKY115 1.10 1.09 1.07 1.10 1.09 1.07 1.09 1.08 106 106 1.05 1.04 110 1.09 1.08 111 110 1.10 1.04 1.04 1.03 113 112 111 113 111 110 127 124 1.22
1ph fault Sngr  Trip Sngr-Nrwk 30 70% 70% 70% NH-LI 3.5CY 1.31 ROCKY115 1.26 ROCKY115 1.23 ROCKY115 111 1.09 1.08 111 1.08 1.07 109 107 106 103 101 100 110 1.08 1.07 1.11 111 110 1.04 103 1.03 1.15 113 112 113 112 110 131 126 1.23




